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1 Scope of the document 

This application manual describes application details for ekinex® virtual pushbutton with touch display EK-

EV3-TP. 

The document is aimed at the system configurator as a description and reference of device features and 

application programming. For installation, mechanical and electrical details of the device please refer to the 

technical description datasheet. 

Application manual and application programs for ETS are available for download at www.ekinex.com. 

 

 

Item File name (## = release) Version Device rel. Update 

Product datasheet STEKEV3TP_IT.pdf EK-EV3-TP 

A3.0 09 / 2025 Application manual MAEKEV3TP_IT.pdf EK-EV3-TP 

Application program APEKEV3TP##.knxprod EK-EV3-TP 

 

 

 

The Ekinex Tool app, available for Apple and Android 
mobile devices, can be downloaded directly from 
their respective stores.   

 

 

 

You can access the most up-to-date version of the full documentation for the device using following QR codes: 

 

KNX virtual pushbutton with touch display EK-EV3-TP SIGNUM 

 

 
  

http://www.ekinex.com/
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2 Product description 

The EK-EV3-TP touch-display pushbutton control from the ekinex® SIGNUM series is a KNX S-mode wall-

mounted device that is characterised by its ease of use and elegant, discreet appearance. The product is 

suitable for the on/off control of utilities, the dimming of luminaires, the control of motorised drives and other 

programmable command and control functions, such as the room temperature control graphical page and the 

public address device control graphical page. 

The integrated temperature sensor also allows it to be used as a temperature controller for a room or zone. 

The integrated humidity sensor allows measurement of environmental relative humidity, with the possibility of 

sending the value on the bus and controlling humidification and dehumidification. 

The device, designed for KNX-standard home and building automation systems, is equipped with a KNX bus 

communication module and is designed for mounting on a round or square wall flush-mounting box, fitted with 

fixing holes with 60 mm spacing. The button is to be completed with a plate from the Deep or Surface series.  

The borderless IPS touch display, with dimensions of 2.65", 162 x 320 pixels with 262K colours and haptic 

feedback, can be configured to manage up to 4 buttons per screen and up to 3 screens in total. The IPS (In 

Plane Switching) technology adopted for the display allows wide viewing angles and high fidelity in the colour 

reproduction of themes and graphic elements. SIGNUM is capable of satisfying multiple aesthetic installation 

requirements and can be mounted indifferently with alignment of the IPS touch display on the left or right side, 

in front view. 

Each button can be customised via a dedicated Ekinex Tool app via BLE (Bluetooth Low Energy), and certain 

attributes of each button can also be changed after installation, e.g. symbols and lettering. The integrated 

proximity sensor enables the activation of backlighting and other functions, ensures maximum readability when 

using the button panel, and provides visual comfort at night.  

The device is powered at SELV 30 Vdc via the KNX bus and does not require an auxiliary power supply, either 

for normal bus communication or during Bluetooth Low Energy wireless communication with the mobile app. 

 

 
 

 

2.1 Main functional characteristics 

 On/off switching of single loads or groups of loads 

 Dimming of lighting devices 

 Control of motor drives (for roller shutters, blinds, curtains, etc.) 

 Measuring of room temperature via integrated sensor and temperature regulation functions 
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 Measuring of relative humidity, with the possibility of sending the value on the bus and controlling 

humidification and dehumidification 

 Graphic display of the thermostat function that can be enabled via voucher 

 Backlight activation and other functions by means of an integrated proximity sensor 

 Graphical interface for audio source control, which can be enabled via voucher 

 Logic functions 

 Recall and memorization of scenarios 

 Different programmable functions for short press / long press of a button 

 Touch display with haptic feedback 

 Programming via Bluetooth with iOS 9.1 or Android 5.1 and higher apps 

 Possibility to configure up to 12 buttons arranged on 3 pages, with dedicated pages for thermostat , 

audio control and air conditioning functions 

 Customizable buttons with text or icons 

 Integration with the KNX network via ekinex® Delégo supervision system or the ekinex® EK-BW1-TP 

voice assistant interface 

 Front cover in the same metal or Fenix NTM® finishes as in the catalog 

 Compatibility and family feeling with the Ekinex 20venti series 

 Possibility of introducing an installer PIN and user PIN. The user PIN allows you to restrict access to 

certain button functions. 

 

The supply includes, inside the box: 

 1 metal bracket for flush-mounting box (Code EK-SMQ-71-S) 

 2 pairs of fixing screws; 

 1 KNX terminal block for the connection of the bus line. 

 

 

Mounting information 

The screws supplied in the package are suitable for standard installations. For particular 

applications, in which the screws must be replaced, these must be of the flat-head type. 

The supplied plastic screws (# 2) must only be used to hold the push-button panel in position, 

therefore they must not be tightened with excessive force (max. torque 0.4 Nm). 

1. The screws for the metal support must be tightened with a max. torque of 1.0 Nm. 

 

2.2 Additional codes 

The device is completed with an ekinex® plate in metal (aluminium), Metal HT (chrome) or Fenix NTM®, with 

a 30 x 60 mm window and hole for the proximity sensor. The plate is available for Deep or Surface series 

mounting. 

Single square plate with 30 x 60 mm window, part number EK-DQZ-... (Deep), EK-SQZ-… (Surface). 

(The code is to be completed with the extension for colour and finish). 

 

 

 

 

i 
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Series Window Color Finish Deep part-

number 

Surface part-

number 

Signum 

METAL 

(aluminium) 

30 x 60 

mm 

aluminium 

brushed 

EK-DQZ-GBQ EK-SQZ-GBQ 

nichel EK-DQZ-GBR EK-SQZ-GBR 

titanium EK-DQZ-GBS EK-SQZ-GBS 

carbon EK-DQZ-GBU EK-SQZ-GBU 

brass EK-DQZ-GBB EK-SQZ-GBB 

 

Series Window Color Finish Deep part-

number 

Surface part-

number 

Signum 

METAL 

HT 

30 x 60 

mm 

chrome 

chrome-

plated 

EK-DQZ-CRO EK-SQZ-CRO 

black metal EK-DQZ-CBM EK-SQZ-CBM 

copper EK-DQZ-COP EK-SQZ-COP 

champagne EK-DQZ-CHA EK-SQZ-CHA 
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Series Window Color 
Deep part-

number 

Surface part-

number 

Signum 

FENIX 

NTM® 

30 x 60 

mm 

malè white EK-DQZ-FBM EK-SQZ-FBM 

beige luxor EK-DQZ-FBL EK-SQZ-FBL 

beaver 

ottawa 
EK-DQZ-FCO EK-SQZ-FCO 

cocoa 

orinoco 
EK-DQZ-FCC EK-SQZ-FCC 

grey efeso EK-DQZ-FGE EK-SQZ-FGE 

grey london EK-DQZ-FGL EK-SQZ-FGL 

grey bromine EK-DQZ-FGB EK-SQZ-FGB 

green 

commodore 
EK-DQZ-FVC EK-SQZ-FVC 

black ingo EK-DQZ-FNI EK-SQZ-FNI 

 

 

 

 

The plate to complete the luminaire must be ordered separately. For more information on available 

materials, colours and finishes, see the ekinex® product catalogue or go to www.ekinex.com. 

 

 

  

i 
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3 Switching, display and connection elements 

The device has a IPS touch display for activating the hand control functions and an integrated proximity sensor 

for activating the backlight and other programmable functions. 

 

 

 

1) IPS touch display 

2) Proximity sensor 

3) Temperature and relative humidity sensors 

position (under cover) 

4) Product label 

5) KNX bus line connection terminal 

6) Fixing springs 

 

  

  

Switching elements 

The touch display (1) can implement up to 12 buttons arranged on 3 pages, with a dedicated page for 

thermoregulation. The methods of interaction are as follows: 

 touch or tap: pressing the area of a key with the finger for at least 15ms starts an activation or 

deactivation event; 

 swipe: dragging the finger vertically from one side of the display to scroll through the function pages, 

while dragging it horizontally displays the settings and information pages; 
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 long press: prolonged touch (settable via ETS) of an area of the display activates the slider functions, 

such as light dimming or control of motor drives. 

 

   

Touch / tap 

Switching On/off, sending 
values or sequences, scenes 

Long press 

Slider activation for dimmer, up 

/ down, modification of 

thermostat setpoint 

Vertical swipe 

Scrolling of function pages only 

Horizontal swipe 

Scroll through the pages of 

functions, info / programming / 

reset and settings 

 

 

The SIGNUM virtual pushbutton control is able to meet several aesthetic installation requirements 

and can be mounted indifferently with alignment of the IPS touch display on the left or right side, in 

front view. The different alignment of the display is achieved by rotating both the button and the 

plate by 180°. In this case, the proximity sensor and its slot will be located at the top of the button 

panel, instead of at the bottom. 

The different physical mounting must be accompanied by the correct configuration of the parameter 

Product code (left or right) in the General tab of the ETS application. 

 

  

i 



  Application manual 

 KNX virtual pushbutton with touch display EK-EV3-TP SIGNUM 

 

Revision 1.6 - Updated: 10/09/2025  MAEKEV3TP_EN 

© EKINEX S.p.A. – All rights reserved  Pag. 12 

4 Configuration 

The functionality of the device is determined by the settings made via software. 

In order to configure the device, the ETS5 development tool (or later versions) and the ekinex® application 

programme dedicated to the device (the name is APEKEV3TPxx.knxprod) are required; these can be 

downloaded from the ekinex website www.ekinex.com. 

The application programme allows access, within the ETS5 environment, to the configuration of all the 

working parameters of the device. The programme must be loaded into ETS (alternatively, the entire ekinex® 

product database can be loaded in a single operation), after which all device specimens of the type in 

question can be added to the project being defined. 

The configurable parameters for the device will be described in detail in the following paragraphs. 

The configuration can be, and generally will be, defined completely in off-line mode; the transfer of the set 

configuration to the device will then take place in the programming phase, described in the next paragraph. 

 

Product code EAN Input Nr. 
Application program ETS 

(## = revision) 

Communication 
objects 

(Nr. max) 

Group 
addresses 

(Nr. max) 

EK-EV3-TP   APEKEV3TP##.knxprod 446 254 

 

 

The configuration and programming of KNX devices requires specific knowledge; to 

acquire this knowledge, it is recommended to attend the appropriate training courses at a 

KNX consortium-certified centre. 

For further information, please visit www.knx.org. 

 

 

After the device has been programmed for the first time, via the ETS5, it is possible to 

change some parameters via the Ekinex Tool mobile app, through the Bluetooth LE access 

point provided by the device. 

 

 

5 Commissioning 

For the commissioning of SIGNUM, the following activities are required: 

 make the electrical connections as described above; 

 turn on the KNX bus power supply; 

 switch the device operation to the programming mode by scrolling the display pages from left to right 

to the INFO page (eventually insert the PIN code if required) and pressing the PROGRAM virtual 

button for 5s, which will turn red; 

 download the physical address and configuration into the device using the ETS® program. 

i 
 

i 
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At the end of the download, operation of the device automatically returns to normal mode, displaying the first 

page of virtual buttons; SIGNUM is programmed and ready for operation. 

 

Resetting the device 

To reset the device, scroll through the pages of the display to the INFO page and press the virtual button 

marked FACTORY RESET for a few seconds until the brightness of the page dims significantly. At this point: 

 if the PIN is enabled, the display shows a virtual keyboard for entry. The PIN for the FACTORY RESET 

is the same used for the connection from the App; 

 if the PIN is disabled, the reset takes place directly. 

The display will show the start-up page and the reset has been carried out. At this point, the addressing and 

configuration of the device via ETS® must be carried out again. 

 

 

The reset resets the device to the factory delivery state. The addressing and 

parameter value set during configuration will be lost. 

 

6 Display widgets 

SIGNUM features a user interface designed to facilitate end-user use and consists of a number of pages and 

graphic components that can be configured via the ETS (and subsequently customised via the Ekinex Tool 

app). Depending on the control functions activated, the graphic components illustrated below are available on 

the device pages (assembly with display alignment to the left). 
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Page 1 virtual button 

It is possible to organise the buttons for 
each individual screen in 3 different 
ways: single button, double button and 
quadruple button. 

Page 2 virtual buttons 

To best reflect every possible room 
structure, each button can be customised 
with text, symbols and colours. 

Page 4 virtual buttons 

Buttons can be used to control lighting 
devices, scenarios and motorised drives. 
A long press can call up graphic pages 
for precise control of home automation 
elements. 

 

   
Dimming page 

The slider allows precision control of 
dimmed actuators for lighting or 
motorised drives. 

Colour temperature adjustment page 

The slider can be used to dim a lighting 
actuator from a cool to a warmer colour. 

Motorisation control page 

The motorisation page allows you to 
control motorised locking elements using 
customised buttons with up and down 
symbols. 

 

   
Room thermostat page 

It is possible to configure a simple single 
setpoint controller or a complete 
controller with support for HVAC 
operating modes. Manual/automatic 
speed control of a fan-coil is available. 

Audio page 

The audio page allows you to select an 
audio source, change the track 
currently playing and to raise or lower 
the volume. 

Audio settings page 

The audio settings page also allows 
control the volume level and 
equalisation of treble and bass. treble 
and bass equalisation. 

   

   

  

 

Air conditioning page 

The air conditioning page allows the 
user to monitor the cooling temperature 
of the room, control the desired 
temperature, the position of the fins and 
the ventilation speed. 

PIN page 

The PIN code protection page allows 
only authorized users to enter the code 
for using the various commands and 
functions. 
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Page indicator. It has been placed on the right side of the screen, always visible when the 

display backlight is active. The indicator facilitates navigation and helps new users 

understand that page scrolling should be done vertically. 

  

i 
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7 Connecting Ekinex Tool app 

The user can customise certain functions and attributes of SIGNUM via the Ekinex Tool app, which is available 

for Android and iOS systems and can be downloaded via digital stores. 

 

 

The setup procedure requires the Bluetooth connection of the device (smartphone or 

tablet). If it is deactivated, the app will ask for its activation through the settings options. 

 

The activities to be performed to connect to the app are as follows: 

 scroll to the SETTING MODE page on the SIGNUM display; the device is now set to perform the 

pairing operation via Bluetooth; 

 download and install the “Ekinex Tool” app, possibly framing the QR code with the smartphone; 

 at the first start, follow the steps of the app wizard to add a new device, by pressing on the virtual 

symbol “+”; then, by pressing on “SIGNUM”, the configuration starts; 

 End the procedure by following the steps, as described in the Ekinex Tool app guide. 

 

 

 

The main SIGNUM settings that can be customised via the Ekinex Tool app are: 

 The background theme (Flat or Gradient) of the IPS display 

 The texts associated to the virtual buttons with the intended use 

 The icons associated to the virtual buttons, accessing a library now consisting of over 120 symbols 

 The brightness of the display 

 The intervention of the display haptic feedback 

 The delay for inactivity before the display switches to standby mode 

 

 

The Ekinex Tool app allows customization of the colors associated with the OFF and ON 

thresholds of the buttons. In the case of multi-value thresholds, customization is not 

available. 

i 
 

i 
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8 Function description 

After switching on the bus, which also acts as a power supply, the device becomes fully functional after a very 

short time needed for reinitialization. A delay is programmable for the device to become active on the bus in 

order to avoid a bus traffic overload during the first moments of start-up of the whole network.  

In case of a bus power failure (voltage lower than 19 V for 1 s or more), the device becomes unreactive: before 

the power supply becomes insufficient, the status is internally stored. The timing functions are not active, 

neither are the programmed group addresses.  

As soon as the bus voltage is restored, the device will resume operation in its previous state (which is saved 

on power fail), unless different initialization settings are programmed. 

8.1 Operating thresholds and low supply voltage management 

SIGNUM is equipped with an indication system, in the event that the power supply voltage provided by the 

KNX bus is lower than the nominal value of 30 Vdc. In particular, depending on the input voltage level, some 

functions (haptic feedback, backlight brightness, Bluetooth communication) are automatically disabled. 

When the voltage value of 30 Vdc is restored, the disabled functions are automatically reactivated. 

The operating scheme is shown in the following table: 

 

Supply voltage [V] 
Backlight brightness 

[%] 
Haptic 

feedback 

Bluetooth 
communic

ation 

Low voltage 
indication 

29 65 Allowed 
can be 

activated 
None 

< 27 Max. 20 Allowed 
can be 

activated 
None 

< 26 Max. 20 Not allowed 
not 

activated 
displayed (*) 

< 20,5 0 Not allowed 
not 

activated 
Not possibile 

 

(*) Low voltage indication is provided via: 

1) A red dot on the page currently displayed; 

2) The message VOLTAGE ERROR! on the device's Info page. 
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8.2 Offline operation 

A fully unprogrammed device does not operate in standby mode. Since the operation relies entirely on the 

exchange of information through communication objects, there is no part of the device that can operate 

independently from a KNX bus. 

 

8.3 Online operation 

In general the device works like a configurable digital sensor that is listening to own inputs or outputs of other 

devices. On input events the device performs output functionality over KNX bus like sending values or 

controlling external devices like KNX actuators. 

 

8.4 Software working cycle 

The main purpose of the software is following: 

 Handle user virtual pushbutton presses and generate bus telegrams according to the assigned 

functions; 

 Implement virtual pushbutton interlock and timing functions; 

 Handle incoming bus messages in order to update the status of pushbutton activations and LED 

indicators; 

 Respond to bus messages requesting feedback on the status of the inputs. 

The status of the device and specifically of its entities (input activation status and LED indicators) relies on 

KNX communication objects, which can be freely defined and bound in various ways to the physical elements 

of the device; these communication objects acts as state variables for the device. 

There are also special events on which it is possible to trigger additional features. These events are the bus 

failure and recovery, and the download of a new configuration with ETS. 
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8.5 Inputs commands 

The touch display can represent up to 12 buttons arranged on up to 3 graphic pages; each graphic page can 

represent 1-2 or 4 buttons. 

Two graphic themes are also available for button rendering: a linear rendering and a gradient rendering. 

 

Left-hand display 

alignment 

   

Right-hand display 

alignment 

   

 

The 'tap' gesture on a button can be associated with different effects on a status variable. 

 

 

8.5.1 Input events 

A virtual button tap can be handled either as an “on-off” event (“on” means when the button is pushed, “off” 

when it is released), or as a “short press - long press” event (whereby a time period can be defined to 

discriminate the duration of the “long” from the “short” press). 

In both cases, for each of the two available events a separate action can be assigned that operates on a 

selected variable (actually, more than one; see below for details). 

 

 

8.5.2 Lock function 

For each input a lock feature can be enabled which allows to block the operation of an input through a message 

on a communication object.  

When in a locked state, the input is effectively disabled. 

A value (for each transition) can be specified to be assigned to the communication object upon entering or 

exiting the locked state. 

The locked state can also be automatically activated when the bus is connected. 
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8.5.3 State variables (communication objects) 

The variable that is changed by the input events can be one of the types available for KNX communication 

objects, i.e. for instance a 1-bit value (on-off), a 2-bit value or an integer value of larger size. 

In all cases, each of the two events can: 

 change the value of the variable to one of two definable values within its range (which is trivial in the 

case of the 1-bit value); 

 toggle between the two defined values 

 do nothing (value is unaffected) 

This state variable, once assigned a group address, is actually a KNX communication object; as such, it 

undergoes the usual rules for communication objects, among which – for instance – the effect of flags to 

determine how the change of value affects the transmission of the objects. 

 

 

8.5.4 Binding between Events and Communication objects 

The above description is a little simplified in order to ease comprehension; as a matter of fact, to each event 

can be assigned not just one, but several communication objects (up to 8), even of different types. Each of 

these communication objects can have its own behaviour and its own associated value set. 

 

 

8.5.5 Repeated send 

For most features, is it possible to set the device to send a telegram not just when a value changes as a 

consequence of an input transition, but also at regular intervals whenever that value setting is active. 

This behaviour, also referred to as Cyclical Transmission, can be set separately for each of the two values that 

are associated to an input (or both, or none of them). 

If an input is set to “send values or sequences” mode, repeated send is not available if more than 1 

Communication Object is assigned to that input. 

 

 

The buttons can be configured independently or individually, each operating independently 

and possessing its own parameters and communication objects. It is not possible to 

configure buttons in coupled mode. 

 

 

8.5.6 Single input command 

Each single input can be configured for one of following different features: 

1. Send values or sequences 

An event triggers the transmission on the bus of configurable values or sequence of values. 

i 
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These values can be of a logical type or a numerical type with a different size. 

A sequence of values can be made of up to 8 communication objects of different value types. 

Time delays can set between values in the sequence. 

2. Dimmer control 

This mode is intended to be used with dimming actuators for the control of lighting devices. 

The function is only activated with long press events: a long press automatically opens the control 

widget. 

 

3. Shutter or Venetian blind control 

This mode is intended to be used together with actuators for the control of motorized blinds, shutters 

and similar devices. These actuators have functions for blind opening and closing; two movement types 

are selectable, i.e. continuous movement and stepwise movement. On input events, the device sends 

operation telegrams to the actuators. 

The function is only activated with long press events: a long press automatically opens the control 

widget. 

 

4. Scene function output 

This mode is intended to be used together with several KNX actuators that support using a scene 

function; this function allows storing and recalling a communication object value on an actuator. 

In this mode, the role of the device is to send a “store / recall scene” telegram to the actuator on a long 

/ short press event. 

This mode has two possible configurations: 

 Activate pre-set scene on short press, and store current setting as scene value on long press 

 Activate two different scenes in toggle mode on short press. 

 

5. Dynamic button 

This mode allows a quantity acquired from the bus (read-only) to be displayed within the graphics of a 

button. It is possible to specify on ETS: 

 A descriptive that is displayed in the first line of text of the button. 

 The display color of the button with status/value field 

 A data type: selection from a list of the DPT (Data Point Type) to be assigned to the 

corresponding communication object for the correct interpretation and decoding of the data 

 A multiplier to introduce a scaling factor 

 Ability to show/hide the unit of measure: the option is useful if you want to hide the unit of 

measure associated with the data type because it is not present in the list but can be traced 

back to one of the items in the list in terms of the encoding of the data item itself 

 Decimal digits: allows you to force the number of digits after the decimal point 

 

6. Shift register 

This mode allows the user to set a single graphic button to act as a 1-Byte shift register counter. Each 

time the button is pressed, a counter is increased or decreased with the chosen step, with pre-

configurable maximum and minimum value. When the maximum or minimum value is reached, a further 

press causes the counting to continue in a circular way. 

It is also possible to reset the register. 
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8.6 Proximity sensor 

The proximity sensor is a compact termopile, calibrated to a detection distance of approximately 1 meter. Using 

this sensor, it is possible to keep the virtual pushbutton in a stand-by state by setting a maximum brightness 

level of display and only reactivate the backlighting of the virtual buttons when the user approaches the device. 

The sensitivity of the sensor is configurable by the ETS application, to avoid false detections. 

In addition, it is possible to activate the sending of values or sequences and scene when the sensor detects a 

user approaching within range, so as to trigger automations or signal the approach of a user. However, the 

proximity sensor is not a presence sensor and as such cannot be used to monitor the presence of people 

inside rooms and other closed places. 

 

 

Note.  

The sensor allows you to set different sensitivity levels; pay attention to the following for 

correct installation of the device and for optimal setting of the sensitivity parameters. 

 The sensor detects the difference between the ambient temperature and the 

temperature of moving objects and people; the smaller this difference of 

temperature will be and the less sensitive the sensor will be. 

 For correct coverage of the sensor's detection area, avoid walls (including stained 

glass windows) or furniture obstructing the range of action; if this is not possible, 

increase the number of sensors in the area to have wider coverage. 

 It is advisable to avoid positioning the device near the air current (doors, windows) 

 Always mount the device on a stable surface, not subject to vibrations or 

oscillations that could simulate movement. 

 Since lighting equipments placed near the device or in the sensor's detection area 

can cause false detections, it is recommended to avoid this type of interference as 

much as possible. 

 Avoid having devices that produce heat such as air conditioners, fan coils, lamps, 

etc., or objects that move due to wind or air currents such as curtains, venetian 

blinds, etc. in the sensor detection area. 

 

8.7 Temperature sensor 

The value from the embedded temperature sensor, unless it is disabled, can be read from the bus by other 

devices. 

The raw value read from the sensor can be corrected with a small offset (-5 °C to +5 °C in steps of 0.5 °C), in 

order to compensate for environmental factors and achieve a better precision. 

The sensor value can periodically be sent on the bus with a specified transmission interval, and whenever a 

specified variation occurs. 

 

i 
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Note. If the display backlight is kept active for a period longer than 1 minute, the reading of 

the internal temperature sensor may be altered. 

 

8.8 Relative humidity sensor (if available) 

The integrated relative humidity sensor allows the detection of the relative humidity value in the environment. 

The value detected allows for advanced thermal regulation of the environment and to expand the possibilities 

of safe operation of some types of terminal system used in cooling. The measured value can also be sent on 

the bus via communication object 441, configurable to either 1 Byte or 2 Byte. 

As for the temperature sensor, also in this case the direct value read by the sensor can be corrected with a 

small offset (from -10% to +10% with a step of 1%), in order to compensate environmental factors and obtain 

a better precision. 

The correct value can be sent periodically on the bus with a predefined transmission interval, and also when 

a change of a settable entity occurs. 

By means of a calculation performed by the thermostat function, psychrometric values obtained from the 

combined measurement of temperature and humidity such as the dew point can also be sent on the bus. 

8.9 Room controller 

The SIGNUM push-button control offers 2 ways of managing the single-zone room thermostat function: 

 with communication objects, without user interface: SIGNUM is used as a push-button control of the 

'FF series, '71 series or Venti20 series, the user can interact with the controller via a supervisor such 

as ekinex® delégo, using the dedicated app for mobile devices provided. 

 with communication objects and with a dedicated graphic component: in this configuration, SIGNUM 

presents a page with a graphic component dedicated to individual zone control. 

 

 

8.9.1 SIGNUM thermostat widget 

Depending on the requirements in terms of complexity and completeness of the information to be transferred 

to the customer, the system integrator can opt for one of 2 possible modes of representation of the graphic 

component: 

 Single setpoint mode 

 Absolute setpoint mode 

The setpoint type and consequently the type of representation of the graphic component is chosen in the ETS 

application, in the Settings tab of the thermostat. 

 

Single setpoint mode 

The user can simply change the current setpoint, which is stored permanently. It is possible to use an external 

device to carry out hourly programming that directly changes the setpoint. 

 

i 
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Absolute setpoint mode 

The user can set one of the following operating modes: 

 MANUAL: Equivalent to single setpoint operation mode. MANUAL operation is unlimited in duration 

 CHRONO: the device receives the time schedule from an external supervisor, via a communication 

object of type HVAC_Mode 

 BOOST: this is a manual forcing of the setpoint imposed by the time program, with limited duration. At 

the end of the forcing, the device automatically returns to CHRONO mode. 

 

1. Room temperature 

2. Actual setpoint 

3. Setpoint increase/decrease keys 

4. Icona / pulsante di spegnimento OFF termostato 

5. Thermostat OFF icon / button 

6. CHRONO mode inserted icon / button 

7. BOOST mode inserted icon / button 

8. MANUAL/AUTOMATIC fan mode icon / button 

 

The heat or cool demand status is represented by the colour of the setpoint and the increase/decrease buttons: 

RED in heating conduction mode and BLUE in air conditioning conduction mode. 

 

8.9.2 Use of temperature sensor 

The temperature controller integrated inside the virtual pushbutton allows the room temperature acquisition in 

the following ways: 

1) from the temperature sensor integrated inside the device;  

2) via bus from another KNX device, e.g. another ekinex® pushbutton 

In order to optimize or correct the temperature regulation in particular cases (big rooms, when there is a strong 

asymmetry in temperature distribution, when the pushbutton is installed in wrong or unsuitable positions, etc.) 

5 

 
1 

  
2 

  3 

  
4 

  
  6 

  7 
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the device can use a weighted mean between two temperature values. The weights are assigned according 

to the Relative weight parameter, which assigns a proportion to the values. 

 

 

Note on mounting position 

If the integrated temperature regulator is used, the device must be preferably installed on an internal wall, at 0,7-1,5 m of 

height and at least 0,3 m of distance from doors. The device cannot be installed near heat sources such as radiators or 

domestic appliances or in positions subjected to direct solar irradiation. If necessary, for the regulation can be used a 

weighted mean value between the measured temperature acquired by the integrated sensor and a value received via bus 

from another KNX device. 

  

i 
 



  Application manual 

 KNX virtual pushbutton with touch display EK-EV3-TP SIGNUM 

 

Revision 1.6 - Updated: 10/09/2025  MAEKEV3TP_EN 

© EKINEX S.p.A. – All rights reserved  Pag. 26 

8.9.3 Applications 

The applications that can be configured are peculiar to thermal plants with a double stage and concern the 

following terminals: radiators, electric radiators radiant panel systems and fan-coils. 

The temperature control can be: 

 two point control with hysteresis, ON-OFF command type; 

 proportional-integral, with ON-OFF command, PWM or continuous type. 

 3 discrete velocity or continuous velocity for fan-coils 

 

 

8.9.4 Control algorithms 

The picture below shows the components of a common generic control system for ambient temperature. The 

room thermostat measures the actual temperature of the air mass (Teff) and constantly compares it to the 

setpoint value (Tset). 

 

The control algorithm, basing on the difference between Tset and Teff, processes a command value which can 

be analogue or On / Off type; the command is represented by a CO that is transmitted via bus, periodically or 

event based, to a KNX actuator device. 

The output of the actuator device is the driving variable of the control system, which can be e.g. a flow rate of 

water or air. The control system realized by the room thermostat is of feedback type, namely the algorithm 

takes into account the effects on the system in order to change the control action on the same entity. 

 

 

8.9.4.1 Two-point control with hysteresis  

This control algorithm, which is also known as On / Off, is the most classic and popular. The control provides 

for the on / off switching of the system following a hysteresis loop, i.e. two threshold levels are considered for 

the switching instead of a single one. 

 

Teff 

Appliance 

Solar radiation Presence of people 

Control 
algorithm 

 

Actuator  
(e.g. relay output – 

valve motor etc) 

Heating body 
(e.g. radiator, fan-

coil, radiant panel) 

Ambient Tset 
+ 

- 

Room thermostat Actuator control 

Dispersioni 
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Heating mode: when the measured temperature is lower than the value of the difference (Tset – ΔThysteresis), 

whereby ΔThysteresis identifies the differential adjustment of the boilers, the device activates the heating system 

by sending a message or KNX telegram to the actuator that handles the heating system; when the measured 

temperature reaches the desired temperature (Setpoint), the device disables the heating system by sending 

another message. In this way, there are two decision thresholds for activation and deactivation of the heating, 

the first being the level (Tset – ΔThysteresis) below which the device activates the system, whereas the second is 

the desired temperature above which the heating system is deactivated. 

Cooling mode: When the measured temperature is higher than the value of the difference (Tset + ΔThysteresis), 

whereby ΔThysteresis identifies the differential adjustment of the cooler, the device activates the air conditioning 

system by sending a message or KNX telegram to the actuator that handles it; when the measured temperature 

falls below the desired temperature Tset the device turns off the air conditioning system by sending another 

message. In this way, there are two decision thresholds for activation and deactivation of the cooling: the first 

being the level (Tset + ΔThysteresis) above which the device activates the system, whereas the second is the 

desired temperature below which the air conditioning system is deactivated. In the ETS application program, 

two different parameters are available for the hysteresis value for both heating and cooling: the values usually 

differ depending on the system type and its inertia. 

 

In those applications where floor or ceiling radiant panels are present, it is possible to realize a different 2-point 

room temperature control. This type of control must be paired either to a proper regulation system for flow 

temperature that takes into account all internal conditions or an optimizer that exploits the thermal capacity of 

the building to adjust the energy contributions. In this type of control the hysteresis (ΔThysteresis) o the room 

temperature high limit (Tset + ΔThysteresis) represent the maximum level of deviation that the user is willing to 

accept during plant conduction. 

 

 

 

Heating mode – When the measured temperature is lower than the desired temperature Tset, the device 

activates the heating system by sending a message or KNX telegram to the actuator that handles it; when the 

measured temperature reaches the value (Tset + ΔThysteresis), whereby ΔThysteresis identifies the differential 

T ambient 
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T ambient 
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adjustment of the boilers the device disables the heating system by sending another message. In this way, 

there are two decision thresholds for activation and deactivation of the heating, the first being the desired 

temperature Tset below which the device activates the system, whereas the second is the value (Tset + 

ΔThysteresis), above which the heating system is deactivated. 

Cooling mode – When the measured temperature is higher than the desired temperature Tset, the device 

activates the air conditioning system by sending a message or KNX telegram to the actuator that handles it; 

when the measured temperature reaches the value (Tset - ΔThysteresis), whereby ΔThysteresis identifies the 

differential adjustment of the air conditioning system, the device disables the air conditioning system by 

sending another message. In this way, there are two decision thresholds for activation and deactivation of the 

air conditioning system: he first being the desired temperature Tset above which the device activates the 

system, whereas the second is the value (Tset - ΔThysteresis) below which the air conditioning system is 

deactivated. 

In the ETS application program, two different parameters are available for the hysteresis value for both heating 

and cooling: the values usually differ depending on the system type and its inertia. 

 

In the ETS application program, the default 2-point hysteresis control algorithm foresees inferior hysteresis for 

heating and superior for cooling. If Heating and/or cooling type = floor radiant panels or ceiling radiant panels, 

it is possible to select the hysteresis position according to the described second mode, i.e. with superior 

hysteresis for heating and inferior for cooling. 

The desired temperature (Tset) is generally different for each one of the 4 operating modes and for 

heating/cooling modes. The different values are defined for the first time during ETS configuration and can be 

modified later on. In order to optimize energy saving (for each extra degree of room temperature, outbound 

dispersions and energy consumption go up 6%), it is possible to take advantage of the multi-functionality of 

the domotic system, for example with: 

• Hour programming with automatic commutation of the operating mode by means of KNX supervisor; 

• Automatic commutation of the operating mode according to presence of people in the room; 

• Automatic commutation of the operating mode according to window opening for air refreshment; 

• Circuit deactivation when desired temperature is reached; 

• Flow temperature reduction in case of partial load. 

 

 

8.9.4.2 Continuous Proportional-Integral control 

The continuous proportional-integral (PI) controller is described by the following equation: 

𝑐𝑜𝑛𝑡𝑟𝑜𝑙 𝑣𝑎𝑟𝑖𝑎𝑏𝑙𝑒(𝑡) = 𝐾𝑝 ×  𝑒𝑟𝑟𝑜𝑟(𝑡) +  𝐾𝑖 × ∫ 𝑒𝑟𝑟𝑜𝑟(𝜏)𝑑𝜏
𝑡

0

 

whereby: 

𝑒𝑟𝑟𝑜𝑟(𝑡) = (𝑆𝑒𝑡𝑝𝑜𝑖𝑛𝑡 − 𝑀𝑒𝑎𝑠𝑢𝑟𝑒𝑑 𝑡𝑒𝑚𝑝𝑒𝑟𝑎𝑡𝑢𝑟𝑒) 𝑖𝑛 ℎ𝑒𝑎𝑡𝑖𝑛𝑔 

𝑒𝑟𝑟𝑜𝑟(𝑡) = (𝑀𝑒𝑎𝑠𝑢𝑟𝑒𝑑 𝑡𝑒𝑚𝑝𝑒𝑟𝑎𝑡𝑢𝑟𝑒 − 𝑆𝑒𝑡𝑝𝑜𝑖𝑛𝑡) 𝑖𝑛 𝑐𝑜𝑜𝑙𝑖𝑛𝑔 

𝐾𝑝 = 𝑝𝑟𝑜𝑝𝑜𝑟𝑡𝑖𝑜𝑛𝑎𝑙 𝑐𝑜𝑛𝑠𝑡𝑎𝑛𝑡 

𝐾𝑖 = 𝑖𝑛𝑡𝑔𝑟𝑎𝑙 𝑐𝑜𝑛𝑠𝑡𝑎𝑛𝑡 
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The control variable is composed by 2 numbers, one depending proportionally from the error and one 

depending from the integral of the error itself. 

 

Practically, some more intuitive values are used: 

𝑃𝑟𝑜𝑝𝑜𝑟𝑡𝑖𝑜𝑛𝑎𝑙 𝐵𝑎𝑛𝑑 𝐵𝑃 [𝐾] =  
100

𝐾𝑝
 

𝐼𝑛𝑡𝑒𝑔𝑟𝑎𝑙 𝑇𝑖𝑚𝑒 𝑇𝑖 [𝑚𝑖𝑛] =
𝐾𝑝

𝐾𝑖
  

 

The Proportional Band is the error value that determines the maximum span of the control variable at 100%. 

For example, a controller with Proportional Band = 5 K regulates at 100% when Setpoint = 20°C and Measured Temperature is ≤ 

15 °C in heating mode; in cooling mode, it regulates at 100% when Setpoint = 24°C and Measured Temperature is ≥ 29°C. As shown 

in figure, a controller with a narrow Proportional Band provides higher control variable values for smaller errors compared to a 

controller with a wider Proportional Band. 

 

 

 

Integral Time is the amount of time necessary to repeat the value of the control variable of a purely proportional controller, 

when error is constant. For example, with a purely proportional controller with Proportional Band = 4 K, if Setpoint = 20°C and 

Measured Temperature = 18°C, the control variable will be 50%. If Integral Time = 60 minutes, if error remains constant, the control 

variable will be 100% after 1 hour, i.e. the controller will add to the control variable a contribution equal to the value due to its 

proportional part. 

 

In heating and air conditioning systems, a purely proportional controller cannot guarantee reaching the Setpoint. An integral action is 

mandatory in order to reach the Setpoint: for this reason, the integral action is also called automatic reset. 
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8.9.4.3 PWM Proportional-Integral control 

The proportional-integral PWM (Pulse Width Modulator) controller uses an analogue control variable to 

modulate the duration of the time intervals in which a binary output is in the On or Off state. The controller 

operates in a periodic manner over a cycle, and in each period it maintains the output to the On value for a 

time proportional to the value of the control variable. As shown in the figure, by varying the ratio between the 

ON time and the OFF time, the average time of activation of the output varies, and consequently the average 

intake of heating or cooling power supplied to the environment. 

 

 

This type of controller is well suited for use with On / Off type actuators, such as relays and actuators for zone 

valves, which are less expensive (both for electrical and mechanical components) than proportional actuators. 

A distinctive advantage of this type of controller, compared with the raw On / Off controller already described, 

is that it eliminates the inertia characteristics of the system: it allows significant energy savings, because you 

avoid unnecessary interventions on the system introduced by the 2-point control with hysteresis and it only 

provides the power required to compensate for losses in the building. 

Every time the user or the supervisor changes the desired temperature setpoint, the cycle time is interrupted, 

the control output is reprocessed and the PWM restarts with a new cycle: this allows the system to reach its 

steady state more quickly. 

 

Terminal type Proportional Band [K] Integral Time [min] Cycle Period [min] 

Radiators 5 150 15-20 

Electrical heaters 4 100 15-20 

Fan-coil 4 90 15-20 

Floor radiant panels 5 240 15-20 

 

Guidelines for choosing the proper parameters of a PMW Proportional-Integral controller: 

 Cycle time: for low-inertial systems such as heating and air conditioning systems, short cycle times must be chosen (10-15 minutes) 

to avoid oscillations of the room temperature. 

 Narrow proportional band: wide and continuous oscillations of the room temperature, short setpoint settling time. 

 Wide proportional band: small or no oscillations of the room temperature, long setpoint settling time. 

 Short integral time: short setpoint settling time, continuous oscillations of the room temperature. 

 Long integral time: long setpoint settling time, no oscillations of the room temperature. 

OFF 

ON 
Cycle period 

T ON 

T OFF 

Time [min] 

OFF 

ON 
T ON = T OFF 

Time [min] 

Mean ON time = 50% 

OFF 

ON 
T ON = ½ T OFF 

Time [min] 

Mean ON time = 25% 
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8.9.5 Setpoint management 

The pushbutton is not equipped with any local interface to control the integrated room thermostat, therefore 

the temperature setpoint modifications need to be managed through communication objects coming from a 

supervisory device. 

Five setpoint management modes are foreseen: 

 Single setpoint 

 Absolute setpoints, heating/cooling switch over from bus 

 Absolute setpoints, automatic heating/cooling switch over 

 

Single setpoint mode 

In this mode, a unique communication object is exposed (Input Setpoint) to modify the desired temperature. 

This object can be updated cyclically or on event of change by the supervisory device. If power goes down, 

the last value is retained into the pushbutton’s non-volatile memory. In case the object is not updated, the 

temperature controller acts anyway on default setpoints (both heating and cooling) set in the application 

program during commissioning. 

 

 

If a temperature controller is set on both heating and cooling mode, it is necessary that the 

supervisory device also updates the input seasonal mode object (Heating/cooling status in, [1.100] 

DPT_Heat_Cool) in order to coherently switch over the controller’s action. 

 

If window contacts for energy saving are used, when detecting an open window the input setpoint freezes and 

the pre-set building protection setpoint is activated (the relative communication object is exposed and is 

different in heating or cooling mode). 

 

Absolute setpoints, heating/cooling switch over from bus 

In this mode, 4 communication objects are exposed, one for each operating mode: 

 Comfort setpoint 

 Stand-by offset 

 Economy offset 

 Building protection setpoint 

 

Stand-by and economy setpoints are represented as attenuations to the comfort setpoint in order to facilitate 

the supervisor management: by uniquely modifying the comfort setpoint, references for attenuated modes are 

automatically transferred. The values modified from bus are retained in the pushbutton’s non-volatile memory. 

With this mode, the supervisory device can develop an hour-based time scheduling by sending to the 

pushbutton the current operating mode (comm. obj. HVAC mode in [20.102] DPT_HVACMode). The default 

value for HVAC mode in corresponds to the comfort setpoint value. 

Same as single setpoint management, if the temperature controller is set as both heating and cooling mode, 

it is necessary that the supervisory device also updates the input seasonal mode object (Heating/cooling status 

in, [1.100] DPT_Heat_Cool) in order to coherently switch over the controller’s action. 

Absolute setpoints, automatic heating/cooling switch over 

i 
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In this mode, 3 communication objects are exposed, for all operating modes: 

 Comfort heating setpoint 

 Building protection heating setpoint 

 Building protection cooling setpoint 

Stand-by and economy setpoints are represented as attenuations to the comfort setpoint and can only be 

modified in the application program during commissioning: by uniquely modifying the comfort setpoint, 

references for attenuated modes and for comfort cooling setpoint mode (through switch over dead band) are 

automatically transferred. The values modified from bus are retained in the pushbutton’s non-volatile memory.  

With this mode, the supervisory device can develop an hour-based time scheduling by sending to the 

pushbutton the current operating mode (comm. obj. HVAC mode in [20.102] DPT_HVACMode). The default 

value for HVAC mode in corresponds to the comfort setpoint value. 

The switch over between operating modes is automatic and the information can be sent to other devices 

through communication object Heating/cooling status out, [1.100] DPT_Heat_Cool). Please refer to the 

section about heating/cooling switch over to learn more about switch over modes. 

 

 

8.9.6 Operating modes 

In Single Setpoint mode, 2 levels for each operating mode are available: 

 Temperature setpoint 

 Building protection setpoint 

Time scheduling for attenuation can be realized by the supervisor, by directly modifying the temperature 

setpoint. 

 

In Absolute Setpoint mode, 4 different operating modes are available, which are mutually exclusive to one 

another: 

 comfort;  

 stand-by;  

 economy;  

 building protection.  

Through ETS application program, it is possible to assign 2 different setpoint values to each operating mode, 

for comfort and building protection level, and two different attenuation levels for stand-by and economy, 

corresponding to both heating and cooling. Stand-by and economy setpoints are represented as attenuations 

to the comfort setpoint in order to facilitate the supervisor management: by uniquely modifying the comfort 

setpoint, references for attenuated modes are automatically transferred. 

Each setpoint, except when automatic heating/cooling switch over is active, is exposed through communication 

objects. Setpoints and attenuations can be modified remotely through the exposed communication objects. 

The building protection setpoint intervention must be planned in ETS application program, as these parameters 

concern the safety and protection of the plant’s components (especially during heating). 

 

 



  Application manual 

 KNX virtual pushbutton with touch display EK-EV3-TP SIGNUM 

 

Revision 1.6 - Updated: 10/09/2025  MAEKEV3TP_EN 

© EKINEX S.p.A. – All rights reserved  Pag. 33 

8.9.7 Heating/cooling switch over 

The switch over between both heating and cooling mode can take place in 2 ways: 

1. from KNX bus, through a communication object; 

2. automatically, through a command from the internal logic of the device; 

 

Switchover from bus 

In mode 1, the switch over command is issued through KNX bus and therefore it is performed by a different 

KNX device, e.g. the ekinex® Touch&See unit. The integrated temperature controller acts as a “slave”: the 

switch over is carried out by input communication object [DPT 1.100 heat/cool]. 

 

Automatic switch over 

Mode 2 is suitable for applications with heating / cooling systems with a 4-pipe configuration (e.g. fan-coils or 

radiant ceiling panels). Also in this case the information can be transmitted on the bus through an output   

communication object [DPT 1.100 heat/cool]; the difference with mode 1 is that the switch over is performed 

automatically by the machine, basing on the values of current temperature and setpoint. The automatic switch 

over is achieved by introducing a dead band as shown in the following figure. 

 

 

 

The figure shows that, as long as the actual measured temperature is below the heating mode setpoint, the 

heating mode is selected; similarly, if the value is greater than the cooling setpoint, then cooling mode is 

selected. If the value is within the dead band, the operation mode remains unchanged until the value itself 

passes over the threshold value associated with the opposite mode. 

 

 

The 4 setpoints for heating mode and the 4 setpoints for cooling mode are not exposed through 

communication objects to avoid inconsistencies between the different levels of temperature. In this 

case, a single communication object is published, which corresponds to the comfort heating 

setpoint. Every time this parameter is changed, the whole dead band changes with it, as well as all 

setpoints related to the 4 operating modes: the automatic switch over is then triggered outside the 

defined dead band. 

i 
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8.9.8 Window switch management 

Window switch management is an optional feature, oriented to energy saving, which becomes available only 

if the Temperature control function is enabled in the application program. 

Whenever a condition of opened window is detected, the operating mode is forced to “building protection” and 

it remains forced as long as the open window condition is active. The program provides a time delay parameter 

for detection, in order to discriminate between an occasional short-term opening (e.g. to provide air exchange 

in the room) from an unintentional opening that justifies the power-saving function to be recalled. 

The physical detection of window openings is normally performed through switches that can be connected to 

KNX input devices; the pushbutton exposes up to 2 1-bit communication objects (Temperature control tab  

External sensors) which can be synchronized to the switches’ states. 

The internal logic performs a logical OR operation of the acquired contacts: the energy saving function is 

therefore activated if at least one window switch activation is detected. In order to determine the physical state 

of the contact corresponding to the “open window” state, two different options can be selected: 

 NC (normally closed): open contact stands for closed window, closed contact stands for open window; 

 NO (normally open): open contact stands for open window, closed contact stands for closed window; 

 

 

8.9.9 Valve protection function 

The function is suitable for both heating and cooling systems that use water as thermal conveying fluid and 

are provided with motorized valves for the interception of a zone or of a single room. Long periods of inactivity 

of the system can lead to the blockage of valves: to prevent this, the room temperature controller may 

periodically send a command to open / close the valve in the period of inactivity of the system. This possibility 

is further defined by the frequency and duration of the valve control. 

 

 

8.9.10 Temperature control alarm 

The integrated temperature controller can stop the internal control algorithm for one of the following reasons: 

 For an external event, which can be configured and linked to the Thermal generator lock 

communication object; 

 For an internal temperature sensor’s fault (measured room temperature too low while NTC resistance 

value is too high or vice versa); 

 For a timeout (data not updated by the bus) when a weighted mean between the internal sensor’s 

value and an auxiliary external sensor’s value is used. 

When one of these events occur, the internal controller stops the control algorithm and the command output is 

taken to complete closing position (OFF or 0%): this state is signalled through the communication object 

Temperature control alarm. 

  



  Application manual 

 KNX virtual pushbutton with touch display EK-EV3-TP SIGNUM 

 

Revision 1.6 - Updated: 10/09/2025  MAEKEV3TP_EN 

© EKINEX S.p.A. – All rights reserved  Pag. 35 

8.10 Logic functions 

The KNX virtual pushbutton allows to use some useful logic functions (AND, OR, NOT and exclusive OR) in 

order to implement complex functions in the building automation system. 

You can configure: 

 8 channels of logical functions 

 4 inputs for each channel 

Each object value, if desired, can be individually inverted by inserting a NOT logic operator. 

The inputs created by the objects are then logically combined as shown in the following figure: 

 

Figure 1 – Logic combination function 

 

The logic block on the right side of the figure has the following function, based on the selected operation: 

 OR – the output is ON if at least one input is ON; 

 AND – the output is ON if all inputs are ON; 

 XOR – the output is ON if an odd number of inputs is ON; 

This last function is more intuitive when there are only 2 inputs: in this case, the output is ON when one input 

or the other one is ON, but not the two of them simultaneously. 

Please note that in this description, with “input” and “output” we refer only to the logic block; for the device 

operation, the effective “inputs” are given by communication objects, so also the possible activation of NOT 

logic operators has to be considered. 
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The following figures show the basic logic functions, assuming 2 inputs and only one logic communication 

object: 

 

Figure 2 – Logic function OR 

 

 

Figure 3 – Logic function AND 

 



  Application manual 

 KNX virtual pushbutton with touch display EK-EV3-TP SIGNUM 

 

Revision 1.6 - Updated: 10/09/2025  MAEKEV3TP_EN 

© EKINEX S.p.A. – All rights reserved  Pag. 37 

 

Figure 4 – Logic function Exclusive OR (XOR) 

 

For each channel, a parameter Delay after bus voltage recovery is available: this parameter represents the 

time interval between the bus voltage recovery and the first reading of the input communication objects for 

evaluating the logic functions. 

The communication function representing the logic function output is sent on the bus on event of change; 

alternatively, a cyclic sending can be set. 
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8.11 Air conditioning 

The SIGNUM button interface allows you to manage external split air conditioning control devices. 

8.11.1 SIGNUM air conditioning widget 

The graphic page of the air conditioner is highlighted in the following figure: 

 

 

1. On/Off icon / button: it allows the external split control device to be turned on/off and displays its status. 

2. Vanes position icon / button: to control the slat position; with each press, the inclination of the vanes 

changes and the status is displayed. 

3. Fan speed icon / button: it allows the control of the fan speed; with each press the speed changes 

(including switching off if enabled via ETS). 

4. Temperature setpoint: it allows to set and display the desired room temperature. 

5. Operation mode icon / button: it sets and displays the operating mode, as described below. 

6. Icons / buttons for increasing / decreasing the temperature setpoint 

 

The operating mode is represented by the color of the relevant icon, the text and the increase/decrease keys: 

 RED in heating mode (HEAT) 

 BLUE in cooling mode (COOLING) 

 PURPLE in ventilation mode (FAN) 

 YELLOW in dehumidification mode (DRY) 

 GRAY in automatic mode (AUTO) 

 

8.12 Button access protection with PIN 

The SIGNUM product has the possibility of protecting by entering a PIN, the execution of the command 

associated with one or more pushbuttons. For this purpose, the ETS application offers the possibility of entering 

two different PINs: 
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- Installer PIN: reserved for operations to restore factory conditions (on display) or device settings (in the 

EKINEX TOOL app), including firmware update 

- User PIN: used to protect the buttons and access to the EKINEX TOOL app.  

Upon entry of a valid user PIN, no further PIN is asked for 30 seconds (and thus multiple PIN-protected 

commands can possibly be sent) after which the protection returns to action and a valid code must be entered 

again. 

Entering the same user PIN in the app enters user mode, thus with the limitation of not being able to change 

device settings and/or make updates; however, it is possible to disable PIN protection on one or more buttons 

or, conversely, to activate it on buttons that via ETS had not been protected. 

 

8.12.1 SIGNUM PIN widget 

Entering the PIN from the SIGNUM display is highlighted in the following figure. The PIN code protection page 

allows only authorized users to use the various commands and functions. 
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9 Application program for ETS 

In the following chapters, there is the list of folder, parameters and communication objects of the application 

program.  

Every button offers the same set of communication objects and parameters, but each one may be 

independently configured.  

 

 

The parameter values highlighted in bold represent the default value. 

 

The device settings are divided in two main groups: the general settings and the specific settings. The settings 

are grouped in folders. The following figure shows the tree structure of the application program, with the main 

folders: 

 

i 
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In order to use the device as a temperature sensor or as a room temperature controller it is sufficient to enable 

the temperature sensor in the Internal sensors folder. Consequently, also the Temperature control folder is 

activated: therefore, it is possible to select an auxiliary temperature sensor to perform a weighted mean with 

the main sensor and it is possible to configure the controller’s options for room temperature.  

About EK-EV2-TP EK-EV3-TP

General

Bluetooth

Pages configuration

Appearance

Color

Object 1

...

Object 8

Settings

Button (m)

Graphic page (n)

Temperature sensor

Proximity sensor

Humidity sensor

Internal sensors

External sensors (from bus)

Weighted temperature value

Settings

Heating

Thermostat

Relative humidity control

Energy saving

Graphic user interface

Temperature control

Audio

Logic functions

Air conditioning
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9.1 About EK-EV2-TP EK-EV3-TP-… 

The folder About EK-EV2-TP EK-EV3-TP is for information purposes only and does not contain parameters 

to be set. The information given is: 

© Copyright EKINEX S.p.A. 2024 

Application software for ETS5 and ETS6 

Version 1.0 (or later) 

EK-EV2-TP EK-EV3-TP – Virtual pushbutton SIGNUM 

EKINEX S.p.A. 

Via Novara, 37 

I-28010 Vaprio d’Agogna (NO) Italy 

www.ekinex.com 

info@ekinex.com 

 

 

9.2 General 

The General tab contains the following parameters: 

 device mounting type with left or right display alignment 

 display backlight intensity 

 display standby mode activation and activation delay 

 haptic feedback activation 

 Enable installer and user PIN 

 communication activation delay when bus voltage is restored 

 technical alarm activation 

 activation of thermostat function and activation of widget on display 

 

Parameter name Conditions Values 

Keys layout   
left 
right 

 Determines the rotation of the display graphics. See the graphic preview 

Backlight brightness from bus  no / yes 

  

Display backlight intensity Backlight brightness from bus = no 
50 

[range 20 … 100] 

  

Haptic feedback activation  no / yes 

  

Display standby mode  no / yes 

  

Standby activation delay Display standby mode = yes 
00:00:15.00 hh:mm:ss:ff 

[range 00:00:00.00 … 01:49:13.50] 

  

Standby backlight intensity Display standby mode = yes 
80 % 

[range 0 % … 100%] 

  

Page after standby Display standby mode = yes 

Page 1 

Page 2 

Page 3 

Thermostat page 

  

[…]   

  

mailto:info@ekinex.com
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Parameter name Conditions Values 

PIN installer  disabled / enabled 

  

Digit (n)  
0 

[range 0.. 9] 

 The numeric digits (n) that make up the PIN are 4 

PIN user  disabled / enabled 

  

Digit (n)  
0 

[range 0.. 9] 

 The numeric digits (n) that make up the PIN are 4 

[…]   

  

Delay after bus voltage recovery  
00:00:04.000 hh:mm:ss:fff 

[range 00:00:04.000 … 00:10:55.350] 

 

Delay before bus telegrams can be sent after a recovery of the bus voltage. The 
delay time affects the transmission generated by an event as well as the cyclical 
transmission. For the cyclical transmission: after the delay time finished, the cycle 
restarts and the first telegram will be sent after the cycle time. 

[…]   

  

Technical alarm  
disabled 

enabled 

 

Enables a communication objects that activates an alarm indication through a bus 

telegram. The indication is made by flashing virtual buttons. 

This indication is made available to the user for any purpose he sees fit (not 
necessarily an actual alarm). 

Thermostat functionalities  
disabled 

enabled 

 
If this parameter is enabled, all communication items that relate to climate are 
displayed 

Show Thermostat page Thermostat functionalities = enabled 
disabled 

enabled 

 
The climate display page on the pushbutton control display is shown. The 
rendering of the climate graphic page is active on the display of the SIGNUM 
button control only if the appropriate Voucher is activated via the Ekinex Tool app. 

Show Audio page  
disabled 

enabled 

 
The audio display page on the pushbutton control display is shown. The rendering 
of the audio graphic page is active on the display of the SIGNUM button control 
only if the appropriate Voucher is activated via the Ekinex Tool app. 

Show air conditioning page  
disabled 

enabled 

 

The air conditioning display page on the pushbutton control display is shown. The 
rendering of the air conditioning graphic page is active on the display of the 
SIGNUM button control only if the appropriate Voucher is activated via the Ekinex 
Tool app. 

 

Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Technical alarm Technical alarm = enabled 1 bit C–W-- [1.5] DPT_Alarm 7 

  

Max display intensity 

percentage 

Backlight brightness from 

bus = yes 
1 byte C–W-- [5.1] DPT_Scaling 20 
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9.3 Bluetooth 

The Bluetooth tab contains the following parameters 

 enabling of the graphical display page for manual activation of the Bluetooth LE AP (Access Point): 

customisation of texts and icons must be done via the Ekinex Tool app 

 enabling of communication object for AP activation from bus 

 enabling of communication object for AP locking from bus 

 

Parameter name Conditions Values 

Enable Bluetooth LE Access Point  
Disabled 
enabled 

  

Disable Bluetooth LE from bus Enable Bluetooth LE Access Point = enabled 
Disabled 

enabled 

  

Lock from bus 

Enable Bluetooth LE Access Point = enabled 

and 

Disable Bluetooth LE from bus = enabled 

Disabled 

enabled 

 
The lock no longer allows you to enable the Bluetooth access point from the touch 
panel 

 

Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Bluetooth enable 
Enable Bluetooth LE Access 

Point = enabled 
1 bit C–WTU [1.3] DPT_Enable 14 

  

Lock Bluetooth function 

Enable Bluetooth LE Access 

Point = enabled 

and 

Disable Bluetooth LE from 

bus = enabled 

1 bit C–W-- [1.3] DPT_Enable 15 
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9.4 Pages configuration 

The tab allows you to define the number of graphic pages (max 3) for virtual button commands and the graphic 

theme to be applied. It is also possible to choose whether the ETS application download should overwrite 

settings (texts and icons) previously configured via the Ekinex Tool app. 

 

Parameter name Conditions Values 

Number of pages  1, 2, 3 

  

Theme selection  
theme 1 

theme 2 

  

Override graphic after download 

(changes form app will be lost) 
 no / yes 

 If the graphic appearance has been changed by an app with Bluetooth LE, by choosing the no 

option, the download of the ETS application does not overwrite the theme, text and icon 

associated with the button. 

 

 

9.5 Graphic page (n) 

The number of virtual buttons (max. 4) for each configured graphics page (max. 3) is selected. 

 

Parameter name Conditions Values 

Number of button page (n)  1, 2, 4 

 See graphic preview 

The convention that is adopted for communication objects is to indicate as button 1 of each page the first from 

the top. If the button per page is 1, there is no misunderstanding; if > 1, then it always starts from the top. 

 

 

9.6 Button (m) 

The Tab Button includes the following parameters: 

 Appearence 

 Color 

 Settings 

 

Parameter name Conditions Values 

Color activation Button (m) – page (n) = enabled 

Fixed 

On contact closed 

Status from bus with threshold 

 Type of event to use as a trigger for an action. 

Type Button (m) = enabled 

Send values or sequences 

Dimming 

Shutter or venetian blind 

Scene 
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Parameter name Conditions Values 

 

Set the functionality associated with the button (m) - page (n). 

Further parameters for the selected function appear in the individual configuration of the single button 

(see following paragraphs). 

PIN user  
disabled 

enabled 

 Enabling this parameter makes the PIN set in the General tab active. 

Upon entry of a valid user PIN, no further PIN is asked for 30 seconds (and thus multiple PIN-

protected commands can possibly be sent) after which the protection returns to action and a valid 

code must again be entered. 

Entering the same user PIN in the Ekinex Tool app enters user mode, thus with the limitation of not 

being able to change device settings and/or make updates; however, it is possible to disable PIN 

protection on one or more buttons or, conversely, to activate it on buttons that via ETS had not been 

protected. 

 

 

9.6.1 Appearence 

Each virtual button can be customised either via the ETS or via the Ekinex Tool app via Bluetooth connection. 

The button can be customised in 2 ways: 

 with a text distributed over 1-2 lines, with a maximum of 14 characters per line (the text is automatically 

centred and distributed on the graphic component) 

 with a customised icon, extracted from a library of 120 components 

 

Parameter name Conditions Values 

View  text / icon 

  

Number of text lines View = text 1 / 2 

  

Text line 1 

View = text 

Number of text lines > = 1, 

or 

Type = dynamic button 

[MAX 14 chars] 

  

Text line 2 
View = text, 

Number of text lines > = 1 
[MAX 14 chars] 

  

Button icon View = icon 0, other values in range [1, …, 120] 

  

QR code 

 

View = icon - 

 

By framing the QR with a smartphone or tablet, the Ekinex Tool app opens in the page of numbered 

icons, so that you can select the desired icon and enter the corresponding number in the "Symbol" 

field. 
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Consult the general catalogue or web documentation to find the correspondence between the icon's 

nuneric index and the corresponding graphic rendering. 

9.6.2 Color 

The colour and flashing of the virtual button is determined by the colour activation parameter, with the following 

options: 

 fixed colour 

 at the button press event (via tap) 

 according to the exceeding of predefined status/value thresholds of communication objects from the 

bus 

 

Parameter name Conditions Values 

Button (m) – color choice 

Button (m) - Color activation = fixed, 

or 

Type = shift register 

Palette 

Picker 

 m = 1, …, 12 

Button (m) – color 

Button (m) - Color activation = fixed  

1) Color choice = Palette, or 

2) Color choice = picker 

or 

Type = shift register 

1) Turquoise Blue 

(color selection from window menu) 

2) #00D4FF 

(range #000000, …, #FFFFFF) 

 m = 1, …, 12 

Button (m) – color OFF 

choice 
Button (m) - Color activation = on contact closed 

Palette 

Picker 

 m = 1, …, 12 

Button (m) – color OFF 

Button (m) - Color activation = on contact closed 

1) Color choice = Palette, or 

2) Color choice = picker 

1) Malachite Green 

(color selection from window menu) 

2) #00FF00 

(range #000000, …, #FFFFFF) 

 m = 1, …, 12 

Button (m) – color ON 

choice 
Button (m) - Color activation = on contact closed 

Palette 

Picker 

 m = 1, …, 12 

Button (m) – color ON 

Button (m) - Color activation = on contact closed 

1) Color choice = Palette, or  

2) Color choice = picker 

1) Malachite Green 

(color selection from window menu) 

2) #00FF00 

(range #000000, …, #FFFFFF) 

 m = 1, …, 12 

Button (m) – OFF delay Button (m) - Color activation = on contact closed 

00:00:01.00 

[range 00:00:00.00…01:49:13.50] 

hh:mm:ss.ff 

 m = 1, …, 12 

Button (m) – threshold type Button (m) - Color activation = status from bus with threshold 

1 bit value 
2 bits value 

1 byte unsigned value 
1 byte percentage 

1 byte signed value 
2 bytes unsigned value 
2 bytes signed value 
2 bytes floating value 

 m = 1, …, 12 

i 
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Parameter name Conditions Values 

Button (m) - value 0 – color 

choice 

Button (m) - Color activation = status from bus with threshold 

Button (m) – threshold type = 1 bit or 2 bits 

Palette 

Picker 

 m = 1, …, 12 

Button (m) - value 0 – color 

Button (m) - Color activation = status from bus with threshold 

Button (m) – threshold type = 1 bit or 2 bits 

1) Color choice = Palette, or  

2) Color choice = picker 

1) Rubber Ducky Yellow 

(color selection from window menu) 

2) #FFFF00 

(range #000000, …, #FFFFFF) 

 m = 1, …, 12 

Button (m) - value 1 – color 

choice 

Button (m) - Color activation = status from bus with threshold 

Button (m) – threshold type = 1 bit or 2 bits 

Palette 

Picker 

 m = 1, …, 12 

Button (m) - value 1 – color 

Button (m) - Color activation = status from bus with threshold 

Button (m) – threshold type = 1 bit or 2 bits 

1) Color choice = Palette, or  

2) Color choice = picker 

1) Rubber Ducky Yellow 

(color selection from window menu) 

2) #FFFF00 

(range #000000, …, #FFFFFF) 

 m = 1, …, 12 

Button (m) - value 2 – color 

choice 

Button (m) - Color activation = status from bus with threshold 

Button (m) – threshold type = 2 bits 

Palette 

Picker 

 m = 1, …, 12 

Button (m)  - value 2 – color 

Button (m) - Color activation = status from bus with threshold 

Button (m) – threshold type = 2 bits 

1) Color choice = Palette, or  

2) Color choice = picker 

1) Rubber Ducky Yellow 

(color selection from window menu) 

2) #FFFF00 

(range #000000, …, #FFFFFF) 

 m = 1, …, 12 

Button (m)  - value 3 – color 
Button (m) - Color activation = status from bus with threshold 

Button (m) – threshold type = 2 bits 

Palette 

Picker 

 m = 1, …, 12 

Button (m)  - value 3 – color 

choice 

Button (m) - Color activation = status from bus with threshold 

Button (m) – threshold type = 2 bits 

1) Color choice = Palette, or  

2) Color choice = picker 

1) Rubber Ducky Yellow 

(color selection from window menu) 

2) #FFFF00 

(range #000000, …, #FFFFFF) 

 m = 1, …, 12 

Button (m)  – number of 

thresholds 

Button (m) - Color activation = status from bus with threshold 

Button (m) – threshold type ≠ 1 bit, 2 bits 

1 

(range 1…8) 

 m = 1, …, 12 

Button (m)  - threshold x - 

value 

Button (m) - Color activation = status from bus with threshold 

Button (m) – threshold type ≠ 1 bit, 2 bits 

0 
1 signed byte: range -128…+127 
1 unsigned byte: range 0…255 

2 signed bytes: range  

-32768…+32767 

2 unsigned bytes: range 0…65535 

2 floating bytes: range  

-671088,64…670760,96 

 
m = 1, …, 12 

x = 1,…,8 (depending on the number of thresholds selected) 

Button (m)  - threshold x – 

color choice 

Button (m) - Color activation = status from bus with threshold 

Button (m) – threshold type ≠ 1 bit, 2 bits 

Palette 

Picker 

 
m = 1, …, 12 

x = 1,…,8 (depending on the number of thresholds selected) 
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Parameter name Conditions Values 

Button (m)  - threshold x - 

color 

Button (m) - Color activation = status from bus with threshold 

Button (m) – threshold type ≠ 1 bit, 2 bits 

1) Color choice = Palette, or  

2) Color choice = picker 

1) Rubber Ducky Yellow 

(color selection from window menu) 

2) #FFFF00 

(range #000000, …, #FFFFFF) 

 
m = 1, …, 12 

x = 1,…,8 (depending on the number of thresholds selected) 

 

 

Object name Conditions Dim. Flags DPT 
Comm. Obj. 

No. 

Color (m) - Command 
[type] 

Button (m) - Color activation = 
status from bus with threshold 

Button (m) – Color – 
threshold type = 1 bit 

1 bit C-WTU [1.1] DPT_Switch 

32, 33, 34, 35, 

36, 37, 38, 39, 

40, 41, 42, 43 

 m = 1, …, 12 

Color (m) - Command 
[type] 

Button (m) - Color activation = 
status from bus with threshold 

Button (m) – Color – 
threshold type = 2 bits 

2 bits C-WTU 
[2.1] 

DPT_Switch_Control 

32, 33, 34, 35, 

36, 37, 38, 39, 

40, 41, 42, 43 

 m = 1, …, 12 

Color (m) - Command 
[type] 

Button (m) - Color activation = 
status from bus with threshold 

Button (m) – Color – 
threshold type = 1 signed 

byte 

1 byte C-WTU 

[6.010] 

DPT_Value_1_Count 

counter pulses -
128…+127 

32, 33, 34, 35, 

36, 37, 38, 39, 

40, 41, 42, 43 

 m = 1, …, 12 

Color (m) - Command 
[type] 

Button (m) - Color activation = 
status from bus with threshold 

Button (m) – Color – 
threshold type = 1 unsigned 

byte 

1 byte C-WTU 

[5.010] 

DPT_Value_1_Ucount 

counter pulses 
0…255 

32, 33, 34, 35, 

36, 37, 38, 39, 

40, 41, 42, 43 

 m = 1, …, 12 

Color (m) - Command 
[type] 

Button (m) - Color activation = 
status from bus with threshold 

Button (m) – Color – 
threshold type = 2 signed 

byte 

2 bytes C-WTU 

[8.1] 

DPT_Value_2_Count 

pulses difference 

32, 33, 34, 35, 

36, 37, 38, 39, 

40, 41, 42, 43 

 m = 1, …, 12 

Color (m) - Command 
[type] 

Button (m) - Color activation = 
status from bus with threshold 

Button (m) – Color – 
threshold type = 2 unsigned 

byte 

2 bytes C-WTU 

[7.1] 

DPT_Value_2_Ucount 

pulses 

32, 33, 34, 35, 

36, 37, 38, 39, 

40, 41, 42, 43 

 m = 1, …, 12 

Color (m) - Command 
[type] 

Button (m) - Color activation = 
status from bus with threshold 

Button (m) – Color – 
threshold type = 2 floating 

bytes 

2 bytes C-WTU 
[9.0*] DPT_Value_x 

2-byte float value 

32, 33, 34, 35, 

36, 37, 38, 39, 

40, 41, 42, 43 

 m = 1, …, 12 
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9.6.3 Settings (for send values or sequences) 

Parameter name Conditions Values 

Lock function Button (m) = enabled 
disabled 

enabled 

  

Number of communication 

objects 

Button (m), page (n) = enabled 

Type = send values or sequences 

1…8 

(1) 

 Number of communication objects configured in association with the button event. 

Event 
Button (m), page (n) = enabled 

Type = send values or sequences 

activation / release 
short / long press 

 Type of event that should be used as trigger for an action. 

Long press time 

Button (m), page (n) = enabled 

Type = send values or sequences 

Event = short / long press 

hh:mm:ss.fff  

(00:00:00.800) 

 Minimum push time for a press in order to be recognized as a long press. 

 

9.6.3.1 Lock function for Send values or sequences 

Parameter name Conditions Values 

Lock function – invert lock 

device signal 

Button x = enabled 

Type = any 
Not inverted / inverted 

 It allows to commute a "block active" command as a "deactivate block" command and vice versa. 

Lock function – Lock after 

bus recovery 

Button x = enabled 

Type = any 
no / yes 

 If active, when the bus voltage returns (i.e. when it is switched back on) the device will maintain the lock 

status, active or inactive, which it had when it was turned off. Otherwise, the device will always restart 

in the unlocked condition (default setting). 

Lock function – 

Behaviour at locking 

Button (m), page (n) = enabled 

Type = send values or sequences 

none 
as close or short press 
as open or long press 

 Allows performing the operation associated to the specified event when a locking command is received. 

You can choose between operations linked to two possible closing (or short press, depending on the 

configuration) or opening (or long press) events. 

Lock function – 

Behaviour at unlocking 

Button (m), page (n) = enabled 

Type = send values or sequences 

none 
as close or short press 
as open or long press 

 
Allows performing the operation associated to the specified event when an unlocking command is 
received. You can choose between operations linked to two possible closing (or short press, depending 
on the configuration) or opening (or long press) events. 

 

9.6.3.2 Object (x) 

Parameter name Conditions Values 

Object x –  

Send delay 

Button (m), page (n) = enabled 

Type = send values or sequences 

hh:mm:ss.ff  

(00:00:00.00) 

 Delay before the object is transmitted on the bus. 

By defining a delay after the event occurs and before the object value is sent, it is possible to 

associate a time defined sequence of values to an input event. 
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Parameter name Conditions Values 

Object x –  

Send cyclically 

Button (m), page (n) = enabled 

Type = send values or sequences 

Number of communication objects = 1 

none 
off / value 1 
on / value 2 

both off and on / both values 

 Defines which of the values, if any, must be cyclically retransmitted whenever activated.  

The cyclical transmission is only available if the number of communication objects to link is 1. 

Object x –  

Cyclic sending interval 

Button (m), page (n) = enabled 

Type = send values or sequences 

Number of communication objects = 1 

Send cyclically ≠ none 

hh:mm:ss 

(00:02:00) 

 Interval between cyclical transmissions. 

Object x –  

Communication object 

dimension   

Button (m), page (n) = enabled 

Type = send values or sequences 

1 bit value 
2 bits value 

1 byte unsigned value 
1 byte percentage 

1 byte signed value 
2 bytes unsigned value 
2 bytes signed value 
2 bytes floating value 

 Defines size and type of the values to be sent when an event occurs. 

Object x –  

Reaction to activation 

Button (m), page (n) = enabled 

Type = send values or sequences 

c.o. dimension = 1 bit 

none 
on 
off 

toggle 

Button (m), page (n) = enabled 

Type = send values or sequences 

c.o. dimension = 2 bit 

none 
disable 

enable off / up 
enable on / down 

enable off / up ↔ disable 
enable on / down ↔ disable 

enable off / up ↔ enable on / down 

Button (m), page (n) = enabled 

Type = send values or sequences 

c.o. dimension = any byte value 

none 
send value 1 
send value 2 

send value 1 ↔ send value 2 

 Value change behaviour caused by either a Close or a Short Press event (according to event 

configuration) 

Object x –  

Reaction to long press 

Button (m), page (n) = enabled 

Type = send values or sequences 

c.o. dimension = 1 bit 

none 
on 
off 

toggle 

Button (m), page (n) = enabled 

Type = send values or sequences 

c.o. dimension = 2 bit 

none 
disable 

enable off / up 
enable on / down 

enable off / up ↔ disable 
enable on / down ↔ disable 

enable off / up ↔ enable on / down 

Button (m), page (n) = enabled 

Type = send values or sequences 

c.o. dimension = any byte value 

none 
send value 1 
send value 2 

send value 1 ↔ send value 2 

 Value change behaviour caused by either an Open or a Long Press event (according to event 

configuration) 

Object x –  

Value 1 

Button (m), page (n) = enabled 

Type = send values or sequences 

c.o. dimension = any byte value 

0...255 (1 byte unsigned value) 
0…100 (1 byte percentage) 

-128...127 (1 byte signed value) 
0...65535 (2 bytes unsigned value) 

-32768... 32767 (2 bytes signed value) 

-671088.64...670760.96 (2 bytes floating value) 

 First value available for association in send events 
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Parameter name Conditions Values 

Object n –  

Value 2 

Button (m), page (n) = enabled 

Type = send values or sequences 

c.o. dimension = any byte value 

same as value 1 

 Second value available for association in send events 

 

 

Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Button (m) - State [type], 

object x* 

Button (m) = enabled 

Type = send values or 

sequences 

according to 

the 

configuration 

(1-bit) 

C-WTU 

according to the 

configuration 

([1.001] switch) 

45, …, 52, 

61, …, 68, 

77, …, 84, 

93, …, 100, 

109, …, 116, 

125, …, 132, 

141, …, 148, 

157, …, 164, 

173, …, 180, 

189, …, 196, 

205, …, 212, 

221, …, 228 

 

Up to 8 objects can be defined for binding with the same event. 

The listed CO numbers are those referring to object nr.1; the COs for each subsequent object are 

following in sequence. 

To obtain the CO numbers for object number n, just add (n-1) to the listed numbers. 

E.g.: COs associated to Button 3 have numbers from 37 to 44. The number of CO no. 5 is therefore 

37 + (5-1) = 41. 

The size and type of the individual objects can be configured as described in following 

sections. 

 

 

Sizes and DPTs are as follows: 

 

Size DPT 

1 bit [1.001] switch 

2 bit [2.*] 1-bit controlled 

1 byte unsigned value 

[4.*] character 

[5.*] 8-bit unsigned value 

[20.*] 1-byte 

1 byte percentage 

[4.*] character 

[5.*] 8-bit unsigned value 

[20.*] 1-byte 

1 byte signed value [6.*] 8-bit signed value 

2 bytes unsigned value [7.*] 2-byte unsigned value 

2 bytes signed value [8.*] 2-byte signed value 

2 bytes floating value [9.*] 2-byte float value 

 

Tabella 1 - Dimensioni e tipi di dati per gli oggetti di comunicazione 
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Note on the range of 2-bytes floating point values 

In case the data type is 2 bytes floating value, the range of values is -273 ... 670760.96, instead of -

671088.64 ... 670760.96. This because it is considered as a temperature range in °C by default, so the lower 

limit is absolute zero. 

In order to assign negative values < -273, it is necessary to open the communication object Properties menu 

from the Group Objects tab and manually modify the DPT, choosing the most suitable one among those 

available for group 7. * 2-byte unsigned value (see example in Figure Errore. Nel documento non esiste 

testo dello stile specificato.-1): 

 
Figure Errore. Nel documento non esiste testo dello stile specificato.-1 - DPT of 7.* 2-bytes floating point 

 

 

9.6.4 Settings (for dimming) 

Parameter name Conditions Values 

Lock function Button (m), page (n)  = enabled 
disabled 

enabled 

  

Dimming type 
Button (m), page (n)  = enabled 

Type = dimming 

brightness only 

brightness and color temperature 

 Dimming type selection: brightness only or tunable white 
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Toggle mode 
 disabled 

enabled 

  

Short / long action Toggle mode = disabled 

off / darker 

on / brighter 

off / darker <-> brighter 

on / darker <-> brighter 

  

Send ciclically  

none 

off / value 1 

on / value 2 

both off and on / both values 

  

Cyclic sending interval Send ciclically ≠ none 
00:02:00 (hh:mm:ss) 

[range 00:00:10.. 18:12:15] 

  

Temperature colour type 
Dimming type = brightness and color 

temperature 

percentage 

absolute value (K) 

  

Minimum temperature 

colour 

Dimming type = brightness and color 

temperature and  

Temperature colour type = absolute value (K) 

2700 

[range 0.. 10000] 

  

Maximum temperature 

colour 

Dimming type = brightness and color 

temperature  and 

Temperature colour type = absolute value (K) 

6500 

[range 0.. 10000] 

  

 

 

9.6.4.1 Lock function for dimming 

Parameter name Conditions Values 

Lock function – invert lock 

device signal 

Button x = enabled 

Type = any 
Not inverted / inverted 

 It allows to commute a "block active" command as a "deactivate block" command and vice versa. 

Lock function – Lock after 

bus recovery 

Button x = enabled 

Type = any 
no / yes 

 If active, when the bus voltage returns (i.e. when it is switched back on) the device will maintain the 

lock status, active or inactive, which it had when it was turned off. Otherwise, the device will always 

restart in the unlocked condition (default setting). 

Lock function – 

Behaviour at locking 

Button (m), page (n)  = enabled 

Type = dimming 

none 
off 
on 

toggle 

 Value to be assigned to the object when a locking command is received. 

Lock function – 

Behaviour at unlocking 

Button (m), page (n)  = enabled 

Type = dimming 

none 
off 
on 

as previous 

 Value to be assigned to the object wen an unlocking command is received. 
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Nome oggetto Condizioni Dimens. Flags DPT Nr. Ogg. Com. 

Button (m) - Switching 

command 

Button (m) = enbled 

Type = dimming 
1 bit C-WTU [1.1] DPT_Switch 

53, 69, 85, 101, 

117, 133, 149, 165, 

181, 197, 213, 229 

 

Sends an on/off command to a dimmer actuator  

The command is sent following a short press event on the button. 

The value sent can either be a permanently fixed value or alternate between the two possible 

values at each activation. 

Button (m) - Dimming command 

value 

Button (m) = enbled 

Type = dimming 
1 Byte C-W-- [5.1] DPT_Scaling 

54, 70, 86, 102, 

118, 134, 150, 166, 

182, 198, 214, 230 

  

Button (m) - Dimming status 

value 

Button (m) = enbled 

Type = dimming 
1 Byte CRWTU [5.1] DPT_Scaling 

55, 71, 87, 103, 

119, 135, 151, 167, 

183, 199, 215, 231 

  

Button (m) - Color temperature 

command 

Button (m) = enbled 

Type = dimming 

Temperature colour type = 

percentage 

1 Byte CR-T [5.1] DPT_Scaling 

56, 72, 88, 104, 

120, 136, 152, 168, 

184, 200, 216, 232 

  

Button (m) - Color temperature 

status 

Button (m) = enbled 

Type = dimming 

Temperature colour type = 

percentage 

1 Byte C-WTU [5.1] DPT_Scaling 

57, 73, 89, 105, 

121, 137, 153, 169, 

185, 201, 217, 233 

  

Button (m) - Color temperature 

command 

Button (m) = enbled 

Type = dimming  

Temperature colour type = 

absolute value (K) 

2 Byte CR-T 

[7.6] 

DPT_absolute_col

our_temperature 

369, 371, 373, 375, 

377, 379, 381, 383, 

385, 387, 389, 391 

  

Button (m) - Color temperature 

status 

Button (m) = enbled 

Type = dimming  

Temperature colour type = 

absolute value (K) 

2 Byte C-WTU 

[7.6] 

DPT_absolute_col

our_temperature 

370, 372, 374, 376, 

378, 380, 382, 384, 

386, 388, 390, 392 

  

 

 

9.6.5 Settings (for shutter or venetian blind) 

Parameter name Conditions Values 

Lock function Button (m), page (n)  = enabled 
disabled 

enabled 

  

Long press time 
Button (m) = enabled 

Type = shutter or venetian blind 

hh:mm:ss.fff  

(00:00:03.000) 

 Minimum push time for a press in order to be recognized as a long press. 

Toggle mode 
Button (m) = enabled 

Type = shutter or venetian blind 
enabled / disabled 

 When enabled, causes the short press to toggle the on-off status of the destination CO; otherwise, 

a fixed status can be assigned to the short press. 
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Parameter name Conditions Values 

Up / Down action 

Button (m) = enabled 

Type = shutter or venetian blind 

Toggle mode = disabled 

up 
down 

 Defines the movement direction to be assigned to the button press. 

Venetian blind mode 
Button (m) = enabled 

Type = shutter or venetian blind 
enabled / disabled 

 If blinds mode is enabled, the device sends “full movement” telegrams on long press and “step” 

telegrams on short press; if it is disabled, the device sends “full movement” telegrams on long 

press and “stop” telegrams on short press. 

 

9.6.5.1 Lock function for shutter or venetian blind 

Parameter name Conditions Values 

Lock function – invert lock 

device signal 

Button (m), page (n)  = enabled  

Type = any 
Not inverted / inverted 

 It allows to commute a "block active" command as a "deactivate block" command and vice versa. 

Lock function – Lock after 

bus recovery 

Button (m), page (n)  = enabled  

Type = any 
no / yes 

 If active, when the bus voltage returns (i.e. when it is switched back on) the device will maintain the 

lock status, active or inactive, which it had when it was turned off. Otherwise, the device will always 

restart in the unlocked condition (default setting). 

Lock function – 

Behaviour at locking 

Button (m), page (n)  = enabled 

Type = shutter or venetian blind 

none 
up 

down 

 Operation to perform when a locking command is received. 

Lock function – 

Behaviour at unlocking 

Button (m), page (n)  = enabled 

Type = shutter or venetian blind 

none 
up 

down 

 Operation to perform when an unlocking command is received. 

 

 

Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Button (m) - Dedicated stop 

command 

Button (m) = enabled 

Type = shutter or venetian 

blind 

1 bit C- -T- [1.17] DPT_Trigger 

53, 69, 85, 101, 

117, 133, 149, 165, 

181, 197, 213, 229 

 
Immediately stop any movement of the blind. The object is sent on a short press if the blind mode 

is disabled and at the end of a long press if the venetian blind mode is enabled. 

Button (m) - Stop-step up / 

down command 

Button (m) = enabled 

Type = shutter or venetian 

blind Venetian blind mode = 

enabled 

1 bit CR-T- [1.7] DPT_Step 

55, 71, 87, 103, 

119, 135, 151, 167, 

183, 199, 215, 231 

 Move the blind to fully open or fully closed position. The object is sent at the end of a long press. 

Button (m) - Move up / down 

command 

Button (m) = enabled 

Type = shutter or venetian 

blind Venetian blind mode = 

enabled 

1 bit CRWTU [1.8] DPT_UpDown 

56, 72, 88, 104, 

120, 136, 152, 168, 

184, 200, 216, 232 

 
Increase or decrease the opening of the blind stepwise.  

The object is sent on a short press. 
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9.6.6 Settings (for scene) 

Parameter name Conditions Values 

Lock function Button (m), page (n)  = enabled 
disabled 

enabled 

  

First scene number 
Button (m) = enabled 

Type = scene 

1…64 

(1) 

 Main scene number to be assigned to button press. It is named “first” for the case that an 

alternative scene number is used. 

Learning mode 
Button (m)  = enabled 

Type = scene 
enabled / disabled 

 When enabled, a long key press can be used to program the selected scene by storing the 

current parameters. 

Long press time 

Button (m)  = enabled 

Type = scene 

Learning mode = enabled 

hh:mm:ss.fff  

(00:00:03.000) 

 Minimum push time for a press in order to be recognized as a long press. 

Scene activation 

Button (m)  = enabled 

Type = scene 

Learning mode = disabled 

send first scene only 
toggle between two scenes 

 Allows the key to be used to alternate between two different scenes. 

Second scene number 

Button (m)  = enabled 

Type = scene 

Learning mode = disabled 

Scene activation = toggle between two 

scenes 

1…64 

(2) 

 Alternate scene number to be assigned to button press. 

 

9.6.6.1 Lock function for scene 

Parameter name Conditions Values 

Lock function – invert lock 

device signal 

Button (m), page (n)  = enabled  

Type = any 
Not inverted / inverted 

 It allows to commute a "block active" command as a "deactivate block" command and vice versa. 

Lock function – Lock after 

bus recovery 

Button (m), page (n)  = enabled  

Type = any 
no / yes 

 If active, when the bus voltage returns (i.e. when it is switched back on) the device will maintain the 

lock status, active or inactive, which it had when it was turned off. Otherwise, the device will always 

restart in the unlocked condition (default setting). 

Lock function – 

Behaviour at locking 

Button (m)  = enabled 

Type = scene 

none 
send first scene 

send second scene 

 Operation to perform when a locking command is received. 

Lock function – 

Behaviour at unlocking 

Button (m)  = enabled 

Type = scene 

none 
send first scene 

send second scene 

 Operation to perform when an unlocking command is received. 
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Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Button (m) - Scene number 
Button (m) = enabled 

Type = scene 
1 Byte C--T- 

[17.1] DPT_SceneNumber 

[18.1] DPT_SceneControl 

57, 73, 89, 105, 

121, 137, 153, 169, 

185, 201, 217, 233 

 

Store or recall a scene. The lowest 6 bits in the byte form the code of the scene, while the highest 

bit is the operation code (store or recall). 

 

 

 

General note on lock function 

When the lock function is enabled, for each button the user can define an action to execute when a lock or 

unlock command is received. 

Details are shown in the following sections; a resume of all options is shown in Table 1. 

 

Function type 
Behaviour 

at locking 

Behaviour at 

unlocking 

send values or sequences 
none 

as close or short press 
as open or long press 

dimming 

none 
off 
on 

toggle 

none 
off 
on 

as previous 

scene 
none 

send first scene 
send second scene 

shutter or venetian blind 
none 

up 
down 

 

Table 1 - Lock function 

Parameter name Conditions Values 

Lock function - enabled / disabled 

 Enables or disables the possibility of blocking a button via a telegram on the bus 

Lock function – invert lock 

device signal 

button (m) - page (n)  = enabled 

Type = any 
Not inverted / inverted 

 It allows to commute a "block active" command as a "deactivate block" command and vice versa. 

Lock function – Lock after 

bus recovery 

button (m) - page (n)  = enabled 

Type = any 
no / yes 

 If active, when the bus voltage returns (i.e. when it is switched back on) the device will maintain the 

lock status, active or inactive, which it had when it was turned off. Otherwise, the device will always 

restart in the unlocked condition (default setting). 
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Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Button (m) - Lock command 

Button (m) = enabled 

Lock function = enabled 

 

1 bit C-W-- [1.3] DPT_Enable 

44, 60, 76, 92, 

108, 124, 140, 156, 

172, 188, 204, 220 

  

 

 

 

9.6.7 Settings (for dynamic button) 

 

Parameter name Conditions Values 

Data type 
button (m) - page (n)  = enabled 

Type = dynamic button 

1 bit - 1.002 - boolean 

1 bit - 1.003 - enable 

1 bit - 1.008 - up/down 

1 bit - 1.009 - open-close 

2 bit - 2.001 - switch control 

1 byte - 5.010 - counter pulses (0..255) 

1 byte - 6.010 - counter pulses (-128..127) 

1 byte - 5.001 - percentage (scaling) 

1 byte - 20.102 - HVAC mode 

2 byte - 7.001 - pulses (0..65535) 

2 byte - 8.001 - pulses (-32768..32768) 

2 byte - 9.001 - temperature (°C) 

2 byte - 9.004 - lux (Lux) 

2 byte - 9.007 - humidity (%) 

2 byte - 9.006 - pressure (Pa) 

2 byte - 9.008 - air quality (ppm) 

2 byte - 9.008 - air quality (ppb) 

2 byte - 9.020 - voltage (V) 

2 byte - 9.020 - voltage (mV) 

2 byte - 9.021 - current (A) 

2 byte - 9.021 - current (mA) 

2 byte - 9.024 - power (W) 

2 byte - 9.024 - power (kW) 

4 byte - 14.056 - power (W) 

4 byte - 14.056 - power (kW) 

3 byte - 10.001 - time of day 

3 byte - 11.001 - date 

 Selection from a list of the DPT (Data Point Type) to be assigned to the corresponding communication 

object for correct interpretation and decoding of the data 

Multiplier 

Data type =  

2 byte – 9.020 – voltage (V) / 

2 byte – 9.020 – voltage (mV) / 

2 byte – 9.021 – current (A) / 

2 byte – 9.021 – current (mA) / 

2 byte – 9.024 – power (W) / 

2 byte – 9.024 – power (kW) / 

4 byte (all) 

0.001 (m) 

none 

1000 (k) 
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Parameter name Conditions Values 

 Allows a fixed scale factor to be introduced 

Show unit of measure 

Data type =  

1 byte – 5.001 – percentage 

(scaling) /  

2 byte – 9.001 – temperature (°C) / 

2 byte – 9.004 – lux (lux) / 

2 byte – 9.007 – humidity (%) / 

2 byte – 9.006 – pressure (Pa) / 

2 byte – 9.008 – air quality (ppm) / 

2 byte – 9.008 – air quality (ppb) / 

2 byte – 9.020 – voltage (V) / 

2 byte – 9.020 – voltage (mV) / 

2 byte – 9.021 – current (A) / 

2 byte – 9.021 – current (mA) / 

2 byte – 9.024 – power (W) / 

2 byte – 9.024 – power (kW) / 

4 byte (all) 

no / si 

 The option is useful if you want to hide the unit of measure associated with the data type because it is 

not present in the list but can be traced back to one of the items in the list in terms of the coding of the 

data itself 

Decimal digits 

Data type =  

2 byte (all) /  

4 byte (all) 

0 

(range 0, …, 3) 

 Allows you to force the number of digits after the decimal point 

Date format Data type = 3 byte - 11.001 - date 
YYYY/MM/DD 

DD/MM/YYYY 

  

 

Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Numeric button value (m) - 

value 
See table A10 in Appendix   C-WTU 

See table A10 in 

Appendix 

394, 396, 398, 400, 

402, 404, 406, 408, 

410, 412, 414, 416 
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9.6.8 Settings (for shift register) 

 

Parameter name Conditions Values 

Maximum value 
button (m) - page (n)  = enabled 

Type = shift register 

0…255 

(0) 

 Maximum value for the counter. 

Minimum value 
button (m) - page (n)  = enabled 

Type = shift register 

0…255 

(0) 

 Minimum value for the counter. 

Step value 
button (m) - page (n)  = enabled 

Type = shift register 

0…255 

(0) 

 Register increment/decrement step. 

Register direction 
button (m) - page (n)  = enabled 

Type = shift register 

From lowest to highest value 

From highest value to lower value 

 Allows to choose the direction of increase/decrease of the register. 

Enable reset 
button (m) - page (n)  = enabled 

Type = shift register 

No reset 

Reset on long press 

 Enabling or disabling register reset. 

 

Object name Conditions Size Flags DPT No. Comm. Obj. 

Shift register x - Command 

button (m) - page (n)  = 

enabled 

Type = shift register 

 

1 byte CR-T- 

[5.010] 

counter pulses 

(0.255) 

417, 419, 421, 

423, 425, 427, 

429, 431, 433, 

435, 437, 439 

 x = 1,…, 12. 
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9.7 Internal sensors 

The Internal sensor Tab contains the following items: 

 Temperature sensor; 

 Proximity sensor; 

 Humidity sensor (if available). 

 

Parameter name Conditions Values 

Temperature sensor  
enabled 

disabled 

 
Enables the temperature sensor by making the corresponding communication 

object and the specific tab available. 

Proximity sensor  

disabled 

enabled 

from bus 

 
Enables the proximity sensor by making the corresponding communication object and 

the specific tab available. 

Humidity sensor (if available)  

disabled 

internal 

from bus 

 

Enables the internal relative humidity sensor by making the corresponding 

communication object and the specific tab available, or allows the value to be 

received on the bus from an external sensor. 

 

Object name Conditions Dim. Flags DPT 
Comm. 
Obj. No. 

Temperature value 
Temperature sensor = 

enabled 
2 Bytes CR–T- [9.1] DPT_Value_Temp 234 

  

 

 

9.7.1 Temperature sensor 

The Temperature sensor Tab contains the following items: 

 Filter type 

 Temperature offset 

 Minimum change of value to send [K] 

 Cyclic sending interval 

 Threshold 1  

 Threshold 2  

 

Parameter name Conditions Values 

Filter type Temperature sensor = enabled 

low 

average 

high 

 

Low = average value every 4 measurements  

Average = average value every 16 measurements 

High = average value every 64 measurements 

Measured temperature correction Temperature sensor = enabled 
0°C  

[range  -2,5°C … +2,5°C] 

 Offset steps are 0.1°C in order to perform a more effective sensor calibration. 
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Parameter name Conditions Values 

Minimum change of value to send [K] Temperature sensor = enabled 
0,5 

[range  0 … 5] 

 If the parameter is set to 0, no value is sent for change 

Cyclic sending interval Temperature sensor = enabled 
no sending 

[other values in range 30 s … 120 min] 

  

Threshold 1 Temperature sensor = enabled 

not active 

below 

above 

  

Value [°C] 
Temperature sensor = enabled,  

Threshold 1 = above or below 

7 

[range  0 … 50] 

  

Threshold 2 Temperature sensor = enabled 

not active 

below 

above 

  

Value [°C] 
Temperature sensor = enabled,  

Threshold 2 = above or below 

45 

[range  0 … 50] 

  

Threshold value update from bus 

Temperature sensor = enabled,  

Threshold 1 or 2 = above or 

below 

no 

yes 

  

Threshold lock enable 

Temperature sensor = enabled,  

Threshold 1 or 2 = above or 

below 

no 

yes 

  

Behaviour at lock 

Temperature sensor = enabled,  

Threshold 1 or 2 = above or 

below 

Threshold lock enable = yes 

none 

off 

on 

  

Behaviour at bus recovery 

Temperature sensor = enabled,  

Threshold 1 or 2 = above or 

below 

Threshold lock enable = yes 

previous state 

lock 

unlock 

  

Hysteresis 

Temperature sensor = enabled,  

Threshold 1 e/o Threshold 2 = 

above or below 

0,4 K 

[other values in range  0,2 K ... 3 K] 

  

Cyclic sending interval 

Temperature sensor = enabled,  

Threshold 1 e/o Threshold 2 = 

above or below 

no sending 

[other values in range 30 s … 120 min] 

  

 

Object name Conditions Dim. Flags DPT 
Comm. 
Obj. No. 

Temperature value Temperature sensor = enabled 2 bytes CR-T- [9.1] DPT_Value_Temp 234 

  

Temperature threshold 1 - 
switch 

Temperature sensor = enabled, 

Threshold 1 = above or below 
1 bit CR-T- [1.1] DPT_Switch 235 
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Object name Conditions Dim. Flags DPT 
Comm. 
Obj. No. 

Temperature threshold 1 - 
Lock 

Temperature sensor = enabled, 

Threshold 1 = above or below 

Threshold lock enable = yes 

1 bit C-W-- [1.1] DPT_Switch 236 

      

Temperature threshold 1 – 
Value (from bus) 

Temperature sensor = enabled, 

Threshold 1 = above or below 

Threshold update value from bus = 
yes 

2 bytes C-W-- [9.1] DPT_Value_Temp 237 

      

Temperature threshold 2 - 
switch 

Temperature sensor = enabled, 

Threshold 2 = above or below 
1bit CR-T- [1.1] DPT_Switch 238 

      

Temperature threshold 2 - 
Lock 

Temperature sensor = enabled, 

Threshold 2 = above or below 

Threshold lock enable = yes 

1 bit C-W-- [1.1] DPT_Switch 239 

      

Temperature threshold 2 – 
Value (from bus) 

Temperature sensor = enabled, 

Threshold 2 = above or below 

Threshold update value from bus = 
yes 

2 bytes C-W-- [9.1] DPT_Value_Temp 240 

  

 

Acquisition filter 

The acquisition filter calculates an average between a series of acquired values of the quantity measured 

before being sent on the bus. The parameter can take the values: 

• low (average value calculated every 4 measurements); 

• average (average value calculated every 16 measurements); 

• high (average value calculated every 64 measurements). 

 

Measured temperature correction 

The sampling (indicative) of the temperature value takes place every 10 seconds; during configuration with 

ETS, the possibility of correcting the measured temperature value within the offset range - 5 ° C ... + 5 ° C 

(step 0.1 K) is left. 

 

 

9.7.2 Proximity sensor 

The Proximity Sensor tab contains the following parameters: 

 Sensitivity 

 Sending values or sequences 

 Sending scenario 

 Blocking function 

 Number of communication objects 
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Parameter name Conditions Values 

Proximity max distance Proximity sensor = enabled 

low 

medium 

high 

  

Send values or sequences Proximity sensor = enabled or from bus 
enabled 

disabled 

  

Scene  
enabled 

disabled 

  

Scene number Scene = enabled 
1 

[range 1.. 64] 

  

Number of communication Objects 
Proximity sensor = enabled or from bus 

Send values or sequences = enabled 

1…8 

1 

  

Object n –  

Send delay 

Proximity sensor = enabled or from bus 

Send values or sequences = enabled 

Number of communication Objects = n 

hh:mm:ss.ff  

(00:00:00.00) 

 Delay between event and value transmission on the bus. 

By defining an individual delay for each object, it is possible to form a defined telegram 
sequence to be associated with the event. 

Object n –  

Send cyclically 

Object n –  
Communication object dimension   

Object n – Reaction to presence not 
detected 

Proximity sensor = enabled or from bus 

Send values or sequences = enabled 

Number of communication Objects = n 

none 
off / value 1 
on / value 2 

both off and on / both values 

  

Proximity sensor = enabled or from bus 

Send values or sequences = enabled 

Number of communication Objects = n 

1 bit value 
2 bit value 

1 byte unsigned value 
1 byte percentage 

1 byte signed value 
2 byte unsigned value 
2 byte signed value 

2 byte floating value 

 Defines the type and size of individual communication objects. 

 

 

Object n – reaction to presence not 
detected 

Proximity sensor = enabled or from bus 

Send values or sequences = enabled 

Communication object dimension. = 1 bit 

none 
on 
off 

toggle 

Proximity sensor = enabled or from bus 

Send values or sequences = enabled 

Communication object dimension. = 2 bit 

 

Proximity sensor = enabled or from bus 

Send values or sequences = enabled 

Communication object dimension. ≠ 1 -  2 bit 

none 
send value 1 
send value 2 

send value 1 ↔ send value 2 

The object configuration for proximity detection 
changes according to the type of communication 
object selected. 

 

  

Object n –  

Value 1 

Proximity sensor = enabled or from bus 

Send values or sequences = enabled 

Communication object dimension. ≠ 1 -  2 bit 

0...255 (1 byte unsigned value) 
0…100 (1 byte percentage) 

-128...127 (1 byte signed value) 
0...65535 (2 byte unsigned value) 

-32768... 32767 (2 byte signed value) 

-671088.64...670760.96 (2 byte 
floating value) 

 First value configured for association to events 
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Parameter name Conditions Values 

Object n –  

Value 2 

Proximity sensor = enabled or from bus 

Send values or sequences = enabled 

Communication object dimension. ≠ 1 -  2 bit 

0...255 (1 byte unsigned value) 
0…100 (1 byte percentage) 

-128...127 (1 byte signed value) 
0...65535 (2 byte unsigned value) 

-32768... 32767 (2 byte signed value) 

-671088.64...670760.96 (2 byte 
floating value) 

 Second value configured for association to events 

Lock function 
Proximity sensor = enabled or from bus 

Send values or sequences = enabled 
enabled / disabled 

  

Invert lock device signal 

Proximity sensor = enabled or from bus 

Send values or sequences = enabled 

Lock function = enabled 

not inverted / inverted 

  

Lock after bus recovery 

Proximity sensor = enabled or from bus 

Send values or sequences = enabled 

Lock function = enabled 

no / yes 

  

Behavior at locking 

Proximity sensor = enabled or from bus 

Send values or sequences = enabled 

Lock function = enabled 

none / 

as presence detected / 

as presence not detected 

  

Behavior at unlocking 

Proximity sensor = enabled or from bus 

Send values or sequences = enabled 

Lock function = enabled 

none / 

as presence detected / 

as presence not detected 

  

 

Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Proximity -  
Switching status 
[type], object n* 

Proximity sensor = 
enabled or from bus 

Send values or sequences 
= enabled 

Depending 
from 

configuration 

(1-bit) 

C-WTU 

Depending from 
configuration 

 ([1.1] DPT_Switch) 

24, 25, 26, 27, 

28, 29, 30, 31 

 Up to 8 objects can be defined to be associated with the same event. 

Proximity - Lock 
command 

Proximity sensor = 
enabled or from bus 

Send values or sequences 
= enabled 

Lock function = enabled 

1 bit C-W-- [1.3] DPT_Enable 23 

  

Proximity - Scene 
number 

Proximity sensor = 
enabled or from bus 

Send values or sequences 
= enabled 

Lock function = enabled 

1 byte C--T- 
[17.1] 

DPT_SceneNumber 
418 
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9.7.3 Humidity sensor 

The Humidity sensor tab appears only if you have selected the “internal” option for the humidity sensor in the 

Internal sensors tab and contains the following parameters: 

 Humidity CO dimension 

 Humidity offset 

 Minimum change of value to send [%] 

 Cyclic sending each 

 

Correction of measured relative humidity correction 

The relative humidity sensor Tab has a value correction parameter (offset): during configuration with ETS 

the possibility of correcting the relative humidity value measured within the offset range – 10% … + 10% 

(1% step). 

The internal humidity sensor is factory calibrated. 

 

Parameter name Conditions Values 

Humidity sensor  

disabled 

internal 

from bus 

 The humidity sensor is disabled by default. 

Humidity CO dimension Humidity sensor = internal 
1 Byte 

2 Byte 

 Sets the data type of the humidity communication object. 

Humidity offset Humidity sensor = internal 
0%  

[range -10% … +10%] 

 
Allows the user to apply a deviation to the relative humidity value measured by the 
sensor. 

Minimum change of value to send [%] Humidity sensor = internal 
2% 

[range 0 … 10] 

 If the parameter is set to the value 0, no value is sent when a change occurs. 

Cyclic sending each Humidity sensor = internal 
nessun invio 

[values in 1 … 120 min range] 

 

Period for sending the measured relative humidity value on the bus. 

NOTE: the value is sent cyclically on the bus with the set period only if at the same 
time a minimum variation occurs as set in the previous parameter. 

 

 

Object name Conditions Dim. Flags DPT 
Comm. 
Obj. No. 

Internal humidity - Command 
1 Byte 

Humidity sensor = internal  

Humidity CO dimension = 1 Byte 
1 Byte CR-T- 

[5.001] 
DPT_Percentage 

441 

  

Internal humidity - Command 
2 Byte 

Humidity sensor = internal  

Humidity CO dimension = 2 Byte 
2 Byte CR-T- [9.007] DPT_Humidity 441 
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9.8 External sensors (from bus) 

Bus sensors are KNX devices (or traditional sensors interfaced to the bus by means of KNX devices) that send 

values or states via the bus. 

Sensors from bus are KNX devices (or traditional sensors interfaced to the bus by means of KNX devices) 

which send values or states to the pushbutton via bus.  

 

 

The internal pushbutton control system cyclically monitors the updating status of the values of the 

external sensors (from bus) when the timeout setting expires. In case no updated value has been 

received, the regulation function is suspended and the actuation valves are closed. An alarm is 

issued on the bus through communication object 252 – Room temperature control alarm (please 

refer to Settings folder). 

 

The External sensors (from bus) Tab is always active and contains the following parameters: 

 Room temperature 

 Antistratification temperature 

 Outdoor temperature 

 Coil temperature 

 Floor surface temperature 

 Flow temperature 

 Analog sensors timeout 

 Anticondensation 

 Window contact X (X = 1, 2) 

 Presence sensor X (X = 1, 2) 

 Card holder contact 

 Digital sensors timeout 

Furthermore, the relative humidity sensor can be configured as external from the Internal sensors tab, choosing 

the “from bus” option (please see par. 9.8.1). 

 

Parameter name  Conditions  Values  
Room temperature  disabled / enabled 

 

It enables a bus temperature sensor. The measured value can be used to 

calculate a weighted average value in combination with the temperature sensor 

integrated into the device or a temperature sensor connected to a device input. 

Cyclic reading interval  
Room temperature = enabled 

no reading 

[other values in the range 30 s … 120 

min] 

 

If the parameter is set to “no reading”, the corresponding communication object 

must be updated by the remote device sending data. With any different value, 

data are updated with a reading request by the room thermostat. 

Relative humidity  disabled / enabled 

  

Humidity CO dimension Relative humidity = enabled  
1 byte (DPT 5.001)  
2 byte (DPT 9.007)  

  

Cyclic reading interval  
Relative humidity = enabled 

no reading 

[other values in the range 30 s … 120 

min] 

i 
 



  Application manual 

 KNX virtual pushbutton with touch display EK-EV3-TP SIGNUM 

 

Revision 1.6 - Updated: 10/09/2025  MAEKEV3TP_EN 

© EKINEX S.p.A. – All rights reserved  Pag. 69 

Parameter name  Conditions  Values  
  

Antistratification temperature  disabled / enabled 

 It enables a temperature bus sensor to carry out the antistratification function. 

Cyclic reading interval 
Antistratification temperature = 

enabled 

no reading 

[other values in the range 30 s … 120 

min] 

  

Outdoor temperature  disabled / enabled 

 

It enables an outdoor temperature bus sensor to display the measured value on 

the display. This is alternative to an outdoor temperature sensor connected to a 

device input: the parameter appears only if the external temperature sensor is 

disabled in the Inputs folder. 

Cyclic reading interval Outdoor temperature = enabled 

no reading 

[other values in the range 30 s … 120 

min] 

  

Coil temperature  disabled / enabled 

 

It enables a bus sensor for measuring the coil temperature of the conveying fluid 

for heat exchange. The acquisition of the value allows realizing the hot- start 

function of a fan. 

Cyclic reading interval Coil temperature = enabled 

no reading 

[other values in the range 30 s … 120 

min] 

  

Floor surface temperature  disabled / enabled 

 

It enables a bus sensor for measuring the surface temperature of a floor heating 

system. The acquisition of the value allows to realize the function of surface 

temperature limitation. 

Cyclic reading interval Floor surface temperature = enabled 

no reading 

[other values in the range 30 s … 120 

min] 

  

Flow temperature  disabled / enabled 

 

It enables a bus sensor for measuring the flow temperature of the conveying 

fluid. The acquisition of the value allows calculating the dew-point temperature 

to realize the active anticondensation protection function in surface cooling 

plants (floor or ceiling).  

Cyclic reading interval Flow temperature = enabled 

no reading 

[other values in the range 30 s … 120 

min] 

  

Analog sensors timeout  
00:05:00 hh:mm:ss 

[range 00:00:00 … 18:12:15] 

 

The field has format hh:mm:ss (hours : minutes : seconds): the default value 

00:05:00 corresponds to a timeout of 5 minutes. The value 00:00:00 means that 

the timeout of the analogic sensors is disabled. 

Anticondensation  disabled / enabled 

 It enables a bus sensor for detecting the condensation. 

Signal Anticondensation = enabled not inverted / inverted 

  

Cyclic reading interval Anticondensation = enabled 

no reading 

[other values in the range 30 s … 120 

min] 
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Parameter name  Conditions  Values  
Windows contact 1  disabled / enabled 

 
It enables a bus sensor for detecting the state of opening / closing of a window 

or a door. 

Signal Windows contact 1 = enabled not inverted / inverted 

  

Cyclic reading interval Windows contact 1 = enabled 

no reading 

[other values in the range 30 s … 120 

min] 

  

Windows contact 2  disabled / enabled 

 
It enables a bus sensor for detecting the state of opening / closing of a window 

or a door. 

Signal Windows contact 2 = enabled not inverted / inverted 

  

Cyclic reading interval Windows contact 2 = enabled 

no reading 

[other values in the range 30 s … 120 

min] 

  

Presence sensor 1  disabled / enabled 

 
It enables a bus sensor for detecting the presence / absence of people within a 

room. 

Signal Presence sensor 1 = enabled not inverted / inverted 

  

Cyclic reading interval Presence sensor 1 = enabled 

no reading 

[other values in the range 30 s … 120 

min] 

  

Presence sensor 2  disabled / enabled 

 
It enables a bus sensor for detecting the presence / absence of people within a 

room. 

Signal Presence sensor 2 = enabled not inverted / inverted 

  

Cyclic reading interval Presence sensor 2 = enabled 

no reading 

[other values in the range 30 s … 120 

min] 

  

Card holder contact  disabled / enabled 

 
It enables a bus sensor for detecting the presence / absence of people in a 

hotel room provided with a card holder. 

Signal Card holder contact = enabled not inverted / inverted 

  

Cyclic reading interval Card holder contact = enabled 

no reading 

[other values in the range 30 s … 120 

min] 

  

Digital sensors timeout  
00:05:00 hh:mm:ss 

[range 00:00:00 … 18:12:15] 

 

The field has format hh:mm:ss (hours : minutes : seconds): the default value 

00:05:00 corresponds to a timeout of 5 minutes. The value 00:00:00 means that 

the timeout of the digital sensors is disabled. 
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About sensor timeout  

The internal control system of the thermostat cyclically monitors the updating status of the values of the 

external sensors (from bus) and the inputs when the timeout setting expires. In case no updated value has 

been received, the regulation function is suspended. 

 

Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Thermostat - Room 
temperature (from bus) 

Temperature sensor = 
enabled  

2 Byte C-WTU [9.1] DPT_Value_Temp 241 

  

Thermostat - Humidity (2 
byte, from bus) 

Relative humidity 

sensor = enabled, 
Humidity comm. obj. 

size = 2 byte 

2 Byte C-WTU 
[9.7] 

DPT_Value_Humidity 
242 

  

Thermostat - Humidity (1 
byte, from bus) 

Relative humidity 

sensor = enabled,  

Humidity comm. obj. 
size = 1 byte  

1 Byte C-WTU [5.1] DPT_Scaling 243 

  

Thermostat - 
Antistratification 
temperature (from bus) 

enabled 2 Byte C-WTU [9.1] DPT_Value_Temp 246 

  

Thermostat - Outdoor 
temperature (from bus) 

enabled 2 Byte C-WTU [9.1] DPT_Value_Temp 247 

  

Thermostat - Coil 
temperature (from bus) 

enabled 2 Byte C-WTU [9.1] DPT_Value_Temp 248 

  

Thermostat - Floor 
temperature (from bus) 

enabled 2 Byte C-WTU [9.1] DPT_Value_Temp 249 

  

Thermostat - Flow 
temperature (from bus) 

enabled 2 Byte C-WTU [9.1] DPT_Value_Temp 250 

  

Thermostat - 
Anticondensation (from bus) 

enabled 1 Bit C-WTU [1.1] DPT_Switch 256 

  

Thermostat - Windows 
contact sensor 1 (from bus) 

enabled 1 Bit C-WTU 
[1.019] 

DPT_Window_Door 
251 

  

Thermostat - Windows 
contact sensor 2 (from bus) 

enabled 1 Bit C-WTU 
[1.019] 

DPT_Window_Door 
252 

  

Thermostat - Presence 
sensor 1 (from bus) 

enabled 1 Bit C-WTU [1.018] DPT_Occupancy 253 

  

Thermostat - Presence 
sensor 2 (from bus) 

enabled 1 Bit C-WTU [1.018] DPT_Occupancy 254 

  

Thermostat - Card holder 
contact (from bus) 

enabled 1 Bit C-WTU [1.001] DPT_Switch 255 

  

 

  



  Application manual 

 KNX virtual pushbutton with touch display EK-EV3-TP SIGNUM 

 

Revision 1.6 - Updated: 10/09/2025  MAEKEV3TP_EN 

© EKINEX S.p.A. – All rights reserved  Pag. 72 

9.8.1 Humidity sensor (from bus) 

The Humidity sensor tab appears only if the “from bus” option has been selected for the (external) humidity 

sensor in the Internal sensors tab and contains the following parameters: 

 Humidity CO dimension 

 Cyclic reading each 

 

Parameter name  Conditions  Values  

Humidity CO dimension Humidity sensor = from bus 
1 Byte 

2 Byte 

 Sets the data type of the humidity communication object. 

Cyclic reading each 

 
Humidity sensor = from bus 

no reading 

[other values in the 30s … 120 min 
range] 

  

 

 

Object name Conditions Dim. Flags DPT 
Comm. 
Obj. No. 

Thermostat - Humidity (1 
bytes, from bus) 

Humidity sensor = from bus  

Humidity CO dimension = 1 Byte 
1 Byte C-WTU 

[5.001] 
DPT_Percentage 

243 

  

Thermostat - Humidity (2 
bytes, from bus) 

Humidity sensor = from bus  

Humidity CO dimension = 2 Byte 
2 Byte C-WTU [9.007] DPT_Humidity 242 

  

 

9.9 Weighted temperature value 

The Weighted temperature value tab can be used only if the acquisition of the room temperature is enabled 

both from the internal (main) sensor and from the bus. 

It contains the following parameters: 

 Relative weight 

 Minimum change of value to send [K] 

 Cyclic sending interval 

 

Parameter name Conditions Values 

Relative weight  

100% main sensor 

90% / 10% 

80% / 20% 

70% / 30% 

60% / 40% 

50% / 50% 

40% / 60% 

30% / 70% 

20% / 80% 

10% / 90% 

100% sensor from bus 

 
The main sensor is always the integrated sensor; the sensor from bus needs to be 

activated in Sensors from bus folder. 
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Parameter name Conditions Values 

Minimum change of value to send [K]  
0,5 

[other values in range 0 … 5 K] 

 If the parameter is set to 0, no value is sent for change 

Cyclic sending interval  
no sending  

[other values in range 30 s … 120 min] 

  

 

Object name Conditions Dim. Flags DPT 
Comm. Obj. 

No. 

Thermostat - Weighted 
temperature 

Cyclic sending interval 
≠ no sending 

2 Byte CR-T-- 
[9.001] 

DPT_Value_Temp 
257 

  

 

Note on weighted temperature value 

The device allows the acquisition of the room temperature in 2 ways:   

1) from an external temperature sensor connected to a device input configured as NTC probe; 

2) via bus from another KNX device, e.g. from an ekinex pushbutton (External sensors (from bus) -> 

Room temperature = enabled). 

To optimize or correct the room temperature regulation in special cases (in large rooms, in presence of 

strong asymmetry of the temperature distribution, when the installation of the device is in a position not 

suitable, etc.), the device can then use a weighted average between two temperature values. The weights 

are assigned by the parameter Relative weight that assigns a ratio of the two values. 

Note: the value for “Weighted Temperature” communication object is set to 7F FF in case of the real value 

cannot be read from bus. 
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9.10 Temperature and relative humidity control 

The Temperature control tab can be used only if the acquisition of the room temperature is enabled at least 

from the internal sensor. It contains the following secondary tabs: 

 Settings 

 Heating 

 Cooling 

 Ventilation 

The Cooling tab is displayed only if the Thermostat function parameter is set to either "heating and cooling" or 

"cooling" value in the Settings tab. 

The Ventilation tab is displayed in the following cases: 

 if the Heating or Cooling type is set to “fancoil” in the Heating or Cooling tab, and/or 

 if the “Ventilation for auxiliary heating/cooling” is set to “enabled” in the Heating/Cooling -> Auxiliary 

heating/cooling section. 

 

 

9.10.1 Settings 

The Settings includes the parameters to perform the basic configuration of the room temperature controller: 

 Setpoint type 

 Thermostat function 

 Command communication object unique or separated (for 2 or 4-pipes systems) 

 Heating/cooling changeover 

 Heating/cooling cyclic sending interval 

 Thermostat function mode after download 

 Setpoint cyclic sending interval 

 End of manual operation 

 Disable temperature controller from bus 

 Signal from bus 

 Transmission delay after mode change 

 Valve protection function 

 

Parameter name Conditions Values 

Setpoint type 
General -> Thermostat 

functionalities = enabled 

Single 

Absolute 

 

In case the option “Single” setpoint is selected and Thermostat function = heating, 
the temperature controller acts on heating mode; in case Thermostat function = 
cooling, the temperature controller acts on cooling mode. 

In case Thermostat function = both heating and cooling, the current seasonal mode 
needs to be specified by the proper communication object. 

Thermostat function  

heating 

cooling 

both heating and cooling 

  

Command Communication Object 
Thermostat function = both heating 

and cooling 
separated / unique 

  

Heating–cooling changeover Setpoint type ≠ single from bus / automatic 
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Object name Conditions Dim. Flags DPT 
Comm. Obj. 

No. 

Thermostat - Actual setpoint  2 Bytes CR-T-- [9.1] DPT_Value_Temp 268 

  

Thermostat - Manual setpoint 
Setpoint type = 

absolute 
2 Bytes C-W--- [9.1] DPT_Value_Temp 269 

  

Command Communication Object 
= separated 

Thermostat function = both heating 
and cooling 

 
In case Setpoint management = single setpoint, or the Command Communication 
Object is unique, the heating-cooling switch over must be carried out from bus. 

Heating-cooling cyclic sending interval 
Thermostat function = both heating 

and cooling 

no sending 

[other values in range 30 s … 120 min] 

  

Thermostat function after download 

Thermostat function = both heating 
and cooling 

Heating–cooling changeover = 
from bus 

no change 

heating 

cooling 

  

Setpoint cyclic sending interval  
no sending 

[other values in range 30 s … 120 min] 

 

In case Setpoint management = single, the actual setpoint value takes only into 
account the actual state of the contacts window (if the corresponding function is 
enabled). 

In case Setpoint management = relative, the actual setpoint value also depends on 
the operating mode set manually by the user or automatically by another KNX 
supervising device with the possibility of time scheduling.  

End of manual operation 
Setpoint management = Absolute 

setpoints 

till first telegram from bus 

[other values in the range 30 min…48 h] 

 It defines the end of manual operation modes. 

Disable temperature controller from bus  no / yes 

  

Signal from bus 
Disable temperature controller 

from bus = yes 

not inverted 

inverted 

  

Transmission delay after mode change  

00:00:04.000  

[range 00:00:00.000 … 00:10:55.530 
hh:mm:ss.fff] 

 
It defines a delay in transmission on the bus after a change of HVAC mode. 

A null value (00:00:00) means that the transmission is immediate. 

Valve protection function 
Heating type ≠ electric AND  

Thermostat function ≠ heating 

disabled  

enabled 

 
It enables the function that activates the drive for the valve control during periods of 
inactivity of the system. 

Frequency Valve protection function = enabled 

once a day 

once a week 

once a month 

  

Time interval Valve protection function = enabled 
10 s 

[other values in range 5 s … 20 min] 
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Object name Conditions Dim. Flags DPT 
Comm. Obj. 

No. 

Thermostat - Heating/cooling 
status out 

 1 Bit CR-T-- [1.100] DPT_Heat_Cool 258 

 

The communication object is sent over the bus after an internally elaborated switching event. The 

object is always exposed and contains information on the current conduction mode of the internal 

temperature controller. 

 

Thermostat - Heating/cooling 
status in 

Thermostat 
function = both 

heating and 
cooling, 

Heating–cooling 
changeover = from 

bus 

1 Bit C-W-- [1.100] DPT_Heat_Cool 259 

 
The communication object is received from the bus. At the switching event the internal regulator 
switches the conduction mode. 

Thermostat - HVAC mode in 
Setpoint type = 

absolute 
1 Byte C-W-- 

[20.102] 
DPT_HVACMode 

260 

 

Bits 5, 8 are reserved. 

 

The device receives the operating mode (HVAC mode) from a bus device with supervisor function. 
The operating mode received via this communication object can be subsequently changed by the 
user (in this case the room thermostat switches to manual control). 

Thermostat - HVAC forced 
mode in 

Setpoint type = 
absolute 

1 Byte C-W-- 
[20.102] 

DPT_HVACMode 
261 

 

The communication object receives the operating mode in the same way as it happens with the 
communication object HVAC mode in; the difference is that the operating mode received via this 
object (except for the AUTO command) cannot be subsequently changed by the user. The user 
can change the mode only after the forced HVAC mode in has sent the AUTO command. 

Thermostat - HVAC mode out 
Setpoint type = 

absolute 
1 Byte CR-T- 

[20.102] 
DPT_HVACMode 

262 

  

Thermostat - HVAC manual 
mode 

Setpoint type = 
absolute 

1 Byte C-WTU 
[20.102] 

DPT_HVACMode 
263 

  

Thermostat - Chrono active 
status 

Setpoint type = 
absolute 

1 Bit CR-T- [1.11] DPT_State 264 

  

Thermostat - Room 
temperature controller status 

 1 Bit CR-T- [1.3] DPT_Enable 280 

  

Thermostat - Alarm text  14 bytes CR-T- [16.0] DPT_String_ASCII 13 

  

Thermostat - Manual setpoint 
active status 

Setpoint type = 
absolute 

1 Bit CRWTU- [1.11] DPT_State 270 

  

0 = Cooling 
ambiente [°C] 

[1.100] DPT Heat/Cool  1 Bit 

1 = Heating 
Setpoint 

0 0 0 0 

AUTO 

1 0 0 0 

COMFORT 

0 1 0 0 

STAND-BY 

1 1 0 0 

ECONOMY 

0 0 1 0 

PROTECTION 

[20.102] DPT HVAC Mode  1 Byte 
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Object name Conditions Dim. Flags DPT 
Comm. Obj. 

No. 

Thermostat - Input setpoint 
Setpoint type = 

single 
2 bytes CRWTU [9.1] DPT_Value_Temp 271 

 
The communication object allows to set and / or read the status of the setpoint (manual / 
forced). 

Thermostat - Room 
temperature control alarm 

 1 bit CR-T-- [1.5] DPT_Alarm 10 

  

Thermostat - Disable room 
temperature controller 

Disable 
temperature 

controller from bus 
= yes 

1 bit C-W-- [1.3] DPT_Enable 279 

  

Thermostat - Thermal 
generator lock 

 1 bit C-W-- [1.5] DPT_Alarm 8 

  

Thermostat - Building 
protection HVAC mode active 

 1 bit CR-T-- [1.11] DPT_State 266 

  

 

Note on system terminals for heating and cooling 

The application functions of the thermostat, configurable with the ETS application, are particularly suitable for 

command / control by means of KNX actuators (generic or dedicated) of the following system terminals: 

 radiators; 

 electric heaters; 

 fancoil; 

 radiant panels; 

 dehumidifiers; 

 radiant panels + radiators (as an auxiliary stage); 

 radiant panels + fancoil (as an auxiliary stage); 

 radiant panels + dehumidifiers. 

 

Changeover heating / cooling 

Switching between the two plant conduction modes (heating and cooling) can take place as follows: 

1. automatically on the initiative of the device; 

2. from the KNX bus by means of a specific communication object. 

 

Automatic switching (mode 1) 

The automatic switching is suitable for a hydraulic configuration of the 4-pipe heating / air conditioning system 

(used for example to power fan-coil terminals or radiant ceiling panels). Also in this case the information can 

be sent on the bus with the output communication object [DPT 1.100 heat / cool]; switching is carried out 

automatically by the device based on the comparison between the values of the actual temperature and that 

of the setpoint. 

Automatic switching is achieved with the introduction of a dead zone according to the scheme shown in Figure 

11. 
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As long as the actual (measured) temperature is below the setpoint value for heating, the conduction mode 

remains heating; similarly, if the actual (measured) value is higher than the setpoint value for cooling, the 

conduction mode is cooling. If the actual (measured) temperature value is within the dead zone, the conduction 

mode remains the one previously active; the switching point of the heating / cooling conduction mode must 

occur in correspondence with the current setpoint of the set HVAC mode, in the same way the passage from 

cooling / heating must occur at the set heating setpoint. 

 

Switching from the KNX bus (mode 2) 

Switching from the bus requires that the command comes from another KNX device, such as another 

thermostat, a Touch & See unit or supervision software configured for the purpose. This acts as a "supervisor" 

device: switching takes place via the input communication object [DPT 1.100 heat / cool]. In this mode, manual 

switching by the user is inhibited. Thanks to this mode, the supervisor device is able to make the "slave" 

devices perform timed programs, extending their function to that of a chronothermostat (centrally controlled by 

the supervisor device). 

 

OFF (protezione) ECONOMY STAND-BY COMFORT 

32 °C 

28 °C 

26 °C 

24 °C 

8 °C 

16 °C 

18 °C 

20 °C 

Banda morta di commutazione 

Figura 5 - Zona morta ed esempio di valori di setpoint coerentemente distribuiti 
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The communication objects indicated in the block diagram make it possible to monitor and modify the current 

conduction mode imposed on the temperature controller. The heating / cooling status out object is always 

exposed, even when the thermostat function is heating only or cooling only. In the event that the function is 

both heating and cooling, the cyclical sending of the object on the bus can be enabled; in all cases, information 

on the current management mode can be acquired with a read request to this communication object. 

The object Heating / cooling status in is exposed only when the function is both heating and cooling and the 

switching between modes is carried out by the bus. 

 

 
Figura 6 – Schema commutazione dal bus 

 

Valve protection function 

The function is suitable for heating and cooling systems that use water as a heat transfer fluid and have 

motorized valves for the interception of a zone or a single environment. Long periods of system inactivity can 

lead to valve blocking: to prevent this possibility, the thermostat can periodically send a valve opening / closing 

command while the system is not in use. This possibility is made available in the application program by means 

of the "Valve protection function" parameter, further defined by the frequency and duration of the valve 

actuation. 

Note: this function is not available only if the type of heating is electric and at the same time the thermostat 

function is in heating only. 

 

 

Remote modification of the Setpoint 

In the single setpoint configuration, the communication objects (O.C. hereafter) indicated in the block diagram 

of Figure 13 allow you to manually monitor and modify the Setpoint. 

 

 

Heating/cooling status in [1.100] heating/cooling 

Heating/cooling status out [1.100] heating/cooling 

Input Setpoint [9.001 temperature]   

Actual Setpoint [9.001 temperature]   
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Figura 7 – Modifica manuale del setpoint 

 

The objects refer to the manual modification of the Setpoint: alternatively, the supervisor can act directly on 

the Setpoints of the operating modes. The value of the O.C. Current setpoint represents the current operational 

setpoint on which the control algorithms operate. The O.C. Manual / forced setpoint status inserted indicates 

in reading if the forced mode is inserted. The supervisor can force the current setpoint at any time by writing a 

new value directly into the O.C. Manual setpoint. The O.C. Manual / forced setpoint status entered can also 

be used in writing to exit the active forced mode. 

 

Remote modification of operating modes 

The communication objects indicated in the block diagram in the figure allow you to monitor changes in the 

operating mode (comfort, stand-by, economy and building protection) made in manual / forced mode, or the 

operating mode imposed by the time programming. The communication objects (O.C. hereafter) also allow the 

same changes to be made remotely, for example via a system supervisor. 

 

 
Figura 8 – Modifica modi operativi da remoto 

 

The O.C. HVAC mode in is associated with the system time program. The O.C. HVAC out mode and time 

program status entered allow the remote supervisor to reconstruct the active mode on the room thermostat 

and allow you to understand if the time program is entered or the attenuation is managed manually. The 

supervisor can set a manual operating mode at any time through the O.C. Manual HVAC mode; to enter the 

time program in progress remotely, simply set the O.C. Time program status entered at value 0 = Automatic. 

  

Manual setpoint active status [1.011 state]   

Manual Setpoint [9.001 temperature]   

Actual Setpoint [9.001 temperature]   

HVAC mode in [20.102] 

HVAC manual mode [20.102] 

HVAC mode out [20.102] 

Chrono active status [1.011 state] 
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9.10.2 Heating 

The Heating folder allows to set: 

 The default value for single and absolute setpoints (comfort, standby and economy setpoints); 

 Control algorithm type (2-point hysteresis, PWM or continuous) and internal parameters; 

 Building protection mode activation based on up to 2 window contacts’ status. 

Conditions of activation: Settings  Thermostat function = heating or both heating and cooling. 

This folder contains the following parameters: 

 Temperature setpoint [°C] 

 Comfort temperature setpoint [°C] 

 Standby temperature setpoint [°C] 

 Economy temperature setpoint [°C] 

 Standby temperature offset [0,1 K] 

 Economy temperature offset [0,1 K] 

 Building protection temperature setpoint [°C] 

 Heating type 

 Control type 

 Hysteresis 

 Hysteresis position 

 Cyclic sending interval 

 Proportional band [0.1 K] 

 Integral time [min] 

 PWM cycle time 

 Min. change of value to send [%] 

 Min control value [%] 

 Max control value [%] 

 Floor temperature limitation 

 Temperature limit [°C] 

 Hysteresis [K] 

 Auxiliary heating 

 Communication object type 

 Disable from bus 

 Offset from setpoint 

 Hysteresis 

 Cyclic sending interval 

 Ventilation for auxiliary heating 

 

Parameter name Conditions Values 

Temperature setpoint [°C] Setpoint type = Single 
21 

[range  10 … 50] 
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Parameter name Conditions Values 

Comfort temp. setpoint [°C] Setpoint type = absolute 
21 

[range  10 … 50] 

  

Standby temp. setpoint [°C] Setpoint type = absolute 
18 

[range  10 … 50] 

 
For proper operation, Standby temperature setpoint has to be < Comfort temperature 

setpoint. 

Economy temp. setpoint [°C] Setpoint type = absolute 
16 

[range  10 … 50] 

 
For proper operation, Economy temperature setpoint has to be < Standby temperature 

setpoint. 

Building protection temp. setpoint [°C]  
7 

[range  2 … 10] 

  

Heating type  

radiators 

electric 

fancoils 

floor radiant panels 

ceiling radiant panels 

 

It defines the terminal used for room heat exchange. The choice sets the default 

parameters proposed for the PWM control algorithm (proportional band and integral 

time) and the control options. 

Control type  

2 point hysteresis, 

PWM (pulse width modulation) 

continuous 

  

Hysteresis Control type = 2 point hysteresis 
0,3 K  

[other values in range 0,2 K … 3 K]  

  

Hysteresis position 

Heating type = floor radiant panels or 

ceiling radiant panels 

Control type = 2 point hysteresis 

below 

above  

 
The above hysteresis is suitable in case of special applications requiring mixing group 

control. 

Cyclic sending interval 
Control type = 2 point hysteresis, 

continuous 

no sending  

[other values in range 30 s … 120 min] 

  

Min. change of value to send [%] Control type = continuous 
10 

[range  0 … 100] 

  

PWM cycle time 
Control type = PWM (pulse width 

modulation) 

15 min  

[range  5 … 240 min] 
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Parameter name Conditions Values 

Proportional band [0,1 K] 
Control type = continuous or PWM, 

Heating type = other 

40 

[range  5 … 100] 

 

The value is represented in tenths of a Kelvin degree (0,1 K). 

The field contains a preset value which depends on the type of heating selected (the 
value can be changed): 

 radiators: 50 (5 K) 

 electric: 40 (4K) 

 fan-coil: 40 (4K) 

 radiant floor: 50 (5 K) 

 radiant ceiling: 50 (5 K) 

The value of the Proportional Band parameter represents the maximum deviation 

between the desired and measured temperature which determines the maximum 

control output. 

Integral time [min] 
Control type = continuous or PWM, 

Heating type = other 

90 

[range  0 … 255 min] 

 

This field contains a preset value which depends on the selected heating type (the 
value can be changed): 

 radiators: 150 min 

 electric: 100 min 

 fancoils: 90 min 

 floor radiant panels: 240 min 

 ceiling radiant panels: 180 min 

Min control value [%] Control type = PWM or continuous 15 % [range  0 %…30 %] 

  

Max control value  [%] Control type = PWM or continuous 85 % [range  70 %…100 %] 

  

Floor temperature limitation 

Heating type = floor radiant panels 

External sensors (from bus)  Floor 

surface temperature = enabled 

disabled 

enabled 

 

This parameter enables the floor temperature limitation of a floor radiant panel. It is 

mandatory to measure the floor surface temperature by enabling the corresponding 

temperature sensor in “External sensors (from bus)” folder. 

Important! This function does not replace the over-temperature protection usually 

installed in hydronic floor systems, realized with the proper safety thermostat. 

Temperature limit [°C] Floor temperature limitation = enabled 
29 

[range 20 … 40] 

 

According to EN 1264 a maximum allowed temperature is prescribed for the surface of 
a floor heating system:  

• T(sup) max ≤ 29°C for normal occupancy zones;  

• T(sup) max ≤ 35°C for peripheral areas.  

National standard may limit those temperatures to lower values. As “peripheral areas” 

are defined bands generally located along the walls of the environment facing the 

outside of the building, with maximum width of 1 m. 

Hysteresis [K] Floor temperature limitation = enabled 
0,3 K 

[other values in the range 0,2 K … 3 K]  

 
Before exiting the alarm status, the device waits until the surface temperature drops 

below the set threshold by an offset equal to the hysteresis value. 

Auxiliary heating  disabled / enabled 

  

Communication object Auxiliary heating = enabled 
unique  

separated 

  

Disabled from bus Auxiliary heating = enabled no / yes 

 
It enables the activation and deactivation of the function through a telegram sent on the 

bus by a supervising device. 
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Parameter name Conditions Values 

Offset from setpoint Auxiliary heating = enabled 
0,6 K 

[other values in the range 0 …3 K] 

  

Hysteresis [K] Auxiliary heating = enabled 
0,3 K 

[other values in the range 0,2 K … 3 K]  

  

Cyclic sending interval Auxiliary heating = enabled 

no sending 

[other values in the range 30 s … 120 

min] 

  

Ventilation for auxiliary heating 

 Command Communication 

Object = unique 

 Heating type = floor radiant 

panels or ceiling radiant panels 

OR 

 Command Communication 

Object = separated  

 Heating type = radiators, 

electric, floor radiant panels or 

ceiling radiant panels 

disabled / enabled 

 
This option allows to match a system with high inertia as the floor radiant panels 

(hydronic version) with a system with low inertia as the fan-coils. 

 

Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Thermostat - Input 
setpoint 

Setpoint type = single 2 bytes CRWTU [9.1] DPT_Value_Temp 271 

  

Thermostat - Comfort 
setpoint (heating) 

Setpoint type = absolute 2 Byte CRWTU [9.1] DPT_Value_Temp 271 

  

Thermostat - Standby 
setpoint (heating) 

Setpoint type = absolute 2 Byte CRWTU [9.1] DPT_Value_Temp 273 

  

Thermostat - Economy 
setpoint (heating) 

Setpoint type = absolute 2 Byte CRWTU- [9.1] DPT_Value_Temp 275 

  

Thermostat - Building 
protection setpoint 
(heating) 

 2 Byte CRWTU- [9.1] DPT_Value_Temp 277 

  

Thermostat - Heating out 
command 

Control type = 2 points 

hysteresis or PWM 

Command communication 
object = separated 

1 Bit CR-T- [1.1] DPT_Switch 281 

  

Thermostat - Heating out 
command 

Control type = continuous 

Command communication 
object = separated 

1 Byte CR-T- [5.1] DPT_Scaling 281 

  

Thermostat - Heating and 
cooling out command 

Command communication 

object = unique, 

Control type = 2 points 
hysteresis or PWM 

1 Bit CR-T- [1.1] DPT_Switch 281 
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Object name Conditions Dim. Flags DPT Comm. Obj. No. 

  

Thermostat - Heating and 
cooling out command 

Command communication 

object = unique, 

Control type = continuous 

1 Byte CR-T-- [5.1] DPT_Scaling 281 

  

Thermostat - Auxiliary 
heating output command 

Command communication 

object = separated, 

Auxiliary heating = enabled 

1 Bit CR-T-- [1.1] DPT_Switch 283 

  

Thermostat - Auxiliary 
heating and cooling output 
command 

Command communication 

object = unique, 

Auxiliary heating = enabled 

1 Bit CR-T-- [1.1] DPT_Switch 283 

  

Thermostat - Auxiliary 
heating disable 

Auxiliary heating = enabled, 

Disabled from bus = yes 
1 Bit C-W--- [1.3] DPT_Enable 285 
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9.10.3 Cooling 

The Cooling folder includes the following parameters: 

 Temperature setpoint [°C] 

 Comfort temperature setpoint [°C] 

 Standby temperature setpoint [°C] 

 Economy temperature setpoint [°C] 

 Standby temperature offset [0,1 K] 

 Economy temperature offset [0,1 K] 

 Building protection temperature setpoint [°C] 

 Cooling type 

 Control type 

 Hysteresis [K] 

 Hysteresis position 

 Cyclic sending interval 

 Proportional band [0,1 K] 

 Integral time [min] 

 PWM cycle time 

 Min. change of value to send [%] 

 Min. control value [%] 

 Max. control value [%] 

 Anticondensation with probe 

 Active anticondensation 

 Flow temperature (project) 

 Anticondensation hysteresis range 

 Delay for alarm signal 

 Auxiliary cooling 

 Disabled from bus 

 Offset from setpoint 

 Hysteresis [K] 

 Cyclic sending interval 

 Ventilation for auxiliary cooling 

 

 

Conditions: Settings  Thermostat function = cooling or both heating and cooling. 

 

Parameter name Conditions Valori 

Temperature setpoint [°C] Setpoint type = single 
23 

[range 10 … 50] 

  

Comfort temperature setpoint [°C] Setpoint type = absolute 
23 

[range 10 … 50] 

  

Standby temperature setpoint [°C] Setpoint type = absolute 
26 

[range 10 … 50] 

 
For a correct operation of the device the standby temperature setpoint has to be > 

comfort temperature setpoint. 
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Parameter name Conditions Valori 

Economy temperature setpoint [°C] Setpoint type = absolute 
28 

[range 10 … 50] 

 
For a correct operation of the device the economy temperature setpoint has to be > 

standby temperature setpoint. 

Building protection temp. setpoint [°C]  
36 

[range 30 … 50] 

  

Neutral zone [0,1 K] 

Settings  Thermostat function = both 

heating and cooling 

Settings  Command Communication 

Object = separated 

Settings  Heating–cooling changeover = 

automatic 

Setpoint type = absolute 

20 

[range 10 … 80] 

 

It defines the width of the neutral zone, in case it is requested to automatically switch 

between heating and cooling starting from the Comfort heating setpoint, as soon as 

this zone is exceeded. 

Cooling type  

fancoils 

floor radiant panels 

ceiling radiant panels 

 

If in Settings the parameter Thermostat function = both heating and cooling and 

Command communication object = unique, the parameter Cooling type is bound to the 

selection done for Heating. 

Control type  

2-point hysteresis, 

PWM (Pulse Width Modulation), 

continuous 

  

Hysteresis Control type = 2 point hysteresis 
0,3 K 

[other values in 0,2 K … 3 K range] 

  

Hysteresis position 

Cooling type = floor radiant panels or 

ceiling radiant panels 

Control type = 2 point hysteresis 

below 

above  

 
The below hysteresis is suitable in case of special applications requiring mixing group 

control. 

Cyclic sending interval 
Control type = 2 point hysteresis, 

continuous 

No sending 

[[other values in 30 s … 120 min range] 
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Parameter name Conditions Valori 

Proportional band [0,1 K] Control type = continuous or PWM 
50 

[range 5 … 100] 

 

The value is in tenths of Kelvin (K) degree. 

*) The field contains a preset value that depend on the selected heating type (the value 

can be modified): 

 radiators: 50 ( 5 K) 

 electric: 40 (4 K) 

 fan-coils: 40 (4 K) 

 floor radiant panels: 50 (5 K) 

 ceiling radiant panels: 50 (5 K) 

The value of the parameter Proportional band represents the max difference between 

the setpoint temperature and the measured temperature that causes the max control 

output. 

Integral time [min] Control type = continuous or PWM 
100 

[other values in the range 0 … 255 min] 

 

The field contains a preset value that depend on the selected heating type (the value 

can be modified): 

 fan-coils: 90 min 

 floor radiant panels: 240 min 

 ceiling radiant panels: 180 min 

PWM cycle time 
Control type = PWM (pulse width 

modulation) 

15 min 

[range 5 … 240 min] 

  

Min. change of value to send [%] Control type = continuous 
10 

[range 0 … 100] 

  

Min control value [%] Control type = continuos or PWM 15 [range 0…30] 

  

Max control value  [%] Control type = continuos or PWM 85 [range 70…100] 

  

Anticondensation with probe 

Cooling type = fllor radiant panels or 

ceiling radiant panels 

External sensors (from bus)  

Anticondensation = enabled 

Enabled 

disabled 

  

Active anticondensation 

Cooling type = floor radiant panels or 

ceiling radiant panels, 

External sensors (from bus)   Relative 

humidity = enabled 

disabled  

enabled (project temperature) 

Cooling type = floor radiant panels or 

ceiling radiant panels, 

External sensors (from bus)   Relative 

humidity = enabled 

External sensors (from bus)   Flow 

temperature = enabled 

disabled  

enabled (comparison between flow 

temperature and dew-point)  

 

If flow temperature is lower than calculated dew point, the operating mode is cooling 

and the room thermostat is in flow request, then the thermostat will close the valve and 

send an alarm message over the bus. 

Flow temperature (project) 
Active anticondensation = enabled (project 

temperature) 

14 °C 

[other values in the range 14 °C … 20 

°C] 

 Only displayed if the flow temperature from external sensor (from bus) is not enabled. 
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Parameter name Conditions Valori 

Anticondensation hysteresis range 

Active anticondensation = enabled (project 

temperature) 

External sensors (from bus)   Flow 

temperature = enabled 

0,2 K / 0,3 K / 0,4 K / 0,5 / 0,6 K 

0,8 K / 1 K / 1,5 K / 2 K / 2,5 K / 3 K  

 

Before exiting the alarm condition, it is expected that the calculated dew-point 

temperature will drop below the delivery temperature by an offset equal to the hysteresis 

value. 

Delay for alarm signal 

Active anticondensation = enabled (project 

temperature), or 

Anticondensation with probe = enabled 

30 s 

[other values in the range 30 s … 120 

min] 

  

Auxiliary cooling  disabled / enabled 

  

Disabled from bus Auxiliary cooling = enabled no / yes 

 
This parameter enables the activation and deactivation of the function through a 

telegram from a bus device with supervising function. 

Offset from setpoint Auxiliary cooling = enabled 
0 K / 0,2 K / 0,4 K / 0,6 K 

0,8 K / 1 K / 1,5 K / 2 K / 2,5 K / 3 K  

  

Hysteresis Auxiliary cooling = enabled 
0,2 K / 0,3 K / 0,4 K / 0,5 / 0,6 K 

0,8 K / 1 K / 1,5 K / 2 K / 2,5 K / 3 K  

  

Ventilation for auxiliary cooling 
Cooling type = floor radiant panels or 

ceiling radiant panels 
disabled / enabled 

 
This option allows to combine a high-inertial system as the floor radiant panels to a low-

inertial one as the fan-coils. 

 

Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Thermostat - Input setpoint 
Setpoint type = 

single 
2 bytes CRWTU [9.1] DPT_Value_Temp 271 

  

Thermostat - Comfort setpoint 

(cooling) 

Setpoint type = 

absolute 
2 bytes CRWTU [9.1] DPT_Value_Temp 272 

  

Thermostat - Standby setpoint 

(cooling) 

Setpoint type = 

absolute 
2 bytes CRWTU [9.1] DPT_Value_Temp 274 

  

Thermostat - Economy setpoint 

(cooling) 

Setpoint type = 

absolute 
2 bytes CRWTU [9.1] DPT_Value_Temp 276 

  

Thermostat - Building 
protection setpoint (cooling) 

 2 bytes CRWTU [9.1] DPT_Value_Temp 278 

  

Thermostat - Cooling out 
command 

Command 

Communication 

Object = separated 

Control type = 2 

point hysteresis or 

PWM 

1 bit CR-T- [1.1] DPT_Switch 282 
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Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Thermostat - Cooling out 
command 

Command 

Communication 

Object = separated 

Control type = 

continuous 

1 byte CR-T- [5.1] DPT_Scaling 282 

  

Thermostat - Auxiliary cooling 

output command 

Auxiliary cooling = 

enabled 
1 bit CR-T- [1.1] DPT_Switch 283 

  

Thermostat - Auxiliary cooling 

disable 

Auxiliary cooling = 

enabled 

Disabled from bus = 

yes 

1 bit C-W-- [1.003] enable 286 

  

Thermostat - Anticondesation 

alarm  

Anticondensation 

with probe or Active 

anticondensation = 

enabled 

1 bit CR-T- [1.5] DPT_Alarm 11 

  

 

About anticondensation protection function 

The purpose of this function is to prevent the condensation on the thermal exchange surfaces of the installation 

or building when cooling is working. This function is mainly used in systems with thermal exchange consisting 

in surface terminals such as for the floor and ceiling cooling radiant systems. In this case the hydraulic circuits 

contain refrigerated water; usually the latent loads (due to the increase of air humidity in the room) are handled 

by air-conditioning units and the temperature and humidity conditions are far from those that could cause 

condensation. If this is not done in a satisfactory manner, or in case of stop of the air-conditioning units, it is 

necessary to provide additional safety measures to prevent or restrict the accidental formation of condensation 

on cold surfaces. 

From a general point of view, the anticondensation protection function can be realized: 

 by installing a proper room anticondensation probe; when this is active, the hydraulic circuit closes 

down. It is a passive protection, because the intervention takes place when condensation has already 

started; 

 by calculating the dew-point temperature and confronting it with the conveying fluid flow temperature. 

If the critical condition for condensation is approaching, you can intervene by closing down the 

hydraulic circuit or adjusting the mixing conditions of the conveying fluid. This is an active protection 

because the goal is to prevent the condensation. 

 

Nr. Type Denomination Description 

1a Passive Anticondensation protection 
by probe (via bus) 

The thermostat receives the information about condensation via bus from a 
different KNX device: Anticondensation (from bus) [DPT 1.001 switch]. 

2a Active Anticondensation protection 
with comparison between 
flow temperature (constant 
projected value, set as 
parameter on ETS and dew-
point temperature (calculated 
by the thermostat) 

Software protection that intervenes by closing down the room cooling circuit 
when the flow temperature defined in the hydronic project (as set in the 
corresponding ETS parameter) is lower than dew-point temperature calculated 
by the room thermostat using temperature and relative humidity values: Cooling 
out command [DPT 1.001 switch]. 

2b Active Anticondensation protection 
with comparison between 
flow temperature (constant 
projected value, set as 
parameter on ETS and dew-

Software protection that intervenes by closing down the room cooling circuit 
when the actual measured flow temperature and received via bus from a 
different  KNX device is lower than dew-point temperature calculated by the 
room thermostat using temperature and relative humidity values. Flow 
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point temperature (calculated 
by the thermostat) 

temperature (from bus) [DPT 9.001 temperature °C] and 57: Cooling out 
command [DPT 1.001 switch]. 

3 Active Anticondensation protection 
with dew-point temperature 
sending over the bus and 
adjustment of the flow 
temperature 

Software protection that foresees the sending on the bus of the dew-point 
temperature calculated by the room thermostat using temperature and relative 
humidity values to a KNX device capable of controlling the mixing condition of 
the conveying fluid for the cooling circuit. The regulation is performed by the 
KNX device receiving the dew-point temperature sent by the thermostat. Dew-
point temperature [DPT 9.001 temperature °C]. 

Table 2 - Anticondensation protection modes 

 

If an anticondensation sensor is used, it is necessary use a device provided with a potential-free signalling 

contact. It is possible to connect the signalling contact to an input channel of another KNX device, e.g. a 

pushbutton interface or a binary input (External sensors (from bus)  Anticondensation sensor = enabled). In 

this case the signal of the sensor is transmitted to the room temperature controller through the status of a 

communication object (case 1b described in Table 2).  

 

If the comparison between dew-point temperature calculated by the thermostat and flow temperature of the 

conveying fluid is used, there are 3 options: 

 if the flow temperature value is not available (case 2a of Table 2), you can insert the value used in the 

project (parameter Flow temperature (projected)); 

 if the flow temperature value is available (case 2b of Table 2), you enable the Anticondensation Active 

parameter for comparison; 

 if an bus actuator capable of intervention on the conveying fluid’s mixing is available, the thermostat 

sends on the bus the calculated value of the dew-point temperature; this parameter has to be enabled 

in the Relative humidity control  Calculated psychrometric values tab.  

The actuator compares this value with the flow temperature and, if necessary, modifies the mixing 

conditions in order to prevent the risk for condensation formation. 

 

The proper anticondensation protection mode needs to be evaluated during the thermical plant design and 

depends on many factors such as type of building, continuity of service and desired comfort level, available 

KNX devices, and so on. 
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9.10.4 Main and auxiliary ventilation 

The Ventilation folder includes the following parameters: 

 Ventilation function 

 Control type 

 Threshold first speed [0,1 K] 

 Threshold second speed [0,1 K] 

 Threshold third speed [0,1 K] 

 Speed control hysteresis [K] 

 Speed proportional band [0,1 K] 

 Min. change of value to send [%] 

 Manual operation 

 Coil temperature usage for fan activation (Hot start) 

 Antistratification function 

 Disable ventilation from bus 

 Signal from bus 

 Fan start delay 

 Fan stop delay 

 

The conditions for the appearance of the Ventilation folder are: 

Heating  Heating type = fan-coils or Cooling type = fan-coils  

or a combination of the two conditions: 

Heating  Heating type = floor radiant panels or ceiling radiant panels and Heating  Ventilation for auxiliary 

heating = enabled 

Cooling  Cooling type = floor radiant panels or ceiling radiant panels and Cooling  Ventilation for auxiliary 

cooling = enabled 

This way two types of installations can be controlled: i) fancoil terminals or ii) radiant panels as main stage and 

fancoil terminals as auxiliary stage. 

 

Parameter name Conditions Values 

Control type  

1 speed 

2 speeds 

3 speeds 

continuous regulation 

  

Threshold first speed [0,1 K] Control type ≥ 1 speed 
0 

[range 0 … 255] 

 
The value is represented in tenths of Kelvin degrees. If the parameter Thermostat function = 

both heating and cooling, the threshold value is valid for both seasonal modes. 

Threshold second speed [0,1 K] Control type ≥ 2 speeds 
10 

[range  0 … 255] 

 

The value is represented in tenths of Kelvin degrees. If the parameter Thermostat function = 

both heating and cooling, the threshold value is valid for both seasonal modes. For a correct 

operation of the ventilation, Threshold second speed > Threshold first speed. 
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Parameter name Conditions Values 

Threshold third speed [0,1 K] Control type = 3 speeds 
20 

[range  0 … 255] 

 

The value is represented in tenths of Kelvin degrees. If the parameter Thermostat function = 

both heating and cooling, the threshold value is valid for both seasonal modes. For a correct 

operation of the ventilation, Threshold third speed > Threshold second speed. 

Speed control hysteresis Control type = 1, 2 or 3 speeds 

0,3 K 

[other values in the range 0,2 K 

…3 K] 

  

Speed proportional band [0,1 K] Control type = continuous regulation 
30 

[range 5 … 100] 

 
The value is represented in tenths of Kelvin degrees. If the parameter Thermostat function = 

both heating and cooling, the threshold value is valid for both seasonal modes. 

Min. change of value to send [%] Control type = continuous regulation 
10 

[range  2 … 40] 

 
Please refer to the Control Algorithms chapter for further information about the meaning of 

this parameter. 

Manual operation  

not depending on the 

temperature 

depending on the temperature 

 

If the parameter = not depending on the temperature, the fan speed set by the user is not 

changed even when the temperature setpoint is reached; if the parameter = depending on 

the temperature, the fan stops when the temperature setpoint is reached. 

Hot start 

Thermostat function = heating or both heating and 

cooling, 

Heating type = fancoils 

External sensors (from bus)  coil temperature = 

enabled 

no / yes 

 
To carry out the function, a sensor for measuring the temperature of the heat exchanger of 

the fan coil has to be enabled. To this purpose, an external sensor (from bus) can be used. 

Min. temp.to start ventilation [°C]  Hot start = yes 
35 

[range 28 …40] 

 If enabled, the function is active only in heating mode. 

Antistratification function 
External sensors (from bus)  Antistratification 

temperature = enabled 
disabled / enabled 

 

To carry out the function, at least a sensor for measuring a second temperature value must 

be enabled at a different height than that of the room temperature controller. To this purpose, 

an external sensor (from bus) can be used. 

Antistratification temp. differential Antistratification function = enabled 
2 [K/m] 

[other values in the range 0,25 … 
4,00 K/m] 

 
The DIN 1946 recommends a max temperature gradient of 2 K/m for rooms with standard 

height (between 2,70 and 3 m). 

Hysteresis Antistratification function = enabled 

0,5 K 

[other values in the range 0,2 … 3 

K] 

  

Disable ventilation from bus  no / yes 

  

Signal from bus Disable ventilation from bus = yes 
not inverted 

inverted 
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Parameter name Conditions Values 

Fan start delay  

0 s 

[other values in the range 10 s … 

12 min] 

 

This parameter is also available if the hot-start function is active (through measuring of the 

conveying fluid temperature at the battery for the thermal exchange). The function is active in 

both seasonal modes (heating and cooling). 

Fan stop delay  

0 s 

[other values in the range 10 s … 

12 min] 

 

The function allows prolonging the operation of the ventilator, dissipating in the room the 

residual heat or cool present in battery for the thermal exchange. The function is active in 

both seasonal modes (heating and cooling). 

Cyclic sending interval  

no sending 

[other values in the range 30 s … 

120 min] 

  

 

Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Thermostat - Fan continuous 

speed 

Control type = 

continuous 

regulation 

1 byte CR-T- [5.1] DPT_Scaling 287 

  

Thermostat - Fan speed 1 
Control type = 1, 2 

or 3 speeds 
1 bit CR-T- [1.1] DPT_Switch 293 

  

Thermostat - Fan speed 2 
Control type = 2 or 

3 speeds 
1 bit CR-T- [1.1] DPT_Switch 294 

  

Thermostat - Fan speed 3 
Control type = 3 

speeds 
1 bit CR-T-- [1.1] DPT_Switch 295 

  

Thermostat - Fan control 

disable 

Disable ventilation 

from bus = yes 
1 bit C-W--- [1.2] DPT_Bool 296 

  

Thermostat - Fan manual 

speed 
 1 byte CRW-U 

[5.10] 
DPT_Value_1_Ucount 

290 

  

Thermostat - Fan speed  1 byte CR-T- 
[5.10] 

DPT_Value_1_Ucount 
288 

  

Thermostat - Fan manual 

active status 
 1 bit CRWTU [1.11] DPT_State 291 

  

Thermostat - Fan manual 

speed percentage 
 1 byte CR-T- [5.1] DPT_Scaling 289 

  

Thermostat - Fan manual 

speed off status 
 1 bit CR-T- [1.11] DPT_State 292 
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9.10.4.1 Delayed fan start (“hot-start”) 

This function is used in case the fan forces in the room air passing through a heat exchange coil (as in the 

case of the terminals to the fan-coil). In the heating mode of operation, to avoid possible discomfort caused by 

the dispatch of cold air in the room, the room temperature controller does not start the fan until the fluid has 

not reached a sufficiently high temperature. This situation normally occurs at the first start or after long periods 

of inactivity. The function can be carried out by: 

1. a temperature control (through a temperature sensor on the coil exchange battery); 

2. a delayed start (function approximated);  

In the first case the temperature of the heat conveying fluid is acquired at the exchange battery. The function 

then has an effective temperature control, but for the execution is necessary that the heat exchange coil is 

equipped with a sensor of minimum water temperature that acquires the temperature of the heat conveying 

fluid. 

The effectiveness of the function depends on a field measurement of the time actually required to have 

sufficiently warm air from the terminal. 

 

9.10.4.2 Antistratification function 

This function is used in the case of heating systems with thermal exchange of convective type for rooms with 

height and volume much higher than usual (atriums, fitness facility, commercial buildings, etc.). Because of 

the natural convection - with warm air rising to the highest altitudes of the room - the phenomenon of air 

stratification occurs, with energy waste and discomfort for the occupants at the same time. The function 

opposes to the air stratification, forcing the warm air downwards. 

The antistratification function requires:  

 rooms of great height;  

 availability of ventilation devices able to force the air movement downwards (opposed to the natural 

convective movement of warm air);  

 measuring of the temperature at two heights through the installation of a second temperature sensor 

at an adequate height in order to measure the actual air stratification (the main room temperature 

controller is supposed to be installed at 1.5 m).  

For rooms with ordinary height (2,70 ÷ 3,00 m) the DIN 1946 standard recommends not to exceed 2 K/m in 

order to have an adequate comfort; this gradient may be bigger in higher rooms. 

 

9.10.4.3 2-stage configuration with fan-coils as auxiliary stage 

The fan-coil units may be used both as a main stage and secondary stage. As main stage they can be 

combined only to radiators as auxiliary stage. If, however, the main stage is done with (floor or ceiling) radiant 

panels, the fan-coils can be used as auxiliary stage. In the latter case they work in automatic mode with a 

configurable offset with respect to the temperature setpoint for the main stage, and then carry out their 

compensation function while the main stage is brought in temperature with bigger inertia.  

The Ventilation folder, that is unique, configures a main or a auxiliary stage depending on the settings choosed 

in the Heating and Cooling folders. Similarly, the display interface will act on manual / automatic and manual 

forcing of the only fan-coil. 

A particular case occurs when a fan-coil unit works in a season as auxiliary stage and in the other one as main 

stage. It is for example the case of: 

 a radiant panels system that works only for heating and has a fan-coil as auxiliary stage; the same 

fan-coil works as main stage for cooling; 
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 a radiator system that has a fan-coil as auxiliary stage for heating; the same fan coil unit functions as 

main stage for cooling. 

In these cases with the configuration adopted, the following steps are necessary: 

1. Settings  Thermostat function = both heating and cooling. This configuration enables both folders 

(heating and cooling) 

2. Heating  Heating type = floor radiant panels or ceiling radiant panels 

3. Heating  Command communication object = separated (if unique is choosen, the parameter Cooling  

Cooling type does not appear) 

4. Heating  Auxiliary heating = enabled 

5. Auxiliary heating  Communication object = separated 

6. Heating  Ventilation for auxiliary heating = enabled 

7. Cooling  Cooling type = fancoils 

 

 

Important! If the fan-coil system has a 2-pipe hydraulic configuration, the objects Auxiliary heating 

output command (1 bit) and Cooling out command (1 bit) have to be set in logical OR in the actuator 

for controlling the fan-coil which in this case is unique. 

An alternative solution that avoids the setting of a logic OR can be realized by configuring a main 

stage for heating and cooling with radiant panels through separate valves and an auxiliary stage 

for heating and cooling fan coil through combined valves. The offset of the auxialiary stage for 

cooling is set to the value 0 (zero); this corresponds to a configuration for main stage. The object 

Cooling out command (1 byte) is not connected so that the radiant panel system works only for 

heating. 

 

9.10.4.4 Remote fan speed modification 

The communication objects shown in Figure Errore. Nel documento non esiste testo dello stile 

specificato.-2 allow to monitor the actual fan speed forced automatically by the temperature controller or or 

by means of a supervisor system. The communication objects (from now on: C.O.) also allow to perform the 

same modifications remotely, for example from a supervisor software. 

 

Figure Errore. Nel documento non esiste testo dello stile specificato.-2 - Remote fan speed modification objects 

The C.O. Fan speed allows to evaluate the actual fan speed; the C.O. Fan manual active status contains the 

information about automatic (=0, not active) or manual (=1, active) operating mode. By modifying the C.O. – 

Fan manual speed, the fan automatically switches to the setpoint speed; to return to automatic mode (A), the 

supervisor must exit from manual mode by modifying the C.O. Fan manual active status (=0, not active).  

Accepted values for C.O.s depend on the number of speeds set in ETS for the Ventilation Control type. 

i 
 

Fan speed [5.010 counter pulses]   

Fan manual active status [1.011 state]   

Fan manual speed [5.010 counter pulses]   
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If Control Type parameter in Ventilation folder is = 1, 2 or 3 speeds, C.O.s with DPT [5.010 counter pulses] 

accept the following values: 

 = 0: OFF 

 = 1: speed 1 

 = 2: speed 2 (if Control Type > 1 speed) 

 = 3: speed 3 (if Control Type > 2 speed) 

If Control Type parameter in Ventilation folder is = continuous regulation, the values of the C.O.s with DPT 

[5.010 counter pulses] match the following percentage of the maximum speed: 

 = 0: OFF 

 = 1: 20% 

 = 2: 40% 

 = 3: 60% 

 = 4: 80% 

 = 5: 100% 
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9.10.5 Relative humidity control 

The Relative humidity control folder includes the following secondary folders: 

 Dehumidification 

 Humidification 

 Calculated psychrometric values 

 

The secondary folders Dehumidification, Humidification and  Calculated psychrometric values appear 

only if an external (from bus) humidity sensor is enabled.  

The sensor acquires the air humidity value inside the room, which can be used for the following purposes: 

 Sending over the bus (for information purpose) through DPT [9.007] percentage (%);  

 Use of detected value for dew-point temperature calculations and sending on the bus through 

corresponding DPTs; 

 Use for room ventilation through ventilation start, external intakes opening, window opening through 

motorized actuators. Control is performed upon thresholds; 

 Use for control of thermoigrometric comfort conditions of radiant panel cooling systems equipped with 

integration of latent heat (starting of dedicated terminals without modification of cooling water flow 

temperature); 

 Use for safety control in radiant panel cooling systems not equipped with integration of latent heat 

through calculation of critical thermoigrometric conditions (dew point) and corresponding modification 

of cooling water flow temperature. 

 

 

9.10.5.1 Dehumidification 

The secondary folder Dehumidification, when the related function is enabled, includes the following 

parameters: 

 Operating modes where dehumidification is active 

 Relative humidity setpoint for dehumidification control [%] 

 Dehumidification control hysteresis [%] 

 Cyclic sending interval 

 Disable dehumidification control from bus 

 Signal from bus 

 Dehumidification subordinated to temperature control 

 Dehumidification start delay 

 Sensible heat integration function 

 Temperature difference for integration 

 Hysteresis for integration 

 

Parameter name Conditions Values 

Dehumidification function 

Temperature control  Settings  
Thermostat function = both heating and 

cooling 

disabled 

cooling 

heating 

both cooling and heating 

Temperature control  Settings  
Thermostat function = heating 

disabled / heating only 
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Parameter name Conditions Values 

Temperature control  Settings  
Thermostat function = cooling 

disabled / cooling only 

 Parameter that selects the dehumidification function. 

Humidity setpoint [%] Dehumidification function ≠ disabled 
55 

[range 20 … 80] 

  

Humidity hysteresis Dehumidification function ≠ disabled 
0,8 % 

[other values in the range 0,5 … 4%] 

  

Cyclic sending interval  Dehumidification function ≠ disabled 

no sending 

[other values in the range 30 s … 120 

min] 

  

Disable dehumidification control from bus Dehumidification function ≠ disabled no / yes 

   

Signal from bus 
Disable dehumidification control from 

bus = yes 
not inverted / inverted 

  

Subordinated to temperature control 

Temperature control  Settings  

Thermostat function = cooling or both 

heating and cooling, 

Temperature control  cooling  

cooling type = floor radiant panels or 

ceiling radiant panels, 

Relative humidity  dehumidification 

 dehumidification function = cooling 

only 

no / yes 

  

Dehumidification start delay 
Subordinated to temperature control = 

no 

00:05:00 hh:mm:ss 

[range 00:00:00 … 18:12:15] 

 Value 00:00:00 means that the start delay is disabled.  

Integration  no / yes 

  

Temperature difference for integration Integration = yes 

1,5°C 

[other values in the range 0,5 °C … 3 

°C] 

  

Hysteresis for integration Integration = yes 
0,5 K  

[other values in the range 0,2 K … 3 K] 

  

 

Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Thermostat - Relative 
humidity setpoint for 
dehumidification 

 2 bytes CRWTU [9.7] DPT_Value_Humidity 300 

  

Thermostat - 
Dehumidification 
command 

 1 bit CR-T- [1.1] DPT_Switch 302 
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Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Thermostat - 
Dehumidification water 
battery command 

Temperature control  

Settings  Thermostat 
function = both heating 
and cooling, 

Temperature control  

cooling  cooling type 
= floor radiant panels or 
ceiling radiant panels, 

Relative humidity 

control   

dehumidification  

dehumidification 

function = cooling only 

1 bit CR-T- [1.1] DPT_Switch 303 

  

Thermostat - 
Dehumidification 
integration control 

Temperature control  

Settings  Thermostat 
function = both heating 
and cooling, 

Temperature control  

cooling  cooling type 
= floor radiant panels or 
ceiling radiant panels, 

Relative humidity 

control  

dehumidification  
dehumidification 
function = cooling only 

Integration = yes 

1 bit CR-T-- [1.1] DPT_Switch 304 

 

This object switches ON if (simultaneously) the relative humidity is greater than the relative humidity 

setpoint and the room temperature is greater than the setpoint of the parameter Temperature difference 

for integration. 

Thermostat - 
Dehumidification 
control disable 

Disable dehumidification 

control from bus = yes 
1 bit C-W-- [1.2] DPT_Bool 306 

  

 

 

9.10.5.2 Humidification 

The secondary folder Humidification includes the following parameters: 

 Operating modes where humidification is active 

 Relative humidity setpoint for humidification control [%] 

 Dehumidification control hysteresis [%] 

 Cyclic sending interval 

 Disable from bus 

 

Parameter name Conditions Values 

Humidification function 

Temperature control  Settings  
Thermostat function = both heating and 

cooling 

disabled 

cooling 

heating 

both cooling and heating 

Temperature control  Settings  
Thermostat function = heating 

disabled / heating only 

Temperature control  Settings  
Thermostat function = cooling 

disabled / cooling only 

 Parameter that selects the humidification function. 



  Application manual 

 KNX virtual pushbutton with touch display EK-EV3-TP SIGNUM 

 

Revision 1.6 - Updated: 10/09/2025  MAEKEV3TP_EN 

© EKINEX S.p.A. – All rights reserved  Pag. 101 

Parameter name Conditions Values 

Humidity setpoint [%] Humidification function ≠ disabled 
35 

[range 20 … 80 %] 

  

Humidity hysteresis [%] Humidification function ≠ disabled 
0,8 % 

[other values in the range 0,5 … 4%] 

  

Cyclic sending interval Humidification function ≠ disabled 

no sending 

[other values in the range 30 s … 120 

min] 

  

Disable humidification control from bus Humidification function ≠ disabled no / yes 

  

Signal from bus 

Humidification function ≠ disabled 

Disable humidification control from bus = 

yes 

not inverted / inverted 

  

 

Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Thermostat - Relative humidity 
setpoint for humidification 

Humidification 

function ≠ 

disabled 

2 bytes CRWTU [9.7] DPT_Value_Humidity 301 

  

Thermostat - Humidification 
command 

Humidification 

function ≠ 

disabled 

1 bit CR-T- [1.1] DPT_Switch 305 

  

Thermostat - Humidification 
control disable 

Disable 

humidification 

control from 

bus = yes 

1 bit C-W-- [1.2] DPT_Bool 307 
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9.10.6 Comfort 

9.10.6.1 Calculated psychrometric values 

The secondary folder Calculated psychrometric values includes the following parameters: 

 Dew-point temperature 

 Cyclic sending interval 

 Min. change of value to send [K] 

 

Parameter name Conditions Values 

Dew-point temperature  disabled / enabled 

 

The dew-point temperature, if sent on the bus, allows to implement an active 

anticondensation protection with recalibration of the flow conditions of the 

conveying fluid if each mixing group has its own control device. If the 

thermostat is installed in an environment where no air conditioning is foreseen 

(e.g. toilets), it is better to exclude that environment from the control by 

disabling the dew-point temperature parameter. 

Cyclic sending interval Dew-point temperature = enabled 

no sending 

 [other values in the range 30 s … 120 

min] 

  

Min. change of value to send [K] Dew-point temperature = enabled 
0,2 K / no sending 

[other values in the range 0,2 … 3 K] 

  

 

Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Thermostat - Dew-point 
temperature 

Dew-point 

temperature = 

enabled 

2 bytes CR-T- [9.1] DPT_Value_Temp 297 
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9.10.7 Energy saving 

In order to implement energy-saving functions, window contacts (to detect the opening of windows or doors), 

presence and movement sensors and card holders can be used. 

The Energy saving folder includes the following secondary folders: 

 Window contacts 

 Presence sensors 

 Card holder 

 

The folder is available if the following conditions are satisfied: 

o Internal sensors  Temperature sensor = enabled, or 

o External sensors (from bus)  Room Temperature sensor = enabled. 

 

9.10.7.1 Window open contacts 

The Window contacts secondary folder appears if at least one sensor dedicated to this function is enabled 

i.e. if the following condition is verified:  

o External sensors (from bus)  Windows contact sensor 1 and/or 2 = enabled. 

 

The Window contacts folder includes the following parameters: 

 Window contacts function 

 Wait time to building protection mode 

 

Parameter name Conditions Values 

Window contacts function  disabled / enabled 

 This parameter enables the window contact function. 

Wait time to building protection mode Window contacts function = enabled 
00:01:00 hh:mm:ss 

[range 00:00:00 … 18:12:15] 

 
Time interval before the automatic switching of the device to the Building protection 

operating mode 

 

Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Thermostat - Windows 

contact sensor 1 (from bus) 

Window contacts 

function = 

enabled 

1 bit C-WTU [1.19] DPT_Window_Door 251 

  

Thermostat - Windows 

contact sensor 2 (from bus) 

Window contacts 

function = 

enabled 

1 bit C-WTU [1.19] DPT_Window_Door 252 
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9.10.7.2 Presence sensors contacts 

The Presence sensors folder includes the following parameters: 

 Presence sensors function 

 Presence sensors use 

 Thermostat modes 

 Absence time to switch HVAC mode 

 

For this function external sensors (from bus) can be used, such as the ekinex EK-SM2-TP movement sensor 

or the ekinex EK-DX2-TP (X = B, C, D, E), or EK-DF2-TP, EK-DG2-TP, EK-DH4-TP presence sensor.  

The following condition has to be true: 

o External sensors (from bus)  Presence sensor 1 and/or Presence sensor 2 = enabled, and 

o Settings  Setpoint type = absolute 

 

Parameter name Conditions Values 

Presence sensors function  disabled / enabled 

 Parameter that enables the presence sensor function. 

Presence sensors use Presence sensor function = enabled 

comfort extension 

comfort limitation 

comfort extension and comfort 
limitation 

  

Thermostat modes 

Presence sensor function = enabled, 

Presence sensors use = comfort 

extension and comfort limitation, or 

comfort limitation 

comfort-standby 

comfort-economy 

  

Absence time to switch HVAC mode Presence sensor function = enabled 
00:01:00 hh:mm:ss 

[range 00:00:00 … 18:12:15] 

 
Time interval before the automatic switching of the operating mode set in the 

Thermostat modes parameter. 

 

Object name Conditions Dim. Flags DPT 

Comm. 

Obj. 

No. 

Thermostat - Presence 

sensor 1 (from bus) 

Presence sensor 

function= enabled 
1 bit C-WTU [1.18] DPT_Occupancy 253 

  

Thermostat - Presence 

sensor 2 (from bus) 

Presence sensor 

function= enabled 
1 bit C-WTU [1.18] DPT_Occupancy 254 
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9.10.7.3 Card holder contact 

The Card holder secondary folder appears only if the corresponding sensor is enabled, i.e. if the following 

condition is true:  

o External sensors (from bus)  Card holder contact = enabled 

 

The Card holder folder includes the following parameters: 

 Card holder function 

 On card insertion switch HVAC mode to 

 Activation delay on card insertion 

 On card removal switch HVAC mode to 

 Activation delay on card removal 

 

Parameter name Conditions Values 

Card holder function  disabled / enabled 

 Parameter that enables the card holder function. 

On card insertion switch HVAC mode to (*) Card holder function = enabled 

none 

comfort 

standby 

economy 

 

This parameter defines to which operating mode the device should 

automatically switch, after inserting the card into the holder. 

(*) Note: if Setpoint type is set to single in the "Temperature control" tab, this 

parameter is set to "none", since the operating modes are not managed. 

Activation delay on card insertion  Card holder function = enabled 
00:00:00 hh:mm:ss 

[range 00:00:00 … 18:12:15] 

 
Time interval before the automatic switching to the new operating mode, after 

inserting the card into the holder. 

On card removal switch HVAC mode to (*) Card holder function = enabled 

none 

standby 

economy 

building protection 

 

This parameter defines to which operating mode the device should 

automatically switch, after removing the card from the holder. 

*) Note: if Setpoint type is set to single in the "Temperature control" tab, this 

parameter is set to "Building protection", since the operating modes are not 

managed. 

Activation delay on card removal Card holder function = enabled 
00:00:00 hh:mm:ss 

[range 00:00:00 … 18:12:15] 

 
Time interval before the automatic switching to the new operating mode, after 

removing the card from the holder. 

 

Object name Conditions Dim. Flags DPT 
Comm. Obj. 

No. 

Thermostat - Card holder 

contact (from bus) 

Card holder function = 

enabled 
1 bit C-WTU [1.18] DPT_Occupancy 255 
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Note on card holder function 

The information of card insertion/removal in/from a card holder allows you to directly control the temperature 

by means of the room thermostat, while sending the object value on the bus allows you to control other room 

functions with KNX (lighting, electrical loads, feedback status for the hotel reception, etc.) depending on the 

configuration done with ETS. The value of the setpoint temperature and the switching have to be defined with 

the hotel responsible in accordance with the target of energy saving and level of service to be offered to the 

guests. 

Conventional (not KNX) card holder 

With a conventional card holder the status (card present or absent) of a signal contact is detected through an 

input of the device configured as [DI] card holder contact sensor. This way you can detect only the insertion 

and extraction of the card, but it cannot be detected e.g. the access of users with different profiles (guests, 

service staff, maintenance workforce). 

KNX card holder 

With a KNX card holder you can differentiate the switching to be carried out; this is not resolved by the 

parameters of the room temperature controller, but through the definition of scenes that are received by the 

device. Depending on the available device, advanced functions are possible (e.g. different user profiles). 
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9.11 Audio 

To access the Audio tab, the parameter View Audio Page = enabled must be set in the General tab of the ETS 

application for SIGNUM push-button control. 

 

 

The rendering of the Audio graphic page is active on the display of the SIGNUM button 

control only if the appropriate Voucher is activated via the Ekinex Tool app. 

 

The Audio graphic page, in combination with an external multi-zone audio system, allows you to: 

 Select one or more external audio sources (maximum 6 external sources) with customization of source 

color and title 

 Change the song currently being played 

 Display the title and artist of the song 

 Turn the external multi-zone device on and off 

 Advance between tracks, turn on and pause playback 

 Raise and lower the playback volume of the song 

 Equalize high and low frequencies 

 Activate the Mute function and random track playback 

 

Parameter name Conditions Values 

Volume adjustment  disabled / enabled (% control) 

  

Bass and treble adjustment  disabled / enabled (% control) 

  

Source selection  disabled / enabled (% list) 

  

Number of sources Source selection = enabled 1 (from 1 to 6) 

  

On or Off  disabled / enabled 

  

Mute function  disabled / enabled 

  

Play/Pause  disabled / enabled 

  

Previous/Next track  disabled / enabled 

  

Shuffle playback  disabled / enabled 

  

Repeat  disabled / enabled 

  

Show track and artist  disabled / enabled 

  

[…]   

  

Source (n)   

  

Source id Number of sources = (n) 
1 

[from 0 to 255] 
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Parameter name Conditions Values 

Source label Number of sources = (n)  

  

Color Number of sources = (n) 
#FFFFFF 

[from #000000 to #FFFFFF with widget] 

  

 

 

Since SIGNUM is a push-button command, the following convention is adopted: 

 commands sent to the external actuator (audio system) are defined as 

COMMANDS (flag CR-T-) 

 feedback received from the external audio system, are defined as STATUS (flag 

C-WTU) 

 

Object name Conditions Dim. Flags DPT 
Comm. Obj. 

No. 

Audio zone - ON/OFF 
status 

On or Off = enabled 1 bit C-WTU [1.1] DPT_Switch 348 

  

Audio zone - ON/OFF 
command 

On or Off = enabled 1 bit CR-T- [1.1] DPT_Switch 349 

  

Audio zone - Volume level 
status 

Volume adjustment = 
enabled 

1 byte C-WTU [5.1] DPT_Scaling 350 

  

Audio zone - Volume level 
command 

Volume adjustment = 
enabled 

1 byte CR-T- [5.1] DPT_Scaling 351 

  

Audio zone - Bass Level 
status 

Bass and treble adjustment = 
enabled 

1 byte C-WTU [5.1] DPT_Scaling 352 

  

Audio zone - Bass Level 
command 

Bass and treble adjustment = 
enabled 

1 byte CR-T- [5.1] DPT_Scaling 353 

  

Audio zone - Treble Level 
status 

Bass and treble adjustment = 
enabled 

1 byte C-WTU [5.1] DPT_Scaling 354 

  

Audio zone - Treble Level 
command 

Bass and treble adjustment = 
enabled 

1 byte CR-T- [5.1] DPT_Scaling 355 

  

Audio zone - Mute status Mute function = enabled 1 bit C-WTU [1.1] DPT_Switch 356 

  

Audio zone - Mute 
command 

Mute function = enabled 1 bit CR-T- [1.1] DPT_Switch 357 

  

Audio zone - Play/Pause 
status 

Play/Pause = enabled 1 bit C-WTU [1.1] DPT_Switch 358 

  

Audio zone - Play/Pause 
command 

Play/Pause = enabled 1 bit CR-T- [1.1] DPT_Switch 359 

  

Audio zone - Prev/Next 
command 

Previous/Next track = 
enabled 

1 bit CR-T- [1.1] DPT_Switch 360 

  

Audio zone - Source 
selection status 

Previous/Next track = 
enabled 

1 byte C-WTU 
[5.10] 

DPT_Value_1_Ucount 
361 
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Object name Conditions Dim. Flags DPT 
Comm. Obj. 

No. 

Audio zone - Source 
selection command 

Source selection = enabled 1 byte CR-T- 
[5.10] 

DPT_Value_1_Ucount 
362 

  

Audio zone - Shuffle status Shuffle playback = enabled 1 bit C-WTU [1.1] DPT_Switch 363 

  

Audio zone - Shuffle 
command 

Shuffle playback = enabled 1 bit CR-T- [1.1] DPT_Switch 364 

  

Audio zone - Repeat status Repeat = enabled 1 bit C-WTU [1.1] DPT_Switch 365 

  

Audio zone - Repeat 
command 

Repeat = enabled 1 bit CR-T- [1.1] DPT_Switch 366 

  

Audio zone - Track info 
Show track and artist = 
enabled 

14 
byte 

C-WTU 
[16.0] 

DPT_String_ASCII 
367 

  

Audio zone - Artist info 
Show track and artist = 
enabled 

14 
byte 

C-WTU 
[16.0] 

DPT_String_ASCII 
368 
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9.12 Logic functions 

The virtual pushbutton allows to use some useful logic functions (AND, OR, NOT and exclusive OR) in order 

to implement complex functions in the building automation system. 

It is possible to configure up to: 

 8 logical functions 

 4 inputs for each channel 

Each object value, if desired, can be individually inverted by inserting a NOT logic operator. 

For each function, a parameter Delay after bus voltage recovery is available: this parameter represents the 

time interval between the bus voltage recovery and the first reading of the input communication objects for 

evaluating the logic functions. 

 

 

In case of wrong connection of the input communication object or electrical trouble on bus resulting in 

a failed input reading request, the logic output of the corresponding channel can be calculated by 

setting the input values to default. 

 

The communicaton function representing the logic function output is sent on the bus on event of change; 

alternatively, a cyclic sending can be set. 

 

The following condition has to be true: General  Logic functions = enabled. 

 

Parameter name Conditions Values 

Logic function  disabled / enabled 

  

Logic operation Logic function = enabled OR / AND / XOR 

 XOR (eXclusive OR) 

Delay after bus voltage recovery Logic function = enabled 
00:00:04.000 hh:mm:ss.fff 

[range 00:00:00.000 … 00:10:55.350] 

 
Time interval between the bus voltage recovery and the first reading of the input 

communication objects for evaluating the logic functions 

Output cyclic sending interval Logic function = enabled 
no sending 

[other value in range 30 s … 120 min] 

 
No sending means that the output state of the logic function is updated on the bus 

only on change. Different values imply cyclic sending on the bus of the output state. 

Output send Logic function = enabled 

both values 

only value 0 

only value 1 

  

Output updating Logic function = enabled 
on value change 

on change of value or input 

  

Logic object x Logic function = enabled disabled / enabled 

 x = 1, 2, 3, 4 

Logic object x - Negated 
Logic function = enabled 

Logic object x = enabled 
no / yes 

 
Negando lo stato logico dell’ingresso corrispondente, è possibile realizzare logiche 

combinatorie articolate. Esempio: Output=(NOT(Oggetto logico 1) OR Oggetto logico 

i 
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Parameter name Conditions Values 

2). 

x = 1, 2, 3, 4 

Logic object x - Read at startup 
Logic function = enabled 

Logic object x = enabled 
no / yes 

 x = 1, 2, 3, 4 

Logic object x - Default value 
Logic function = enabled 

Logic object x = enabled 
none / off / on 

 x = 1, 2, 3, 4 

 

Object name Conditions Dim. Flags DPT Comm. Obj. No. 

Logic function X, Input 1 
Logic function X = enabled 

Logic object 1 = enabled 
1 bit C-WTU [1.1] DPT_Switch 

308, 313, 318, 323, 

328, 333, 338, 343 

 X = 1, …, 8 

Logic function X, Input 2 
Logic function X = enabled 

Logic object 2 = enabled 
1 bit C-WTU [1.1] DPT_Switch 

309, 314, 319, 324, 

329, 334, 339, 344 

 X = 1, …, 8 

Logic function X, Input 3 
Logic function X = enabled 

Logic object 3 = enabled 
1 bit C-WTU [1.1] DPT_Switch 

310, 315, 320, 325, 

330, 335, 340, 345 

 X = 1, …, 8 

Logic function X, Input 4 
Logic function X = enabled 

Logic object 4 = enabled 
1 bit C-WTU [1.1] DPT_Switch 

311, 316, 321, 326, 

331, 336, 341, 346 

 X = 1, …, 8 

Logic function X, Output 

Logic function X = enabled 

At least one Logic object = 
enabled 

1 bit CR-T- [1.1] DPT_Switch 
312, 317, 322, 327, 

332, 337, 342, 347 

 X = 1, …, 8 
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9.13 Air conditioning 

To access the Air conditioning tab, the parameter Show air conditiong page = enabled must be set in the 

General tab of the ETS application for SIGNUM push-button control. 

 

 

The rendering of the Air conditioning graphic page is active on the display of the 

SIGNUM button control only if the appropriate thermostat Voucher is activated via the 

Ekinex Tool app. 

 

The Air conditioning graphic page, in combination with an external air conditioning system, allows you to: 

 Set the operating mode of the system, among 5 options: Auto, Heat, Cool, Fan and Dry 

 Switch on/off the system and input the temperature setpoint 

 Set the manual ventilation speed, which allows both Off and Auto modes; the object data types for Off 

and Auto modes can be customized as switch (1 bit) or Enumerated (1 Byte, counter pulses), while 

the fan speed data types can be either Scaling (1 Byte, percentage) or Enumerated; 

 Set the manual vanes position; also in this case, two operating modes are foreseen (Auto and Swing); 

the object data types for modes can be set as switch (1 bit) or Enumerated, while the data types for 

vanes position can be either Scaling (1 Byte, percentage) or Enumerated. 

 

Parameter name Conditions Values 

Unit of measure 
General -> Show air conditiong 

page = enabled 
Celsius / Fahrenheit 

 This parameter allows you to select the unit of measurement for temperature. 

Celsius increment / decrement step Unit of measure = Celsius 0.1 / 0.5 / 1 

 
This parameter allows you to select the increase or decrease step for the 
temperature, when it is set in Celsius. 

Operating mode settings 
General -> Show air conditiong 

page = enabled 
disabled / enabled 

 
This parameter allows the user to enable or disable the management of the 
operating mode. 

AUTO Operating mode settings = enabled disabled / enabled 

 This parameter enables or disables the AUTO (automatic) operating mode. 

HEAT Operating mode settings = enabled disabled / enabled 

 This parameter enables or disables the HEAT (heating) operating mode. 

COOL Operating mode settings = enabled disabled / enabled 

 This parameter enables or disables the COOL (cooling) operating mode. 

FAN Operating mode settings = enabled disabled / enabled 

 This parameter enables or disables the FAN operating mode. 

DRY Operating mode settings = enabled disabled / enabled 

 This parameter enables or disables the DRY (dehumidification) operating mode. 

On/Off 
General -> Show air conditiong 

page = enabled 
disabled / enabled 

 
This parameter allows the user to enable or disable the virtual on/off button of the 
air conditioner control from the graphic interface. 

Temperature setpoint 
General -> Show air conditiong 

page = enabled 
disabled / enabled 

 
This parameter allows the user to enable or disable the display and modification 
of the temperature setpoint for air conditioner control from the graphic interface. 

Minimum temperature setpoint limit Temperature setpoint = enabled 6…50 

 Sets the lower limit value of the temperature setpoint. 

Maximum temperature setpoint limit Temperature setpoint = enabled 6…50 

 Sets the upper limit value of the temperature setpoint. 
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Parameter name Conditions Values 

Manual ventilation speed setting 
General -> Show air conditiong 

page = enabled 
disabled / enabled 

 
This parameter allows the user to enable or disable the display and manual 
modification of the ventilation speed for the air conditioner control from the graphic 
interface. 

Fan speed OFF mode 
Manual ventilation speed setting = 

enabled 
disabled / enabled 

 
This parameter allows the user to enable or disable the manual OFF mode for the 
fan speed of the air conditioner control from the graphic interface. 

DPT data type for OFF 

Manual ventilation speed setting = 
enabled 

Fan speed OFF mode = enabled 

switch [DPT 1.001] 

same as DPT fan speed  

[DPT 5.001/5.010] 

 
This parameter allows the user to set the data type for the OFF object of the 
manual mode for the ventilation speed of the air conditioning control. 

Fan speed AUTO mode 
Manual ventilation speed setting = 

enabled 
disabled / enabled 

 
This parameter allows the user to enable or disable the AUTO manual mode for 
the fan speed of the air conditioner control from the graphic interface. 

DPT data type for AUTO 

Manual ventilation speed setting = 
enabled 

Fan speed AUTO mode = enabled 

switch [DPT 1.001] 

enumerated [DPT 5.010] 

 
This parameter allows the user to set the data type for the AUTO object of the 
manual mode for the fan speed of the air conditioning control. 

DPT data type for fan speed 
Manual ventilation speed setting = 

enabled 

scaling [DPT 5.001] 

enumerated [DPT 5.010] 

 
This parameter allows the user to set the data type for the fan speed object of the 
manual mode of the air conditioning control. 

Number of fan speed options 
Manual ventilation speed setting = 

enabled 

1…5 

(3) 

 
This parameter allows you to set the number of fan speeds of the manual mode 
of the air conditioner control. 

Value for speed x 

Manual ventilation speed setting = 
enabled 

DPT data type for fan speed = 
scaling 

0…100% 

(33, 66, 100, 100, 100) 

 

This parameter allows the user to set the percentage value for each fan speed of 
the manual mode of the air conditioner control. 

x = 1,…,5. 

Value for speed x 

Manual ventilation speed setting = 
enabled 

DPT data type for fan speed = 
enumerated 

0…255 

(1, 2, 3, 4, 5) 

 

This parameter allows the user to set the enumerated value for each fan speed of 
the manual mode of the air conditioner control. 

x = 1,…,5. 

Manual setting of vane positions 
General -> Show air conditiong 

page = enabled 
disabled / enabled 

 
This parameter allows the user to enable or disable the display and manual 
modification of the position of the vanes for air conditioning control from the graphic 
interface. 

AUTO vanes mode 
Manual setting of vane position = 

enabled 
disabled / enabled 

 
This parameter allows the user to enable or disable the AUTO manual mode for 
the position of the vanes for the air conditioner from the graphic interface. 

DPT data type for AUTO 

Manual setting of vane positions = 
enabled  

AUTO vanes mode = enabled 

switch [DPT 1.001] 

enumerated [DPT 5.010] 

 
This parameter allows the user to set the data type for the AUTO object of the 
manual mode for the position of the vanes of the air conditioning control. 

SWING vanes mode 
Manual setting of vane positions = 

enabled 
disabled / enabled 

 
This parameter allows the user to enable or disable the manual SWING mode for 
the position of the vanes of the air conditioner control from the graphic interface. 
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Parameter name Conditions Values 

DPT data type for SWING 

Manual setting of vane positions = 
enabled  

SWING vanes mode = enabled 

switch [DPT 1.001] 

enumerated [DPT 5.010] 

 
This parameter allows the user to set the data type for the manual mode SWING 
object for the position of the vanes of the air conditioning control. 

DPT data type for vane positions 
Manual setting of vane position = 

enabled 

scaling [DPT 5.001] 

enumerated [DPT 5.010] 

 
This parameter allows the user to set the data type for the position of the vanes 
for the manual mode of the air conditioning control. 

Number of options for vane positions 
Manual setting of vane position = 

enabled 

1…5 

(5) 

 
This parameter allows the user to set the number of positions for the vanes for 
the manual mode of the air conditioning control. 

Value for position x 

Manual setting of vane position = 
enabled 

DPT data type for vane positions = 
scaling 

0…100% 

(0, 25, 50, 75, 100) 

 

This parameter allows the user to set the percentage value for each vane position 
for the manual mode of the air conditioning control. 

x = 1,…,5. 

Value for position x 

Manual setting of vane position = 
enabled 

DPT data type for vane positions = 
enumerated 

0…255 

(1, 2, 3, 4, 5) 

 

This parameter allows the user to set the enumerated value for each vane position 
for the manual mode of the air conditioner control. 

x = 1,…,5. 

Value for position SWING 

Manual setting of vane position = 
enabled 

SWING vanes mode = enabled 

DPT data type for SWING = 
enumerated 

DPT data type for vane positions = 
enumerated 

0…255 

(6) 

 
This parameter allows the user to set the numerical value for the SWING position 
of the vanes for the manual mode of the air conditioning control. 

 

 

Since SIGNUM is a push-button command, the following convention is adopted: 

 commands sent to the external actuator (air conditioning system) are defined as 

COMMANDS (flag CR-T-) 

 feedback received from the external audio system, are defined as STATUS (flag 

C-WTU) 

 

Object name Conditions Dim. Flags DPT 
Comm. 
Obj. No. 

Air conditioning – On/Off 
status 

On/Off = enabled 1 bit C-WTU [1.001] DPT_Switch 420 

 Using this communication object it is possible to activate/deactivate the status of the connected split unit. 

Air conditioning - vanes 
swing status 

Operation mode settings = 
enabled 

SWING vanes mode = 
enabled 

DPT data type for SWING 
= Switch 

1 bit C-WTU [1.001] DPT_Switch 424 

 
Using this communication object it is possible to activate/deactivate the SWING mode for the position of 
the vanes. 

Air conditioning - control 
mode status 

Operation mode settings = 
enabled 

1 Byte C-WTU 
[20.105] 

DPT_HVAC_Control_mode 
426 

 Using this communication object it is possible to change the operating mode of the connected split unit. 
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Object name Conditions Dim. Flags DPT 
Comm. 
Obj. No. 

Air conditioning - fan 
speed scaling status 

Manual ventilation speed 
setting = enabled 

DPT datatype for fan 
speed = scaling 

1 Byte C-WTU 
[5.001] DPT_percentage 

(0…100%) 
428 

 
Using this communication object it is possible to modify the percentage value corresponding to the fan 
speed. 

Air conditioning - fan 
speed enum status 

Manual ventilation speed 
setting = enabled 

DPT datatype for fan 
speed = enumerated 

1 Byte C-WTU 
[5.010] DPT_counter 

pulses (0…255) 
428 

 
Using this communication object it is possible to modify the enumerated value corresponding to the fan 
speed. 

Air conditioning - vanes 
position scaling status 

Manual setting of vane 
positions = enabled 

DPT data type for vanes 
position = scaling 

1 Byte C-WTU 
[5.001] DPT_percentage 

(0…100%) 
430 

 
Using this communication object it is possible to modify the percentage value corresponding to the 
position of the vanes. 

Air conditioning - vanes 
position enum status 

Manual setting of vane 
positions = enabled 

DPT data type for vanes 
position = enumerated 

1 Byte C-WTU 
[5.010] DPT_counter 

pulses (0…255) 
430 

 
Using this communication object it is possible to modify the numerical value corresponding to the position 
of the vanes. 

Air conditioning - vanes 
auto status 

Manual setting of vane 
positions = enabled 

AUTO vanes mode = 
enabled 

1 bit C-WTU [1.001] DPT_Switch 432 

 Using this communication object it is possible to activate/deactivate the AUTO mode for the vanes. 

Air conditioning – fan 
speed auto status 

Manual ventilation speed 
setting = enabled 

Fan speed AUTO mode = 
enabled 

DPT data type for AUTO = 
Switch 

1 bit C-WTU [1.001] DPT_Switch 434 

 Using this communication object it is possible to activate/deactivate the AUTO mode for the fan speed. 

Air conditioning – Fan 
speed stop status 

Fan speed OFF mode = 
enabled 

DPT data type for OFF = 
Switch 

1 bit C-WTU [1.001] DPT_Switch 436 

 Using this communication object it is possible to activate/deactivate the stop for the fan speed. 

Air conditioning - On/Off 
command 

On/Off = enabled 1 bit C-WTU [1.001] DPT_Switch 443 

 Using this communication object it is possible to read the On/Off status of the connected split unit. 

Air conditioning - 
temperature setpoint 
status 

Temperature setpoint = 
enabled 

2 Byte C-WTU [9.001] DPT_Temperature 444 

 
Using this communication object it is possible to modify the temperature setpoint value for the air 
conditioning function. 

Air conditioning - 
temperature setpoint 
command 

Temperature setpoint = 
enabled 

2 Byte CR-T- [9.001] DPT_Temperature 445 

 
Using this communication object it is possible to read the temperature setpoint value for the air 
conditioning function. 
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Object name Conditions Dim. Flags DPT 
Comm. 
Obj. No. 

Air conditioning – 
Minimum temperature 
setpoint limit 

Temperature setpoint = 
enabled 

2 Byte C-WTU [9.001] DPT_Temperature 446 

 
Using this communication object, the minimum limit value of the temperature setpoint for the air 
conditioning function can be set. 

Air conditioning – 
Minimum temperature 
setpoint limit 

Temperature setpoint = 
enabled 

2 Byte C-WTU [9.001] DPT_Temperature 448 

 
Using this communication object, the maximum limit value of the temperature setpoint for the air 
conditioning function can be set. 

Air conditioning - vanes 
swing command 

Manual ventilation speed 
setting = enabled 

SWING vanes mode = 
enabled 

DPT data type for SWING 
= Switch 

1 bit CR-T- [1.001] DPT_Switch 449 

 
Using this communication object it is possible to read the status value for the SWING mode of the vanes 
position. 

Air conditioning - control 
mode command 

Operation mode settings = 
enabled 

2 Byte CR-T- 
[20.105] 

DPT_HVAC_Control_mode 
451 

 
Using this communication object it is possible to read the status of the operating mode currently set for 
ventilation function. 

Air conditioning - fan 
speed scaling command 

Manual ventilation speed 
setting = enabled 

DPT datatype for fan 
speed = scaling 

1 Byte CR-T- 
[5.001] DPT_percentage 

(0…100%) 
453 

 
Using this communication object it is possible to read the status of the percentage value for the fan 
speed. 

Air conditioning - fan 
speed enum command 

Manual ventilation speed 
setting = enabled 

DPT datatype for fan 
speed = enumerated 

1 Byte CR-T- 
[5.010] DPT_counter 

pulses (0…255) 
453 

 
Using this communication object it is possible to read the status of the enumerated value for the fan 
speed. 

Air conditioning - vanes 
position scaling 
command 

Manual setting of vane 
positions = enabled 

DPT data type for vanes 
position = scaling 

1 Byte CR-T- 
[5.001] DPT_percentage 

(0…100%) 
455 

 
Using this communication object it is possible to read the status of the percentage value for the position 
of the vanes. 

Air conditioning - vanes 
position enum command 

Manual setting of vane 
positions = enabled 

DPT data type for vanes 
position = enumerated 

1 Byte CR-T- 
[5.010] DPT_counter 

pulses (0…255) 
455 

 
Using this communication object it is possible to read the status of the enumerated value for the position 
of the vanes. 

Air conditioning - vanes 
auto command 

Manual setting of vane 
positions = enabled 

AUTO vanes mode = 
enabled 

1 bit CR-T- [1.001] DPT_Switch 457 

 
Using this communication object it is possible to read the status value for the AUTO mode of the vanes 
position (On/Off). 

Air conditioning - fan 
speed auto command 

Fan speed AUTO mode = 
enabled 

DPT data type for AUTO = 
Switch 

1 bit CR-T- [1.001] DPT_Switch 459 

 
Using this communication object it is possible to read the status value for the fan speed AUTO mode 
(On/Off). 

Air conditioning - fan 
speed stop command 

Fan speed OFF mode = 
enabled 

DPT data type for OFF = 
Switch 

1 bit CR-T- [1.001] DPT_Switch 461 

 
Using this communication object it is possible to read the status value for the fan speed stop mode 
(On/Off). 
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10 Appendix 

10.1 Summary of KNX communication objects 

The following list contains the KNX communication objects for all corresponding Data Point Types (DPT) 

defined by the application program according to the performed configurations. 

The list is ordered by object number; if the same object is linked to different inputs, the first input or rocker is 

referenced. 

 

Object name Size Flags DPT No. Comm. Obj. 

Technical alarm 1 Bit C-W-- [1.5] DPT_Alarm 7 

Thermostat - Thermal generator lock 1 bit C-W-- [1.5] DPT_Alarm 8 

Thermostat - Room temperature control 

alarm 
1 bit CR-T- [1.5] DPT_Alarm 10 

Thermostat - Anticondesation alarm  1 bit CR-T- [1.5] DPT_Alarm 11 

Thermostat - Alarm text 14 bytes CR-T- [16.0] DPT_String_ASCII 13 

Bluetooth enable 1 bit C-WTU [1.3] DPT_Enable 14 

Lock Bluetooth function 1 bit C-W-- [1.3] DPT_Enable 15 

Enable Fahrenheit display 1 bit CRWT- [1.3] DPT_Enable 19 

Max display intensity percentage 1 byte C-W-- [5.1] DPT_Scaling 20 

Proximity - Lock command 1 bit C-W-- [1.3] DPT_Enable 23 

Proximity -  

Switching status [type], object n* 

See 

Tabel 9 
C-WTU See Tabel 9 

24, 25, 26, 27, 

28, 29, 30, 31 

Color (m) - Command [tipo] 
See 

Tabel 9 
C-WTU See Tabel 9 

32, 33, 34, 35, 

36, 37, 38, 39, 

40, 41, 42, 43 

Button (m) - Lock command 1 Bit C-W-- [1.3] DPT_Enable 

44, 60, 76, 92, 

108, 124, 140, 156, 

172, 188, 204, 220 

Button (m) - State [type], object n* 

See 

Tabel 9 
C-WTU See Tabel 9 

45, …, 52, 

61, …, 68, 

77, …, 84, 

93, …, 100, 

109, …, 116, 

125, …, 132, 

141, …, 148, 

157, …, 164, 

173, …, 180, 

189, …, 196, 

205, …, 212, 

221, …, 228 

* The O.C. numbers listed refer to the first of these 8 objects (for each of the inputs); 
the O.C.'s of subsequent objects are sequential. To obtain the O.C. number for the 
n-th object, simply add (n-1) to the numbers listed. 

E.g.: the O.C.'s associated with button 3 have numbers starting from 37. The 

number of the 5th O.C. associated with that input will therefore be 37+ (5-1) = 41. 

Button (m) - Switching command 1 Bit C-WTU [1.1] DPT_Switch 

53, 69, 85, 101, 

117, 133, 149, 165, 

181, 197, 213, 229 

Button (m) - Dimming command value 1 Byte C-W-- [5.1] DPT_Scaling 

54, 70, 86, 102, 

118, 134, 150, 166, 

182, 198, 214, 230 

Button (m) - Dimming status value 1 Byte CRWTU [5.1] DPT_Scaling 
55, 71, 87, 103, 

119, 135, 151, 167, 
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Object name Size Flags DPT No. Comm. Obj. 

183, 199, 215, 231 

Button (m) - Color temperature command 1 Byte CR-T- [5.1] DPT_Scaling 

56, 72, 88, 104, 

120, 136, 152, 168, 

184, 200, 216, 232 

Button (m) - Color temperature status 1 Byte C–T- [5.1] DPT_Scaling 

57, 73, 89, 105, 

121, 137, 153, 169, 

185, 201, 217, 233 

Button (m) - Dedicated stop command 1 Bit C–T- [1.17] DPT_Trigger 

53, 69, 85, 101, 

117, 133, 149, 165, 

181, 197, 213, 229 

Button (m) - Move up / down command 1 Bit C–T- [1.8] DPT_UpDown 

56, 72, 88, 104, 

120, 136, 152, 168, 

184, 200, 216, 232 

Button (m) - Stop-step up / down command 1 Bit C–T- [1.7] DPT_Step 

55, 71, 87, 103, 

119, 135, 151, 167, 

183, 199, 215, 231 

Button (m) - Scene number 1 Byte C–T- 
[17.1] DPT_SceneNumber 

[18.1] DPT_SceneControl 

57, 73, 89, 105, 

121, 137, 153, 169, 

185, 201, 217, 233 

Temperature value 2 Byte CR-T- [9.1] DPT_Value_Temp 234 

Temperature threshold 1 - switch 1 Bit CR-T- [1.1] DPT_Switch 235 

Temperature threshold 1 - Lock 1 bit C-W-- [1.1] DPT_Switch 236 

Temperature threshold 1 – Value (from bus) 2 bytes C-W-- [9.1] DPT_Value_Temp 237 

Temperature threshold 2 - switch 1 Bit CR-T- [1.1] DPT_Switch 238 

Temperature threshold 2 - Lock 1 bit C-W-- [1.1] DPT_Switch 239 

Temperature threshold 2 - Value (from bus) 2 bytes C-W-- [9.1] DPT_Value_Temp 240 

Thermostat - Room temperature (from bus) 2 bytes C-WTU [9.1] DPT_Value_Temp 241 

Thermostat - Humidity (2 byte, from bus) 2 bytes C-WTU [9.7] DPT_Value_Humidity 242 

Thermostat - Humidity (1 byte, from bus) 1 byte C-WTU [5.1] DPT_Scaling 243 

Thermostat - Antistratification temperature 

(from bus) 
2 bytes C-WTU [9.001] DPT_Value_Temp 246 

Thermostat - Outdoor temperature (from 

bus) 
2 bytes C-WTU [9.001] DPT_Value_Temp 247 

Thermostat - Coil temperature (from bus) 2 bytes C-WTU [9.001] DPT_Value_Temp 248 

Thermostat - Floor temperature (from bus) 2 bytes C-WTU [9.001] DPT_Value_Temp 249 

Thermostat - Flow temperature (from bus) 2 bytes C-WTU [9.001] DPT_Value_Temp 250 

Thermostat - Windows contact sensor 1 

(from bus) 
1 bit C-WTU [1.019] DPT_Window_Door 251 

Thermostat - Windows contact sensor 2 

(from bus) 
1 bit C-WTU [1.019] DPT_Window_Door 252 

Thermostat - Presence sensor 1 (from bus) 1 bit C-WTU [1.018] DPT_Occupancy 253 

Thermostat - Presence sensor 2 (from bus) 1 bit C-WTU [1.018] DPT_Occupancy 254 

Thermostat - Card holder contact (from bus) 1 bit C-WTU [1.018] DPT_Occupancy 255 

Thermostat - Anticondensation (from bus) 1 bit C-WTU [1.001] DPT_Switch 256 

Thermostat - Weighted temperature 2 bytes CR-T- [9.001] DPT_Value_Temp 257 

Thermostat - Heating/cooling status out 1 bit CR-T- [1.100] DPT_Heat_Cool 258 

Thermostat - Heating/cooling status in 1 bit C-W-- [1.100] DPT_Heat_Cool 259 

Thermostat - HVAC mode in 1 byte C-W-- [20.102] DPT_HVACMode 260 

Thermostat - HVAC forced mode in 1 byte C-W-- [20.102] DPT_HVACMode 261 

Thermostat - HVAC mode out 1 byte CR-T- [20.102] DPT_HVACMode 262 

Thermostat - HVAC manual mode 1 byte C-WTU [20.102] DPT_HVACMode 263 

Thermostat - Chrono active status 1 bit CRWT- [1.11] DPT_State 264 
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Object name Size Flags DPT No. Comm. Obj. 

Thermostat - Building protection HVAC 

mode active 
1 bit CR-T- [1.11] DPT_State 266 

Thermostat - Actual setpoint 2 bytes CR-T- [9.1] DPT_Value_Temp 268 

Thermostat - Manual setpoint 2 bytes C-W-- [9.1] DPT_Value_Temp 269 

Thermostat - Manual setpoint active status 1 bit CRWTU [1.11] DPT_State 270 

Thermostat - Input setpoint 2 bytes CRWTU [9.1] DPT_Value_Temp 271 

Thermostat - Comfort setpoint (heating) 2 bytes CRWTU [9.1] DPT_Value_Temp 271 

Thermostat - Comfort setpoint (cooling) 2 bytes CRWTU [9.1] DPT_Value_Temp 272 

Thermostat - Standby setpoint (heating) 2 bytes CRWTU [9.1] DPT_Value_Temp 273 

Thermostat - Standby setpoint (cooling) 2 bytes CRWTU [9.1] DPT_Value_Temp 274 

Thermostat - Economy setpoint (heating) 2 bytes CRWTU [9.1] DPT_Value_Temp 275 

Thermostat - Economy setpoint (cooling) 2 bytes CRWTU [9.1] DPT_Value_Temp 276 

Thermostat - Building protection setpoint 

(heating) 
2 bytes CRWTU [9.1] DPT_Value_Temp 277 

Thermostat - Building protection setpoint 

(cooling) 
2 bytes CRWTU [9.1] DPT_Value_Temp 278 

Thermostat - Disable room temperature 

controller 
1 bit C-W-- [1.3] DPT_Enable 279 

Thermostat - Room temperature controller 

status 
1 bit CR-T- [1.3] DPT_Enable 280 

Thermostat - Heating out command 1 bit CR-T- [1.1] DPT_Switch 281 

Thermostat - Cooling out command 1 byte CR-T- [5.1] DPT_Scaling 281 

Thermostat - Heating and cooling out 

command 

1 bit 

 
CR-T- [1.1] DPT_Switch 281 

Thermostat - Heating and cooling out 

command 
1 byte CR-T- [5.1] DPT_Scaling 281 

Thermostat - Cooling out command 1 bit CR-T- [1.1] DPT_Switch 282 

Thermostat - Cooling out command 1 byte CR-T- [5.1] DPT_Scaling 282 

Thermostat - Auxiliary heating output 

command 
1 bit CR-T- [1.1] DPT_Switch 283 

Thermostat - Auxiliary heating and cooling 

output command 
1 bit CR-T- [1.1] DPT_Switch 283 

Thermostat - Auxiliary cooling output 

command 
1 bit CR-T- [1.1] DPT_Switch 284 

Thermostat - Auxiliary heating disable 1 bit C-W-- [1.3] DPT_Enable 285 

Thermostat - Auxiliary cooling disable 1 bit C-W-- [1.3] DPT_Enable 286 

Thermostat - Fan continuous speed 1 byte CR-T- [5.1] DPT_Scaling 287 

Thermostat - Fan speed 1 byte CR-T- [5.10] DPT_Value_1_Ucount 288 

Thermostat - Fan manual speed percentage 1 byte CR-T- [5.1] DPT_Scaling 289 

Thermostat - Fan manual speed 1 byte CRW-U [5.10] DPT_Value_1_Ucount 290 

Thermostat - Fan manual active status 1 bit CRWTU [1.11] DPT_State 291 

Thermostat - Fan manual speed off status 1 bit CR-T- [1.11] DPT_State 292 

Thermostat - Fan speed 1 1 bit CR-T- [1.1] DPT_Switch 293 

Thermostat - Fan speed 2 1 bit CR-T- [1.1] DPT_Switch 294 

Thermostat - Fan speed 3 1 bit CR-T- [1.1] DPT_Switch 295 

Thermostat - Fan control disable 1 bit C-W-- [1.2] DPT_Bool 296 

Thermostat - Dew-point temperature 2 bytes CR-T- [9.1] DPT_Value_Temp 297 

Thermostat - Relative humidity setpoint for 

dehumidification 
2 bytes CRWTU [9.7] DPT_Value_Humidity 300 

Thermostat - Relative humidity setpoint for 

humidification 
2 bytes CRWTU [9.7] DPT_Value_Humidity 301 
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Object name Size Flags DPT No. Comm. Obj. 

Thermostat - Dehumidification command 1 bit CR-T- [1.1] DPT_Switch 302 

Thermostat - Dehumidification water battery 

command 
1 bit CR-T- [1.1] DPT_Switch 303 

Thermostat - Dehumidification integration 

control 
1 bit CR-T- [1.1] DPT_Switch 304 

Thermostat - Humidification command 1 bit CR-T- [1.1] DPT_Switch 305 

Thermostat - Dehumidification control 

disable 
1 bit C-W-- [1.2] DPT_Bool 306 

Thermostat - Humidification control disable 1 bit C-W-- [1.2] DPT_Bool 307 

Logic function X, Input 1 1 bit C-WTU [1.1] DPT_Switch 
308, 313, 318, 323, 

328, 333, 338, 343 

Logic function X, Input 2 1 bit C-WTU [1.1] DPT_Switch 
309, 314, 319, 324, 

329, 334, 339, 344 

Logic function X, Input 3 1 bit C-WTU [1.1] DPT_Switch 
310, 315, 320, 325, 

330, 335, 340, 345 

Logic function X, Input 4 1 bit C-WTU [1.1] DPT_Switch 
311, 316, 321, 326, 

331, 336, 341, 346 

Logic function X, Output 1 bit CR-T- [1.1] DPT_Switch 
312, 317, 322, 327, 

332, 337, 342, 347 

Audio zone - ON/OFF status 1 bit C-WTU [1.1] DPT_Switch 348 

Audio zone - ON/OFF command 1 bit CR-T- [1.1] DPT_Switch 349 

Audio zone - Volume level status 1 byte C-WTU [5.1] DPT_Scaling 350 

Audio zone - Volume level command 1 byte CR-T- [5.1] DPT_Scaling 351 

Audio zone - Bass Level status 1 byte C-WTU [5.1] DPT_Scaling 352 

Audio zone - Bass Level command 1 byte CR-T- [5.1] DPT_Scaling 353 

Audio zone - Treble Level status 1 byte C-WTU [5.1] DPT_Scaling 354 

Audio zone - Treble Level command 1 byte CR-T- [5.1] DPT_Scaling 355 

Audio zone - Mute status 1 bit C-WTU [1.1] DPT_Switch 356 

Audio zone - Mute command 1 bit CR-T- [1.1] DPT_Switch 357 

Audio zone - Play/Pause status 1 bit C-WTU [1.1] DPT_Switch 358 

Audio zone - Play/Pause command 1 bit CR-T- [1.1] DPT_Switch 359 

Audio zone - Prev/Next command 1 bit CR-T- [1.1] DPT_Switch 360 

Audio zone - Source selection status 1 byte C-WTU [5.10] DPT_Value_1_Ucount 361 

Audio zone - Source selection command 1 byte CR-T- [5.10] DPT_Value_1_Ucount 362 

Audio zone - Shuffle status 1 bit C-WTU [1.1] DPT_Switch 363 

Audio zone - Shuffle command 1 bit CR-T- [1.1] DPT_Switch 364 

Audio zone - Repeat status 1 bit C-WTU [1.1] DPT_Switch 365 

Audio zone - Repeat command 1 bit CR-T- [1.1] DPT_Switch 366 

Audio zone - Track info 14 byte C-WTU [16.0] DPT_String_ASCII 367 

Audio zone - Artist info 14 byte C-WTU [16.0] DPT_String_ASCII 368 

Button (m) – Temperature colour command 2 byte CR-T- 
[7.6] 
DPT_absolute_colour_temperat
ure 

369, 371, 373, 375, 

377, 379, 381, 383, 

385, 387, 389, 391 

Button (m) – Temperature colour status 2 byte C-WTU 
[7.6] 
DPT_absolute_colour_temperat
ure 

370, 372, 374, 376, 

378, 380, 382, 384, 

386, 388, 390, 392 

Numeric button value (m) - value 
See 

Table 
A10 

C-WTU See Table A10 

394, 396, 398, 400, 

402, 404, 406, 408, 

410, 412, 414, 416 

Shift register x – Command 1 Byte CR-T- 
[5.010] DPT_counter pulses 
(0..255) 

417, 419, 421, 423, 
425, 427, 429, 431, 
433, 435, 437, 439 

Proximity – Scene number 1 byte C—T- [17.1] DPT_SceneNumber 418 

Air conditioning – On/Off status 1 bit C-WTU [1.001] DPT_Switch 420 

Air conditioning - vanes swing status 1 bit C-WTU [1.001] DPT_Switch 424 

Air conditioning - control mode status 1 Byte C-WTU 
[20.105] 
DPT_HVAC_Control_mode 

426 
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Object name Size Flags DPT No. Comm. Obj. 

Air conditioning - fan speed scaling status 1 Byte C-WTU 
[5.001] DPT_percentage 
(0…100%) 

428 

Air conditioning - fan speed enum status 1 Byte C-WTU 
[5.010] DPT_counter pulses 
(0…255) 

428 

Air conditioning - vanes position scaling 
status 

1 Byte C-WTU 
[5.001] DPT_percentage 
(0…100%) 

430 

Air conditioning - vanes position enum status 1 Byte C-WTU 
[5.010] DPT_counter pulses 
(0…255) 

430 

Air conditioning - vanes auto status 1 bit C-WTU [1.001] DPT_Switch 432 

Air conditioning – fan speed auto status 1 bit C-WTU [1.001] DPT_Switch 434 

Air conditioning – Fan speed stop status 1 bit C-WTU [1.001] DPT_Switch 436 

Air conditioning - temperature status 1 byte CR-T-  442 

Air conditioning - On/Off command 1 bit C-WTU [1.001] DPT_Switch 443 

Air conditioning - temperature setpoint status 2 Byte C-WTU [9.001] DPT_Temperature 444 

Air conditioning - temperature setpoint 
command 

2 Byte CR-T- [9.001] DPT_Temperature 445 

Aria conditioning –  

Minimum temperature setpoint limit 
2 Byte C-WTU [9.001] DPT_Temperature 446 

Aria conditioning –  

Maximum temperature setpoint limit 
2 Byte C-WTU [9.001] DPT_Temperature 448 

Air conditioning - manual mode command 1 bit CR-T-  447 

Air conditioning - vanes swing command 1 bit CR-T- [1.001] DPT_Switch 449 

Air conditioning - control mode command 2 Byte CR-T- 
[20.105] 
DPT_HVAC_Control_mode 

451 

Air conditioning - fan speed scaling 
command 

1 Byte CR-T- 
[5.001] DPT_percentage 
(0…100%) 

453 

Air conditioning - fan speed enum command 
1 Byte CR-T- 

[5.010] DPT_counter pulses 
(0…255) 

453 

Air conditioning - vanes position scaling 
command 

1 Byte CR-T- 
[5.001] DPT_percentage 
(0…100%) 

455 

Air conditioning - vanes position enum 
command 

1 Byte CR-T- 
[5.010] DPT_counter pulses 
(0…255) 

455 

Air conditioning - vanes auto command 1 bit CR-T- [1.001] DPT_Switch 457 

Air conditioning - fan speed auto command 1 bit CR-T- [1.001] DPT_Switch 459 

Air conditioning - fan speed stop command 1 bit CR-T- [1.001] DPT_Switch 461 

 

 

Table A1. Dimensions e DPT for C.O.s with independent inputs: 

 

Size DPT 

1 bit [1.001] switch 

2 bit [2.*] 1-bit controlled 

1 byte unsigned value 

[4.*] character 

[5.*] 8-bit unsigned value 

[20.*] 1-byte 

1 byte percentage 

[4.*] character 

[5.*] 8-bit unsigned value 

[20.*] 1-byte 

1 byte signed value [6.*] 8-bit signed value 

2 bytes unsigned value [7.*] 2-byte unsigned value 

2 bytes signed value [8.*] 2-byte signed value 

2 bytes floating value [9.*] 2-byte float value 
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Table A10. Dimensions, DPT and name for C.O.s numeric button value (m): 

Dimens. DPT CO name 

1 bit - 1.002 - boolean [1.002] DPT_Bool Numeric button value n - boolean 

1 bit - 1.003 - enable [1.003] DPT_Enable Numeric button value n – enable 

1 bit - 1.008 - up/down [1.008] DPT_UpDown Numeric button value n – up/down 

1 bit - 1.009 - open-close [1.009] DPT_OpenClose Numeric button value n – open/close 

2 bit - 2.001 - switch control 
[2.001] DPT_Switch_Control Numeric button value n – switch 

control 

1 byte - 5.010 - counter pulses 
(0..255) 

[5.010] DPT_Value_1_Ucount Numeric button value n - counter 
pulses (0..255) 

1 byte - 6.010 - counter pulses (-
128..127) 

 [6.010] DPT_Value_1_Count Numeric button value n - counter 
pulses (-128..127) 

1 byte - 5.001 - percentage 
(scaling) 

[5.001] DPT_Scaling Numeric button value n - percentage 
(scaling) 

1 byte - 20.102 - HVAC mode [20.102] DPT_HVACMode Numeric button value n - HVAC mode 

2 byte - 7.001 - pulses (0..65535) 
[7.001] DPT_Value_2_Ucount Numeric button value n - pulses 

(0..65535) 

2 byte - 8.001 - pulses (-
32768..32768) 

[8.001] DPT_Value_2_Count Numeric button value n - pulses  

(-32768..32768) 

2 byte - 9.001 - temperature (°C) [9.001] DPT_Value_Temp Numeric button value n - temperature 

2 byte - 9.004 - lux (Lux) [9.004] DPT_Value_Lux Numeric button value n - lux 

2 byte - 9.007 - humidity (%) [9.007] DPT_Value_Humidity Numeric button value n - humidity 

2 byte - 9.006 - pressure (Pa) [9.006] DPT_Value_Pres Numeric button value n - pressure 

2 byte - 9.008 - air quality (ppm) [9.008] DPT_Value_AirQuality Numeric button value n - air quality 

2 byte - 9.008 - air quality (ppb) [9.008] DPT_Value_AirQuality Numeric button value n - air quality 

2 byte - 9.020 - voltage (V) [9.020] DPT_Value_Volt Numeric button value n - voltage 

2 byte - 9.020 - voltage (mV) [9.020] DPT_Value_Volt Numeric button value n - voltage 

2 byte - 9.021 - current (A) [9.021] DPT_Value_Curr Numeric button value n - current 

2 byte - 9.021 - current (mA) [9.021] DPT_Value_Curr Numeric button value n - current 

2 byte - 9.024 - power (W) [9.024] DPT_Power Numeric button value n - power 

2 byte - 9.024 - power (kW) [9.024] DPT_Power Numeric button value n - power  

4 byte - 14.056 - power (W) [14.056] DPT_Value_Power Numeric button value n - power 

4 byte - 14.056 - power (kW) [14.056] DPT_Value_Power Numeric button value n - power 

3 byte - 10.001 - time of day [10.001] DPT_TimeOfDay Numeric button value n - time of day 

3 byte - 11.001 - date [11.001] DPT_Date Numeric button value n - date 
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10.2 Warning 

• Installation, electrical connection, configuration and commissioning of the device can only be carried out by 

qualified personnel. 

• Opening the housing of the device causes the immediate end of the warranty period. 

• ekinex® KNX defective devices must be returned to the manufacturer at the following address:  

EKINEX S.p.A. Via Novara 37, I-28010 Vaprio d’Agogna (NO) Italy. 

10.3 Other information 

• This application manual is aimed at installers, system integrators and planners 

• For further information on the product, please contact the ekinex® technical support at the e-mail address: 

support@ekinex.com or visit the website www.ekinex.com 

• KNX® and ETS® are registered trademarks of KNX Association cvba, Brussels 

 

© EKINEX S.p.A. 2024. The company reserves the right to make changes to this documentation without notice. 

 

 


